


[bookmark: _GoBack][image: ]


City of Seattle


RFP No. SCL-1401
[bookmark: _Hlk11395782]TITLE:  Boundary Generator Step-Up Transformers 151-154





Table 1 – Solicitation Schedule

	Events
	Date

	RFP Issued 
	October 2, 2019

	Optional Pre-Proposal Conference
Seattle Municipal Tower
700 5th Ave 
Seattle, WA. 98124
	October 9, 2019 – 1PM PT
Skype: 206-386-1200
844-386-1200
Conference ID: 8321261

	Mandatory Site Visit
	October 23, 2019 12:30 PM

	Deadline for Questions
	October 31, 2019 – 2PM PT

	Sealed Proposals Due to the City
	November 6, 2019 – 2PM

	 Interviews, if conducted 
	Week of December 2, 2019



The City reserves the right to modify this schedule at the City’s discretion.  Notification of changes in the response due date would be posted on the City website or as otherwise stated.


PROPOSALS MUST BE RECEIVED ON OR BEFORE THE DUE DATE AND TIME 
AND MUST BE AT THE LOCATION STATED IN SECTION 6

Mark the outside of your mailing envelope indicating RFP# SCL-1401

By responding to this Request for Proposal (RFP), Proposer agrees that s/he has read and understands all documents within this RFP package.



1. PURPOSE AND BACKGROUND
Purpose:
Seattle City Light will purchase up to four (4) generator step-up transformers rated 200 MVA, 242,000 V:14,400V, 60Hz, three phase, delta primary, grounded-wye secondary, with no-load tap changer as described herein. The scope includes, design, fabrication, delivery, and installation oversight of the four transformers.
Background:
The existing 170-MVA generator step-up transformers were installed 50 years ago when the Boundary Powerhouse was built.  These transformers are reaching the end of their useful life and are rated below the capabilities of generator output.  While the new transformers will be of higher rating than the existing, they must fit into the existing available space and be supported on the existing foundations. 
Boundary Powerhouse is located on the Pend Oreille River in Pend Oreille County, State of Washington, approximately 120 miles North of Spokane International Airport. The Powerhouse is located at latitude 48.989 and longitude -117.353 which is 9 miles due north of Metaline Falls, WA. It is accessible by heading North off of Washington State Hwy 31 on Boundary Road and veering right at the fork in the road.

Single Award:  With this solicitation, the City intends to award one contract and does not anticipate award to multiple companies.  Regardless, the City reserves the right to make multiple or partial awards.
2. SOLICITATION OBJECTIVES
The City expects to achieve the following outcomes through a new blanket contract.

· Purchase up to four (4) new generator step-up transformers for Boundary Powerhouse that meet or exceed the requirements of the specification.
· Select a vendor with long-term expertise in manufacturing high power transformers for the North American market.
· Select a vendor that demonstrates and shows an ability to produce a well-designed, high quality product.
· Obtain the best value for Seattle City Light



3. MINIMUM QUALIFICATIONS
The following are minimum qualifications and licensing requirements that the Vendor must meet to be eligible to submit an RFP response.  Responses must clearly show compliance to these minimum qualifications.  Those that are not clearly responsive to these minimum qualifications shall be rejected by the City without further consideration:
1a. Bidders must demonstrate a minimum of fifteen (15) years’ experience in the design and manufacture of high voltage power transformers of similar rating and application as described herein.   The term “similar rating” mean power transformer delivered with equal to or higher than 150MVA (base) size, with high side winding voltage of 230kV or higher.

1b. Bidders based outside of the United States of America or supplying transformers from a factory outside of the United States of America, must demonstrate a minimum of fifteen (15) years’ experience of selling high voltage power transformers of “similar rating” and application built in that factory for the United States of America market. 

2. Bidder must demonstrate that the Technical Service Advisor has a minimum of five (5) years of experience installing similar transformers with at least two years of experience as the supervisor.

3. Bidders must demonstrate proof that manufacturer's repair and testing facilities for any part of or the whole power transformer are available in North America.
4. LICENSING AND BUSINESS TAX REQUIREMENTS
This solicitation and resultant contract may require additional licensing. The Vendor must meet all licensing requirements that apply to their business immediately after contract award or the City may reject the Vendor. 
Companies must license, report and pay revenue taxes for the Washington State business License (UBI#) and Seattle Business License, if they are required to hold such a license by the laws of those jurisdictions.  The Vendor should carefully consider those costs prior to submitting their offer, as the City will not separately pay or reimburse those costs to the Vendor.  

Seattle Business Licensing and associated taxes
1. If you have a “physical nexus” in the city, you must obtain a Seattle Business license and pay all taxes due before the Contract can be signed.  
1. A “physical nexus” means you have physical presence, such as: a building/facility located in Seattle, you make sales trips into Seattle, your own company drives into Seattle for product deliveries, and/or you conduct service work in Seattle (repair, installation, service, maintenance work, on-site consulting, etc). 
1. We provide a Vendor Questionnaire Form in our submittal package items later in this RFP, and it will ask you to specify if you have “physical nexus”.
1. All costs for any licenses, permits and Seattle Business License taxes owed shall be borne by the Vendor and not charged separately to the City.  
1. The apparent successful Vendor must immediately obtain the license and ensure all City taxes are current, unless exempted by City Code due to reasons such as no physical nexus. Failure to do so will result in rejection of the bid/proposal.  
1. Self-Filing You can pay your license and taxes on-line using a credit card www.seattle.gov/self. 
1. For Questions and Assistance, call the License and Tax Administration office which issues business licenses and enforces licensing requirements.  The general e-mail is tax@seattle.gov. The main phone is 206-684-8484. 
1. The licensing website is www.seattle.gov/licenses. 
1. The City of Seattle website allows you to apply and pay on-line with a Credit Card if you choose.
1. If a business has extraordinary balances due on their account that would cause undue hardship to the business, the business can contact our office to request additional assistance. A cover-sheet providing further explanation, along with the application and instructions for a Seattle Business License is provided below.  
1. Those holding a City of Seattle Business license may be required to report and pay revenue taxes to the City.  Such costs should be carefully considered by the Vendor prior to submitting your offer.  When allowed by City ordinance, the City will have the right to retain amounts due at the conclusion of a contract by withholding from final invoice payments.
1. A hard copy version of the Seattle Business license application can be found at http://www.seattle.gov/Documents/Departments/FAS/Licensing/Seattle-business-license-application.pdf


State Business Licensing and associated taxes
Before the contract is signed, you must have a State of Washington business license (a State “Unified Business Identifier” known as a UBI number#).  If the State of Washington has exempted your business from State licensing (for example, some foreign companies are exempt and in some cases, the State waives licensing because the company does not have a physical presence in the State), then submit proof of that exemption to the City.  All costs for any licenses, permits and associated tax payments due to the State as a result of licensing shall be borne by the Vendor and not charged separately to the City.  Instructions and applications are at http://bls.dor.wa.gov/file.aspx

Permits:  All permits required to perform work are to be supplied by the Vendor at no additional cost to the City.



5. SPECIFICATIONS and SCOPE OF WORK 
This specification covers the furnishing F.O.B. Seattle City Light (SCL) Boundary Powerhouse, up to four (4) generator step-up transformers rated 200 MVA, 242,000 V:14,400V, 60Hz, three phase, delta primary, grounded-wye secondary, with no-load tap changer as described herein. The scope includes, design, fabrication, delivery, and installation oversight of the four transformers.


[bookmark: _MON_1631353330]
	

Contract Term:  This contract shall be for five (5) years, with one (1) two-year extension allowed at the option of the City, unless the City provides advance notice of the intention to not renew.  The Vendor may also provide a notice to not extend but must provide such notice at least forty-five (45) days prior to the otherwise automatic renewal date. 

Contact Expansion:  Any resultant contract or Purchase Order may be expanded as allowed below. A modification may be considered per the criteria and procedures below, for any ongoing Contract that has not yet expired.  Likewise, a one-time Purchase Order may be modified if the proposal reserved the right for additional orders to be placed within a specified period of time, or if the project or body of work associated with a Purchase Order is still active.  Such modifications must be mutually agreed.  The only person authorized to make such agreements the City is the Buyer from the City Purchasing Division (Department of Finance and Administrative Services).  No other City employee is authorized to make such written notices.  Expansions must be issued in writing from the City Buyer in a formal notice.  The Buyer will ensure the expansion meets the following criteria collectively:  (a)  it could not be separately propose, (b) the change is for a reasonable purpose, (c) the change was not reasonably known to either the City or vendors at time of proposal or else was mentioned as a possibility in the proposal (such as a change in environmental regulation or other law); (d) the change is not significant enough to be reasonably regarded as an independent body of work; (e) the change could not have attracted a different field of competition; and (f) the change does not vary the essential identity or main purpose of the contract.  The Buyer shall make this determination, and may make exceptions for immaterial changes, emergency or sole source conditions, or for other situations as required in the opinion of the Buyer. 

Note that certain changes are not considered an expansion of scope, including an increase in quantities ordered, the exercise of options and alternates in the proposal, or ordering of work originally identified within the originating solicitation. If such changes are approved, changes are conducted as a written order issued by the City Purchasing Buyer in writing to the Vendor.
Limits of Sales to Authorized Products and Services: Vendor has responsibility to limit sales to those products or services authorized within the contract, whether authorized by changes and amendments or stated within the original contract scope.  The Vendor is responsible for refusing orders that are not properly authorized by the contract or through other proper Purchase Orders issued by authorized persons from the City.  If the Vendor has consistent sales of unauthorized products or services, the City reserves the right to use any of the following: terminate the contract in accordance with termination provisions, place the Vendor payments on “hold” for all incoming invoices while the City determines which are authorized items eligible for payment, and/or refuse certain invoices that contain non-authorized items. 

Vendor Usage Reports:  The City may request that the Vendor provide reports of purchases made by the City during the contract term.  Within 10 business days of a request, the Vendor will supply the City a report in the requested format. The report must be clearly titled (Company name, contact information, dates of report period).   The Vendor will provide, upon a request by the City, information sorted according to the City request, which may include: invoice specific detail or summary detail, by item name, by the user name (the department customer placing the order), by City Department, and date or order.   
Trial Period and Right to Award to Next Low Vendor: A ninety (90) day trial period shall apply to contract(s) awarded as a result of this solicitation.  During the trial period, the vendor(s) must perform in accordance with all terms and conditions of the contract.  Failure to perform during this trial period may cause the immediate cancellation of the contract.  If dispute or discrepancy as to the acceptability of product or service occurs, the City’s decision shall prevail.  The City agrees to pay only for authorized orders received up to the date of termination.  If the contract is terminated within the trial period, the City reserves the option to award the contract to the next low responsive Vendor by mutual agreement with such Vendor.  Any new award will be for the remainder of the contract and will also be subject to this trial period.  
[bookmark: _Toc187046272]
Background Checks and Immigrant Status
Background checks will be required for workers that will be performing the work on site under this contract. 
The Seller shall submit applications for background checks for the Technical Service Advisor and any other Seller’s staff who will work at the Boundary Powerhouse eight (8) weeks prior to any on-site work. The City has strict policies regarding the use of Background checks, criminal checks, immigrant status, and/or religious affiliation for contract workers.  The policies are incorporated into the contract and available for viewing on-line at http://www.seattle.gov/city-purchasing-and-contracting/social-equity/background-checks   

Delivery/Shipping: Delivery of the first unit is required by January 21, 2021.  Any responses received with a delivery date that exceeds this requirement will be rejected as non-responsive.  Goods delivered beyond that date will incur damages as outlined below.  Vendor agrees to deliver by this time and date.  See the Specification for complete shipping details and schedule.

[bookmark: _Toc53447851][bookmark: _Toc53448207][bookmark: _Toc66150587][bookmark: _Toc395081974][bookmark: _Toc405381378]Liquidated and Other Damages: Timely delivery is extremely important in performance of this Contract.  The Seller agrees to pay and authorizes and directs the Owner to deduct from any balances due or to become due to the Seller the amounts set forth below.  The Seller further agrees that any such deductions shall not in any way release the Seller from further obligations and liabilities with respect to the performance of the entire Contract.  The Seller, by executing the Contract, agrees that the amounts set forth in this section are reasonable estimates of actual damages which would be caused by the failure to complete the Work on time, and that amounts indicated are for liquidated damages and are not penalties.

1) [bookmark: _Toc405381379]Late Delivery of Reports, Drawings, and Other Descriptive Information
In the event of failure on the part of the Seller to submit any report, drawing package, or other descriptive information for review on or before the dates cited in Section 3 of the specification, the Seller shall pay to the Owner as liquidated damages the amount of Five Hundred U.S. Dollars ($500.00 US) for each piece of descriptive information for each calendar day of delay until the descriptive information is submitted. Should the Owner require more time than the number of days allocated, thus causing the Seller to be delayed in completion and submittal of drawings, the submittal date affected will be extended by the number of days used by the Owner. The Owner will retain the liquidated damages from the payments due the Seller.

2) [bookmark: _Toc405381380]Late Completion of Delivery
In the event of failure on the part of the Seller to deliver the transformers within the timeframe specified in Section 2.1 of the specification, or as agreed upon, the Seller shall pay the Owner, as liquidated damages, Three Thousand U.S. Dollars ($3,000.00 US) for each day until the Seller’s delivery is completed. The Owner will retain the liquidated damages from the payments due the Seller.

3) [bookmark: _Toc405381381]Liquidated Damages Cap
The total amount withheld for liquidated damages shall not exceed 15% of the value of the purchase order under which the work is performed.

No Minimum Order: There shall be no minimum order quantity for this contract.

Warranty:  The Vendor shall warrant all materials and workmanship delivered under any resulting contract to be free from defects, damage or failure for any reason whatsoever which the City may reasonably determine is the responsibility of the Vendor, for a minimum of three (3) calendar years after the date of final acceptance and without cost to the City for labor, materials, parts, installation or any other costs except where longer periods of warranty of guarantees are specified.
Right to Replace Products & Product Discontinuance:  In the event the manufacturer discontinues or replaces a product, Vendor may request the City substitute a new product or model on the contract.  The City may allow the Vendor to provide a substitute product, upon confirmation that the product has been discontinued.  Pricing for such a product replacement or substitute must be the same discount rate as provided to the City on the original product.
[bookmark: OLE_LINK1][bookmark: OLE_LINK2]   Prohibition on Advance Payments: The City does not accept requests for early payment, down payment or partial payment, unless Proposal Submittal specifically allows such pre-payment proposals or alternates within the RFP process.  Maintenance subscriptions may be paid up to one year in advance provided that should the City terminate early, the amount paid shall be reimbursed to the City on a prorated basis; all other expenses are payable net 30 days after receipt and acceptance of satisfactory compliance.

[bookmark: _Toc187046274]Environmental Specifications

Environmental Standards:  Unless notified otherwise by the Vendor, products bid will be considered complaint to USEPA Standards. See https://www.epa.gov/smm/comprehensive-procurement-guideline-cpg-program. 

PBT Free Specification - Persistent Bioaccumulative Toxic (PBT) Chemicals – Mercury, Dioxin, PCB. PBDE, Lead, PVC and other:  The City of Seattle adopted Resolution #30487 in 2002.  This Resolution requires that City Purchasing differentiate products that contain PBT chemicals and those that release PBT chemicals during production or disposal, from those products that do not, and requires City Purchasing reduce acquisition of products that contain or release PBT chemicals.  PBT chemicals are defined as mercury, dioxin, PCB, PBDE (polybrominated diphenyl ethers, i.e. flame retardants), or others as identified on the State of Washington, Department of Ecology PBT priority list (for the complete list, see http://www.ecy.wa.gov/programs/hwtr/RTT/pbt/.   


Unless specifically allowed within this solicitation, all equipment, supplies and other products submitted for Bid/response are to be free of Persistent Bioaccumulative Toxic chemicals including mercury, dioxin, PCB and others as listed in the DOE PBT priority list.  If an interested Vendor has a product that contains or releases any PBT materials as defined above, Vendor may notify the City RFP Coordinator by the date specified on the schedule (see Page 1).  Should the City determine that the product being acquired by the City does not have a reasonable or economically feasible substitute, the City may amend this PBT-Free requirement to allow for -- or provide a maximum of 10% preference for -- products that include or release the least amount of such PBT chemical as practical. The City may reject responses with PBT content or release, if the responses is not in accordance with this PBT-Free specification or has not amended the specification otherwise. Additional information about such products is available at http://www.ecy.wa.gov/toxhaz.html
The City Council Resolution is attached:




[bookmark: _MON_1375605856][bookmark: _MON_1284989223][bookmark: _MON_1284989248]Independent Contractor:
The Vendor shall work as an independent contractor.  Although the City provides responsible contract and project management, such as managing deliverables, schedules, tasks and contract compliance, this is distinguished from a traditional employer-employee function.  This contract prohibits vendor workers from supervising City employees and prohibits vendor workers from supervision by a City employee.  Prohibited supervision tasks include conducting a City of Seattle Employee Performance Evaluation, preparing and/or approving a City of Seattle timesheet, administering employee discipline, and similar supervisory actions.
Contract workers shall not be given City office space unless expressly provided for below, and in no case shall such space be provided for over 36 months without specific authorization from the City Project Manager.  
The City will not provide space in City offices for performance of this work.  Vendors must perform work from their own office space or in the field, as appropriate to the work.


Fair Trade
The City has mandatory requirements to ensure Fair Labor standards in the products that the City buys:

List of Manufacturing Locations: The City asks each Proposer to submit a list of all contractors, subcontractors and manufacturing plants that are involved in the manufacturing process of the product. If the Vendor intends to change any company on this list during the course of the Contract, the Vendor will notify the City and comply with contract terms regarding approval of subcontracting.

Code of Conduct: The City requires that Vendors agree to a Code of Conduct that will apply to the Vendor, subcontractors and manufacturing plants that are involved in the manufacturing process of the product.

Fair Labor Monitoring: The Proposer must also agree to submit the name of an independent monitor that the Vendor will use for this contract, accredited by the Fair Labor Association (FLA) to monitor compliance with the Code of Conduct per the FLA Principles of Monitoring for all of the contractors and manufacturing plants which are involved in the manufacturing process that results in the product.  This can be submitted at time of bid or upon receipt of City intent to award.  If the Proposer waits until the City issues intent to award to the Proposer, the Proposer must supply the name in a timely way to not delay execution of the contract, or the City may reject the Offer and proceed to the next compliant Proposer.  During the contract, the City may request information about the monitoring and compliance, which the Proposer shall provide to the City as a condition.

[bookmark: _Toc187046276]Paid Sick Time and Safe Time Ordinance
Be aware that the City has a Paid Sick Time and Safe Time ordinance that requires companies to provide employees who work more than 240 hours within a year inside Seattle, with accrued paid sick and paid safe time for use when an employee or a family member needs time off from work due to illness or a critical safety issue. The ordinance applies to employers, regardless of where they are located, with more than four full-time equivalent employees.  This is in addition and additive to benefits a worker receives under prevailing wages per WAC 296-127-014(4). City contract specialists may audit payroll records or interview workers as needed to ensure compliance to the ordinance. Please see http://www.seattle.gov/laborstandards, or may call the Office of Labor Standards at 206.684.4500 with questions.
[bookmark: _Toc187046277]Contract Bond: The successful Vendor must have capacity to furnish a Contract Bond (performance and payment) or a Letter of Credit, as approved by the City, in an amount equal to 100% of the contract price plus sales or use tax.  The form required for both the Contract Bond and the Letter of Credit are provided below, with instructions and signature requirements.  The firms that supply the Contract Bond and the Letter of Credit must be from an approved list.  
· The successful Proposer shall provide a Bond, executed by a Company included in the U. S. Department of the Treasury’s Listing of Approved Sureties (Circular 570), and is included on the Washington State Insurance Commissioner’s Authorized Insurance Company List and has a rating of A-(VII) or better in the A. M. Best’s Key Rating Guide (These materials are also accessible on the Internet at https://www.fiscal.treasury.gov/fsreports/ref/suretyBnd/c570.htm). 
· Alternatively, the successful Proposer may instead provide a Letter of Credit, executed by a Banking Institution provided a Moody’s Bank Rating of B or better.
· The Bond or Letter of Credit is required at the time the Contract is signed and returned to the City.  The City does not intend to execute the Contract until the proper and approved form of the Bond or Letter of Credit has been accepted by the City.

Letter of Commitment: This Letter of Commitment is a letter that confirms the intention of an appropriate surety to provide a bond should the company receive an award.  This letter does not supply the bond but expresses that the surety can provide a qualified bond should an award be given.
· This Letter of Commitment may be for a Contract Bond.  The Letter shall be from a qualified Bond Agency as specified above and shall confirm the willingness of the Bond Agency to provide a bond at 100% of the contract value that meets the form and requirements of the City Bond Form, should the vendor win award.
· Alternatively, the City will accept a Letter of Commitment for a Letter of Credit.  The Letter of Commitment shall be from a qualified Banking Institution as specified above, and confirm the willingness of the Banking Institution to provide a Letter of Credit in 100% of the contract value, should the Vendor win the award.
Optional Coverage Amounts:  The City may request Vendors to provide pricing options for the Bond or Credit Coverage.  The City reserves the option to execute a bond for the pricing option selected by the City prior to execution of the contract.  The Letter of Commitment shall still be for the entire estimated value of the Contract; however the City would reserve the right to execute a contract selecting a value less than 100%.
See the Bond Form, Bond Instructions and instructions for signature in the Icons provided below.  
     




[bookmark: _MON_1274271257][bookmark: _MON_1274271287][bookmark: _MON_1381674932]          


6. [bookmark: _Toc521141110][bookmark: _Toc524484953][bookmark: _Toc524754140][bookmark: _Toc526492385][bookmark: _Toc528557440][bookmark: _Toc529153500][bookmark: _Toc30899400]INSTRUCTIONS AND INFORMATION
This chapter details City procedures for directing the RFP process.  The City reserves the right in its sole discretion to reject the proposal of any Proposer that fails to comply with any procedure in this chapter.
[bookmark: _Toc521141112][bookmark: _Ref524406138][bookmark: _Toc524484955][bookmark: _Toc524754142][bookmark: _Toc526492387][bookmark: _Toc528557442][bookmark: _Toc529153502][bookmark: _Toc30899402]
Registration into City Online Business Directory: If you have not previously completed a one-time registration into the City of Seattle Online Business Directory, we request you register at www.seattle.gov/obd.  The City’s Online Business Directory is used by City staff to locate your contract(s) and identify companies for bid lists on future purchases.  Responses will be not rejected for failure to register, however, if you win a contract and have not registered, you will be required to place yourself, or you will be added into the system. Women and minority owned firms are asked to self-identify.  If you need assistance, please call 206-684-0444.  
Communications with the City: All Vendor communications concerning this acquisition shall be directed to the RFP Coordinator.  The RFP Coordinator is:
David McLean
206-684-0445
David.mclean@seattle.gov 

Unless authorized by the RFP Coordinator, no other City official or City employee is empowered to speak for the City regarding this acquisition.  Any Proposer seeking to obtain information, clarification, or interpretations from any other City official or City employee (other than the RFP Coordinator) is advised that such material is used at the Proposer’s own risk. The City will not be bound by any such information, clarification, or interpretation.  
Following the Proposal submittal deadline, Proposers shall continue to direct communications to only the City RFP Coordinator.  The RFP Coordinator will send out information to responding companies as decisions are concluded.
[bookmark: _Toc521141113][bookmark: _Toc524484956][bookmark: _Toc524754143][bookmark: _Ref525440530][bookmark: _Ref525440556][bookmark: _Toc526492388][bookmark: _Toc528557443][bookmark: _Toc529153503][bookmark: _Toc30899403]Contact by a vendor regarding this acquisition with a City employee other than the RFP Coordinator or an individual approved by the RFP Coordinator in writing, may be grounds for rejection of the vendor’s proposal.

Optional Pre-Proposal Conference: The City shall conduct an optional pre-proposal conference on the time and date in page 1, at the Seattle City Purchasing Office, 700 5th Avenue, Suite 4112, Seattle. Proposers are highly encouraged to attend but not required to attend to be eligible to submit a proposal. The meeting answers questions potential Proposers may have regarding the solicitation document and to discuss and clarify any issues.  This is an opportunity for Proposers to raise concerns regarding specifications, terms, conditions, and any requirements of this solicitation.  Failure to raise concerns over any issues at this opportunity will be a consideration in any protest filed regarding such items known as of this pre-proposal conference. Those unable to attend in person may participate via the Skype information on page 1. 

[bookmark: OutSharedNoteBorder][bookmark: OutSharedNoteLink]Join Skype Meeting      
Trouble Joining? Try Skype Web App
Join by phone

206-386-1200,8321261# (US)                       English (United States) 
844-386-1200,8321261# (US)                       English (United States)  

Find a local number 

Conference ID: 8321261

Mandatory Site Visit: The City shall conduct a mandatory pre-proposal site visit on the time and date in page 1, at the Boundary Powerhouse, 1198 Boundary Dam Access Road, Metaline, WA 99153.  Proposers are required to attend to be eligible to submit a proposal.  The site visit provides an opportunity to view delivery logistics on the highways leading to as well as within the Boundary project.  Proposers should send technical staff that will be assigned to the project rather than sales and marketing staff.  The first hour of the site visit will be a mandatory Lock Out Tag Out (LOTO) training.  Anyone who misses this training will not be allowed into the transformer bay.  If you have personal LOTO locks, please bring them; otherwise, visitor locks will be issued. RSVP with the names of all attendees at least 48 hours in advance to David.mclean@seattle.gov and cc to joshua.jackson@seattle.gov 

It is recommended to not follow online or GPS directions to the powerhouse, as they often lead to the visitor’s center across the river from the powerhouse.  There is no public access across the dam. Proposers that are late due to not following directions may not be admitted to the site visit.

Directions from Spokane to Boundary Dam

· Take North Division Street/US 2 E through Spokane to Highway 211.
· Follow Highway 211 N for approximately 15 miles to Highway 20.
· Turn left onto Hwy 20 W at Usk. Continue North to Metaline, approximately 45 miles.
· At the top of the hill leaving Metaline turn left onto Boundary Road. There are signs for Boundary Dam and Gardner Caves/Crawford State Park. If you cross the Pend Oreille River into Metaline Falls, you’ve gone too far.
· Travel on Boundary Road for approximately 11.5 miles.
· At “fork” in the road, turn right onto Boundary Dam Access Road and follow down to the Security Station. 

[bookmark: _Toc521141117][bookmark: _Toc524484959][bookmark: _Toc524754146][bookmark: _Toc526492391][bookmark: _Toc528557446][bookmark: _Toc529153506][bookmark: _Toc30899404]
Questions: Questions are to be submitted to the Buyer no later than the date and time on page 1, to allow sufficient time for the City Buyer to consider the question before the proposals are due.  The City prefers such questions to be through e-mail directed to the City Buyer e-mail address. Failure to request clarification of any inadequacy, omission, or conflict will not relieve the vendor of any responsibilities under this solicitation or any subsequent contract.  It is the responsibility of the interested Vendor to assure they received responses to Questions if any are issued.

[bookmark: _Toc521141118][bookmark: _Toc524484960][bookmark: _Toc524754147][bookmark: _Toc526492392][bookmark: _Toc528557447][bookmark: _Toc529153507][bookmark: _Toc30899405]Changes to the RFP/Addenda: A change may be made by the City if, in the sole judgment of the City, the change will not compromise the City’s objectives in this acquisition.  A change to this RFP will be made by formal written addendum issued by the City’s Buyer Addenda and shall become part of this RFP and included as part of the Contract. It is the responsibility of the interested Vendor to assure they have received Addenda if any are issued.

[bookmark: _Toc524484961][bookmark: _Toc524754148][bookmark: _Ref525440624][bookmark: _Ref525440637][bookmark: _Toc526492393][bookmark: _Toc528557448][bookmark: _Toc529153508][bookmark: _Toc30899406]Bid Blog: Our website has an option for those companies familiar with RSS Technology.  You may opt to subscribe to an “RSS Feed” on our new Blog (titled “The Buy Line”).  This is optional; it is for your convenience and recommended for those companies familiar with RSS technology.  The RSS Feed technology provides alerts for updates, including addenda, or information posted on our blog for the solicitation you are interested in.  http://www.seattle.gov/city-purchasing-and-contracting/city-purchasing 

Receiving Addenda and/or Question and Answers: The City Buyer will try to provide you notices, either through the RSS Feed or direction e-mail courtesy announcements, that changes or addendums have been posted on our website. 

Notwithstanding efforts by the City to provide such notice to known vendors, it remains the obligation and responsibility of the Vendor to learn of any addendums, responses, or notices issued by the City.  Such efforts by the City to provide notice or to provide it on the website do not relieve the Vendor from the sole obligation for learning of such material.  

Note that some third-party services decide to independently post City of Seattle proposals on their websites as well.  The City does not, however, guarantee that such services have accurately provided proposers with all the information published by the City, particularly Addendums or changes to bid date/time.

All proposals sent to the City shall be compliant to all Addendums, with or without specific confirmation from the Proposer that the Addendum was received and incorporated.  However, the Buyer can reject the Bid if it does not reasonably appear to have incorporated the Addendum.  The Buyer could decide that the Proposer did incorporate the Addendum information, or could determine that the Proposer failed to incorporate the Addendum changes and that the changes were material so the Buyer must reject the Offer, or the Buyer may determine that the Proposer failed to incorporate the Addendum changes but that the changes were not material and therefore the Bid may continue to be accepted by the Buyer.
Submittal Requirements: This section details City procedures for submittal. 

1. Number all pages sequentially.  The format should follow closely that requested in this RFP.

2. The City may designate page limits for certain sections of the response.  Any pages that exceed the page limit will be excised from the document for evaluation. 
 
3. The response should be in an 8 1/2” by 11” format.  Non-recyclable materials are strongly discouraged.  Proposers are encouraged to “double side”.  If there are page limitations, one side of a printed page is considered one page.  

Late Submittals: Proposers have full responsibility to ensure the response arrives at the City within the deadline. A late submittal may be rejected, unless the lateness is waived as immaterial by the City Purchasing and Contracting Services Director, given specific fact-based circumstances.  Late responses may be returned unopened to the submitting firm; or CPCS may accept the package and make a determination as to lateness.

Hard Copy Submittal: Submittal Requirements.  One original (1) unbound, three (3) copies bound, and one (1) electronic CD copy of the response must be received no later than the date and time specified on the Solicitation Schedule or as otherwise amended.  Fax, e-mail and CD copies will not be an alternative to the hard copy. If a CD, fax or e-mail version is delivered to the City, the hard copy will be the only official version accepted by the City.

Table 2: Hard Copy Submittal Addresses
	Physical Address (courier)
	Mailing Address (For US Post Office mail)

	City Purchasing and Contracting Services Division
Seattle Municipal Tower
Suite 4112
700 Fifth Avenue
Seattle, Washington, 98104
RFP# SCL- 1401
David McLean
	City Purchasing and Contracting Services Division
Seattle Municipal Tower
P.O. Box 94687
Seattle, Washington, 98124-4687
RFP# SCL- 1401
David McLean



1. Hard-copy responses should be in a sealed box or envelope clearly marked and addressed with the CPCS Buyer Name, RFP title and number.  If packages are not clearly marked, the Proposer has all risks of the package being misplaced and not properly delivered. 

2. The Submittal may be hand-delivered or must otherwise be received by the Buyer at the address provided, by the submittal deadline.  Delivery errors will result without careful attention to the proper address.

3. Submittals and their packaging (boxes or envelopes) should be clearly marked with the name and address of the Proposer.

4. Please do not use any plastic or vinyl binders or folders.  The City prefers simple, stapled paper copies. If a binder or folder is essential due to the size of your submission, they are to be fully 100% recycled stock.  Such binders are available from Keeney’s Office Supply at 425-285-0541 or Complete Office Solutions at 206-650-9195. 

5. Please double side your submittal.


No RFP Opening – No Reading of Prices: The City does not conduct a bid opening for RFP responses.
 
Offer Form: Proposer shall specify response in the format and on any forms provided, indicating unit prices if appropriate, and attaching additional pages if needed.  In the case of difference between the unit pricing and the extended price, the City shall use the unit pricing.  The City may correct the extended price accordingly.  Proposer shall quote prices with freight prepaid and allowed.  Proposer shall quote prices FOB Destination.   All prices shall be in US Dollars.  

Proposer Responsibility to Provide Full Response: It is the Proposer’s responsibility to respond, which does not require interpretation or clarification by the Buyer.  The Proposer is to provide all requested materials, forms and information. The Proposer is responsible to ensure the materials submitted will properly and accurately reflects the Proposer specifications and offering.  During scoring and evaluation (prior to interviews if any), the City will rely upon the submitted materials and shall not accept materials from the Proposer after the RFP deadline; however this does not limit the right of the City to consider additional information (such as references that are not provided by the Proposer but are known to the City, or past experience by the City in assessing responsibility), or to seek clarifications by the City. 

Partial and Multiple Awards: Unless stated to the contrary in the Scope of Work, the City reserves the right to name a partial and/or multiple awards, in the best interest of the City.   Proposers are to prepare proposals given the City’s right to a partial or multiple awards.  If Proposer is submitting an “All” or “None” offer such offer must be clearly marked as “All” or “None”.  Further, the City may eliminate an individual line item when calculating award, to best meet the needs of the City, if a line item is not routinely available or is a cost that exceeds the City funds.  For Proposals, the City may negotiate with the successful Proposer, to finalize the work and specifications consistent with the objectives of the RFP.
[bookmark: _Toc524484966][bookmark: _Toc524754153][bookmark: _Toc526492398][bookmark: _Toc528557453][bookmark: _Toc529153513][bookmark: _Toc30899411]	
Taxes: The City is exempt from Federal Excise Tax. Washington state tax, use tax if any, and local sales tax will be added onto the resultant Contract cost, although will not be used in evaluation of costs.
Interlocal Purchasing Agreements: This is for information only and is not be used to evaluate candidates. RCW 39.34 allows cooperative purchasing between public agencies, and other political subdivisions. SMC 20.60.100 also allows nonprofits to use these agreements. The seller agrees to sell additional items at the offer prices, terms and conditions, to other eligible governmental agencies that have such agreements with the City.  The City of Seattle accepts no responsibility for the payment of the purchase price by other governmental agencies.  Should the Proposer require additional pricing for such purchases, the Proposer is to name such additional pricing upon Offer to the City.

[bookmark: _Toc524484967][bookmark: _Toc524754154][bookmark: _Toc526492399][bookmark: _Toc528557454][bookmark: _Toc529153514][bookmark: _Toc30899412]Contract Terms and Conditions: The City’s Sample Contract is attached and embedded on the last page of this RFP Solicitation. Proposers are responsible to review all specifications, requirements, Terms and Conditions, insurance requirements, and other requirements herein. To be responsive, Vendors must be prepared to enter into a Contract substantially the same as the attached. The Vendor’s failure to execute a Contract substantially the same as the attached may result in disqualification for future solicitations for this same or similar products/services. 

Submittal of a proposal is agreement to this condition.  Vendors are to price and submit proposals to reflect all the specifications, requirements, in this RFP and terms and conditions substantially the same as those included in this RFP.

Under no circumstances shall a Vendor submit its own standard contract terms and conditions as a response to this solicitation. Instead, Vendor must review and identify the language in the City’s attached Terms and Conditions that Vendor finds problematic, state the issue, and propose the language or contract modifications Vendor is requesting.  Vendor should keep in mind, when requesting such modifications, that the City is not obligated to accept the requested areas of dispute.

The City may consider and may choose to accept some, none, or all Terms and Conditions modifications that the Vendor has submitted with the Vendor’s proposal.  

Nothing herein prohibits the City, at its sole option, from introducing or modifying contract terms and conditions and negotiating with the highest ranked apparent successful Proposer to align the proposal to City needs, within the objectives of the RFP.   The City has significant and critical time frames which frame this initiative, therefore, should such negotiations with the highest ranked, apparent successful Proposer fail to reach agreement in a timely manner as deemed by the City, the City, at its sole discretion, retains the option to terminate negotiations and continue to the next-highest ranked proposal.

Negotiations: Nothing herein prohibits the City from opening discussions with the highest ranked apparent successful Proposer, to negotiate modifications to either the proposal or the contract terms and conditions, to align the proposal or the contract to best meet City needs within the scope sought by the RFP. 	
Effective Dates of Offer: Offer prices and costs in Proposer submittal must remain valid until City completes award.  Should any Proposer object to this condition, the Proposer must provide objection through a question and/or complaint to the Buyer prior to the proposal due date.

Prompt Payment Discount: On the Offer form or in submittal, the Proposer may state a prompt payment discount term, if the Proposer offers one to the City.  A prompt payment discount term of ten or more days will be considered in evaluation.
Cost of Preparing Proposals: The City will not be liable for any costs incurred by the Proposer in the preparation and presentation of proposals submitted in response to this RFP including, but not limited to, costs incurred in connection with the Proposer’s participation in demonstrations and the pre-proposal conference.
[bookmark: _Toc521141129][bookmark: _Toc524484976][bookmark: _Toc524754163][bookmark: _Toc526492405][bookmark: _Toc528557460][bookmark: _Toc529153520][bookmark: _Toc30899418]Proposer Responsibility: It is the Proposer responsibility to examine all specifications and conditions thoroughly and comply fully with specifications and all attached terms and conditions.  Proposers must comply with all Federal, State, and City laws, ordinances and rules, and meet any and all registration requirements where required for contractors as set forth in the Washington Revised Statutes.

Prohibited Contacts: Proposers shall not interfere in any way to discourage other potential and/or prospective Proposers from proposing or considering a proposal process.  Prohibited contacts includes but is not limited to any contact, whether direct or indirect (i.e. in writing, by phone, email or other, and by the Proposer or another person acting on behalf of the Proposer) to a likely firm or individual that may discourage or limit competition.  If such activity is evidenced to the satisfaction and in sole discretion of the City Purchasing Manager, the Proposer that initiates such contacts may be rejected from the process. 

[bookmark: _Toc521141125][bookmark: _Toc524484972][bookmark: _Toc524754159][bookmark: _Toc85261716]Readability: Proposers are advised that the City’s ability to evaluate proposals is dependent in part on the Proposer’s ability and willingness to submit proposals which are well ordered, detailed, comprehensive, and readable.  Clarity of language and adequate, accessible documentation is essential.

Changes or Corrections in Proposal Submittal: Prior to the submittal closing date and time, a Vendor may change its proposal, if the change is initialed and dated by the Vendor.  No change shall be allowed after the closing date and time. Note you cannot change, mark-up or cross-out any condition, format, provision or term that appears on the City’s published Offer Form. If you need to change any of your own prices or answers that you write on the Offer Form, it must be made in pen, initialed, and be clear in intent.  Do not use white-out.

Errors in Proposals: Proposers are responsible for errors and omissions in their proposals.  No such error or omission shall diminish the Proposer’s obligations to the City.

Withdrawal of Proposal: A submittal may be withdrawn by written request of the submitter, prior to the quotation closing date and time.  After the closing date and time, the submittal may be withdrawn only with permission by the City.
[bookmark: _Toc521141131][bookmark: _Toc524484978][bookmark: _Toc524754165][bookmark: _Toc526492407][bookmark: _Toc528557462][bookmark: _Toc529153522][bookmark: _Toc30899420]Rejection of Proposals and Rights of Award: The City reserves the right to reject any or all proposals with no penalty.  The City also has the right to waive immaterial defects and minor irregularities in any submitted proposal.
[bookmark: _Toc521141132][bookmark: _Toc524484979][bookmark: _Toc524754166][bookmark: _Toc526492408][bookmark: _Toc528557463][bookmark: _Toc529153523][bookmark: _Toc30899421]Incorporation of RFP and Proposal in Contract: This RFP and the Proposer’s response, including all promises, warranties, commitments, and representations made in the successful proposal as accepted by the City, shall be binding and incorporated by reference in the City’s contract with the Proposer.
Equal Benefits: Seattle Municipal Code Chapter 20.45 (SMC 20.45) requires consideration of whether proposers provide health and benefits that are the same or equivalent to the domestic partners of employees as to spouses of employees, and of their dependents and family members.  The bid package includes a “Vendor Questionnaire” which is the mandatory form on which you make a designation about the status of such benefits. If your company does not comply with Equal Benefits and does not intend to do so, you must still supply the information on the Vendor Questionnaire. Instructions are provided at the back of the Questionnaire.

Women and Minority Opportunities: The City intends to provide the maximum practicable opportunity for successful participation of minority and women owned firms, given that such businesses are underrepresented.  The City requires all Proposers agree to SMC Chapter 20.42, and will require proposals with meaningful subcontracting opportunities to also supply a plan for including minority and women owned firms.  

A Woman and Minority Inclusion Plan is a mandatory submittal with your RFP response, and is provided for you in the Submittal Instruction section of this RFP document. The City requires all vendors to submit an Inclusion Plan.  Failure to submit a plan will result in rejection of your RFP response. The inclusion plan will be scored as part of the evaluation.  The Inclusion Plan is a material part of the contract.  Read the Inclusion Plan carefully; it is incorporated into the contract.  At City request, vendors must furnish evidence of compliance, such as copies of agreements with WMBE subcontractors.    The plan seeks WMBE business utilization as well as recognizes those companies or respondents that have a unique business purpose for hiring of workers with barriers.

Insurance Requirements: Insurance requirements in Attachment #1 are mandatory.  If none, then Contract requirements apply.  If formal proof of insurance must be submitted to the City before execution of the Contract, the City will remind the apparent successful proposal in the Intent to Award letter.  The apparent successful Proposer must promptly provide such proof of insurance to the City in reply to the Intent to Award Letter.  Contracts will not be executed until all required proof of insurance has been received and approved by the City.

Vendors are encouraged to immediately contact their Broker to begin preparation of the required insurance documents, if the Vendor is selected as a finalist.  Proposers may elect to provide the requested insurance documents within their Proposal.
[bookmark: _Toc524484968][bookmark: _Toc524754155][bookmark: _Toc526492400][bookmark: _Toc528557455][bookmark: _Toc529153515][bookmark: _Toc30899413]	 
[bookmark: _Hlk484705327]Proprietary Materials
The State of Washington’s Public Records Act (Release/Disclosure of Public Records) Under Washington State Law (reference RCW Chapter 42.56, the Public Records Act) all materials received or created by the City of Seattle are considered public records.  These records include but are not limited to bid or proposal submittals, agreement documents, contract work product, or other bid material.  

The State of Washington’s Public Records Act requires that public records must be promptly disclosed by the City upon request unless that RCW or another Washington State statute specifically exempts records from disclosure.  Exemptions are narrow and explicit and are listed in Washington State Law (Reference RCW 42.56 and RCW 19.108).  

Bidders/proposers must be familiar with the Washington State Public Records Act and the limits of record disclosure exemptions.  For more information, visit the Washington State Legislature’s website at http://www1.leg.wa.gov/LawsAndAgencyRules). 

If you have any questions about disclosure of the records you submit with your bid, please contact City Purchasing at (206) 684-0444. 

Marking Your Records Exempt from Disclosure (Protected, Confidential, or Proprietary)
As mentioned above, all City of Seattle offices (“the City”) are required to promptly make public records available upon request.  However, under Washington State Law some records or portions of records are considered legally exempt from disclosure and can be withheld.  A list and description of records identified as exempt by the Public Records Act can be found in RCW 42.56 and RCW 19.108.

If you believe any of the records you are submitting to the City as part of your bid/proposal or contract work products, are exempt from disclosure you can request that they not be released before you receive notification.  To do so you must complete the City Non-Disclosure Request Form (“the Form”) provided by City Purchasing (see attached Form as part of the Vendor Questionnaire), very clearly and specifically identify each record and the exemption(s) that may apply, and submit a copy of your records with the specified exemptions redacted. (If you are awarded a City contract, the same exemption designation will carry forward to the contract records.)

The City will not withhold materials from disclosure simply because you mark them with a document header or footer, page stamp, or a generic statement that a document is non-disclosable, exempt, confidential, proprietary, or protected.  Do not identify an entire page as exempt unless each sentence is within the exemption scope; instead, identify paragraphs or sentences that meet the specific exemption criteria you cite on the Form.  Only the specific records or portions of records properly listed on the Form will be protected and withheld for notice.  All other records will be considered fully disclosable upon request. 

If the City receives a public disclosure request for any records you have properly and specifically listed on the Form, the City will notify you in writing of the request and will postpone disclosure.  While it is not a legal obligation, the City, as a courtesy, will allow you up to ten business days to file a court injunction to prevent the City from releasing the records (reference RCW 42.56.540).  If you fail to obtain a Court order within the ten days, the City may release the documents. 

The City will not assert an exemption from disclosure on your behalf.  If you believe a record(s) is exempt from disclosure you are obligated to clearly identify it as such on the Form and submit it with your solicitation.  Should a public record request be submitted to City Purchasing for that record(s), you can then seek an injunction under RCW 42.56 to prevent release.  By submitting a bid document, the bidder acknowledges this obligation; the proposer also acknowledges that the City will have no obligation or liability to the proposer if the records are disclosed.

Requesting Disclosure of Public Records
The City asks bidders and their companies to refrain from requesting public disclosure of bids until an intention to award is announced.  This measure is intended to protect the integrity of the solicitation process particularly during the evaluation and selection process or in the event of a cancellation or re-solicitation.  With this preference stated, the City will continue to be responsive to all requests for disclosure of public records as required by State Law.  If you do wish to make a request for records, please make your request through the City of Seattle’s Public Records Request Center at www.seattle.gov/public-records/public-records-request-center.
  
[bookmark: _MON_1310214601]
Ethics Code: Please familiarize yourself with the new code:  http://www.seattle.gov/ethics/etpub/et_home.htm.  Attached is a pamphlet for Vendors, Customers and Clients.  Specific question should be addressed to the staff of the Seattle Ethics and Elections Commission at 206-684-8500. 


No Gifts and Gratuities:  Vendors shall not directly or indirectly offer anything of value (such as retainers, loans, entertainment, favors, gifts, tickets, trips, favors, bonuses, donations, special discounts, work, or meals) to any City employee, volunteer or official, if it is intended or may appear to a reasonable person to be intended to obtain or give special consideration to the Vendor.  An example is giving a City employee sporting event tickets to a City employee on the evaluation team of a bid you plan to submit. The definition of what a “benefit” would be is broad and could include not only awarding a contract but also the administration of the contract or the evaluation of contract performance.  The rule works both ways, as it also prohibits City employees from soliciting items from vendors.  Promotional items worth less than $25 may be distributed by the vendor to City employees if the Vendor uses the items as routine and standard promotions for the business.
 
Involvement of Current and Former City Employees: If a Vendor has any current or former City employees, official or volunteer, working or assisting on solicitation of City business or on completion of an awarded contract, you must provide written notice to City Purchasing of the current or former City official, employee or volunteer’s name.  The Vendor Questionnaire within your bid documents prompts you to answer that question.  You must continue to update that information to City Purchasing during the full course of the contract.  The Vendor is aware and familiar with the Ethics Code, and educates vendor workers accordingly.

Contract Workers with more than 1,000 Hours: The Ethics Code has been amended to apply to vendor company workers that perform over 1,000 cumulative hours on any City contract during any 12-month period.  Any such vendor company employee covered by the Ethics Code must abide by the City Ethics Code. The Vendor is to be aware and familiar with the Ethics Code, and educate vendor workers accordingly.
 
No Conflict of Interest: Vendor (including officer, director, trustee, partner or employee) must not have a business interest or a close family or domestic relationship with any City official, officer or employee who was, is, or will be involved in selection, negotiation, drafting, signing, administration or evaluating Vendor performance. The City shall make sole determination as to compliance.  

Campaign Contributions (Initiative Measure No. 122)
Elected officials and candidates are prohibited from accepting or soliciting campaign contributions from anyone having at least $250,000 in contracts with the City in the last two years or who has paid at least $5,000 in the last 12 months to lobby the City.  Please see Initiative 122, or call the Ethics Director with questions.  For questions about this measure, contact: Polly Grow, Seattle Ethics and Elections, 206-615-1248 or polly.grow@seattle.gov. 

7. [bookmark: _Toc521141123][bookmark: _Toc524484970][bookmark: _Toc524754157]OFFER SHEET AND MANDATORY SUBMITTALS
Submit proposal with the following format and attachments.  Failure to clearly and completely provide all information below, on forms provided and in order requested, may result in rejection as non-responsive.

1. Cover letter (optional)

2. Mandatory - Letter from a qualified surety to commit a Bond. See section 5. 

3. Legal Name: Submit a certificate, copy of web-page, or other documentation from the Secretary of State in which you incorporated that shows your legal name as a company.  Many companies use a “Doing Business As” Name, or a Nickname in their daily business.  However, the City requires the legal name of your company, as it is legally registered.  When preparing all forms below, use the proper company legal name. Your company’s legal name can be verified through the State Corporation Commission in the state in which you were established, which is often located within the Secretary of State’s Office for each state.  http://www.coordinatedlegal.com/SecretaryOfState.html




4. Non-Disclosure Agreement: This is a mandatory submittal that must be received before the Mandatory Site visit and before the City will release drawings to Vendors, which will be needed to prepare their Proposal Response. 


5. Minimum Qualifications: This is a mandatory submittal. Provide a document of sufficient length or on the form embedded below to indicate Vendor compliance to the Minimum Qualifications. Describe exactly how you achieve each minimum qualification.  The determination you have achieved all the minimum qualifications is made from this or similar document alone and therefore the Buyer is not obligated to check references or search other materials in your proposal to make this decision.  

	

6. Vendor Questionnaire: This form is mandatory.  Submit this questionnaire, even if you have submitted one to the City on previous solicitations or contracts.

[bookmark: _MON_1558447344]		
	 
7. Inclusion Plan:  This form is mandatory.  

[bookmark: _MON_1498460631] 

8. Seismic Qualifications and References:  This is a mandatory submittal.  


9. Bid offer Form: This is a mandatory submittal. Elements of this response will be scored or ranked by the Evaluation Committee.


10. Technical Evaluation Form: This is a mandatory submittal.  Elements of this response will be scored or ranked by the Evaluation Committee. 



11. Experience Form: This is a mandatory submittal.  Elements of this response will be scored or ranked by the Evaluation Committee.



12. References: This is a mandatory submittal.  Elements of this response will be scored or ranked by the Evaluation Committee. 


[bookmark: _MON_1198650771]Submittal Checklist

	
This checklist is for your convenience only and does not need to be submitted with your proposal.  This checklist summarizes each form or other information required to complete and submit your proposal package to the City.


	Cover Sheet

	Optional

	Letter of Bond Commitment

	Mandatory

	Legal Name

	Mandatory

	Minimum Qualifications Page
	Mandatory 


	Vendor Questionnaire

	Mandatory

	Inclusion Plan 

	Mandatory

	Seismic Qualifications Statement

	Mandatory

	Bid Offer Form
	Mandatory


	Technical Evaluation Form

	Mandatory

	Experience Form

	Mandatory

	References

	Mandatory


[bookmark: _Toc327166111][bookmark: _Toc327171010][bookmark: _Toc327933397][bookmark: _Toc330967667][bookmark: _Toc331470955][bookmark: _Toc331486875][bookmark: _Toc331488290][bookmark: _Toc331898932][bookmark: _Toc331899111][bookmark: _Toc331900259][bookmark: _Toc331932386][bookmark: _Toc332179011][bookmark: _Toc332441008][bookmark: _Toc332677932][bookmark: _Toc332684250][bookmark: _Toc332776348][bookmark: _Toc333207794][bookmark: _Toc520001245]
8. [bookmark: _Toc524485070][bookmark: _Toc524754256][bookmark: _Toc526492445][bookmark: _Toc528557501][bookmark: _Toc529153561][bookmark: _Toc30899498]EVALUATION PROCESS
Step #1:  Initial Screening: Minimum Qualifications and Responsiveness:  City Purchasing shall first review submittals to determine responsiveness and responsibility.  Those found responsive and responsible based on this initial review shall proceed to Step 2.   Equal Benefits, Minimum Qualifications for those specifications upon which the Proposer is submitting, a responsive and responsible Inclusion Plan, and other elements of responsiveness will be screened in this Step. 
Step #2:  Proposal Evaluation:  The City will evaluate proposals using the criteria specified below. Responses will be evaluated and ranked or scored.  

Specifications:  The City will evaluate each Vendor’s compliance with the specifications and other bid requirements in the RFP and shall make determinations of “or equal” alternates prior to calculation of Vendors.  If the proposer attaches manufacturing line cards or specification sheets as supporting documentation of compliance to technical specifications, the Buyer may rely upon such attachments to make determinations of whether the product properly complies with City requirements.  Likewise, the Buyer may obtain and rely upon a manufacturer line card if the Buyer desires verification that the OEM product is compliant. In the event a manufacturer’s material differs from the proposer’s written response, it is your responsibility to clearly explain why the manufacturer specification sheet would be different, or the Buyer may rely upon the manufacturer specification materials to make the determination.


Evaluation Criteria
	Criteria
	Description
	Weight

	Price
	Based on the information in the Bid Form (total design cost adjusted for load losses)
	400 point

	Technical Design
	Based on responses in the Technical Evaluation form and supporting documents such as drawings and short circuits tests
	300 points

	Manufacturing experience
	Based on information provided in the Response Proposal
	100 points

	Technical Service Advisor Qualifications
	Based on information provided in the Response Proposal
	100 points

	Seismic 
	Based on information provided in the Seismic Qualification Statement
	Pass/Fail

	Reference
	Based on references
	Pass/Fail

	Inclusion Plan
	Based on the information provided in the Inclusion Plan
	100 points

	
	Possible Total
	1,000 points

	Interviews (Optional)
	See Step #4 Below
	Additional 40 points




Step #3:  Pricing:  Items on price sheets shall then be calculated for award.  Item pricing will be multiplied by the number of units required for an item total.   Item totals will be totaled for all items for a tabulated total.  If an error in math occurs, unit pricing will be considered the correct price and will be used. If any cost item is missing from a proposed Offer Form, the City reserves the right to reject that response or to calculate and compare responses without that cost item considered.  
Discounts for prompt payment shall be reviewed for acceptance and shall be calculated into the Vendor’s response for evaluation.

Local Business Tax Revenue Consideration:  SMC 20.60.106 (H) authorizes that in determining the lowest and best bid, the City shall consider the tax revenues derived by the City from its business and occupation, utility, sales and use taxes from the proposed purchase.   The City will apply SMC 20.60.106(H) and calculate when the value could serve as a differentiator to determine the lowest bid. The City of Seattle’s Business and Occupation Tax rate varies according to business classification.  Typically, the rate for service such as consulting and other professional services is .00415% and for retail or wholesale sales and associated services, the rate is .00215%.  Only vendors that have a City of Seattle Business License and have an annual gross taxable Seattle income of $100,000 or greater, pay Business and Occupation Tax.

Step #4:  Interviews: The City may interview top ranked firms that are most competitive. If interviews are conducted, rankings of firms and award configurations (i.e. partial and/or multiple awards) shall be determined by the City, using the combined results of interviews and proposal submittals. If interviews are conducted, they will be worth 40 additional points.
The Vendor is to submit the list of names and company affiliations with the Buyer before the interview.  Vendors invited to interview are to bring the assigned Project Manager that has been named by the Vendor in the Proposal, and may bring other key personnel named in the Proposal. The Vendor shall not bring an individual who does not work for the Vendor or for the Vendor as a subcontractor on this project, without specific advance authorization by the City Buyer.
Step #5:  Selection:  The City shall select the highest ranked Proposer for award or may consider a combination of awards at the option of the City.   
[bookmark: _Toc521994484][bookmark: _Toc98639862]Step #6: References (optional) The City reserves the right to conduct reference checks on a pass/fail basis. 
Step #7:  Contract Negotiations:  The City may negotiate elements of the proposal as required to best meet the needs of the City, with the apparent successful Proposer.  The City may negotiate any aspect of the proposal or the solicitation. 
Repeat of Evaluation Steps: If no Vendor is selected at the conclusion of all the steps, the City may return to any step in the process to repeat the evaluation with those proposals that were active at that step in the process.  The City shall then sequentially step through all remaining steps as if conducting a new evaluation process. The City reserves the right to terminate the process if no proposals meet its requirements.
Points of Clarification:  Throughout the evaluation process, the City reserves the right to seek clarifications from any Vendor.  

Substantially Equivalent Scores:  if the top two Vendors receive the substantially equivalent scores, the contract will be awarded to that Vendor who, in the opinion of the City, best meets the City needs.  

9. AWARD AND CONTRACT EXECUTION INSTRUCTIONS
The RFP Coordinator intends to provide written notice of the intention to award in a timely manner and to all Vendors responding to the Solicitation. 

Protests and Complaints: The City has rules to govern the rights and obligations of interested parties that desire to submit a complaint or protest to this RFP process.  Please see the City website at http://www.seattle.gov/city-purchasing-and-contracting/solicitation-and-selection-protest-protocols for these rules.  Interested parties have the obligation to be aware of and understand these rules, and to seek clarification from the City. Note there are time limits on protests and Proposers have final responsibility to learn of results in sufficient time for such protests to be filed in a timely manner.   

Limited Debriefs: The City issues results and award decisions to all proposers. The City provides debriefing on a limited basis for the purpose of allowing bidders to understand how they may improve in future bidding opportunities. 
[bookmark: _Toc79482493][bookmark: _Toc85261728]
Instructions to the Apparently Successful Vendor(s): The Apparently Successful Vendor(s) will receive an Intent to Award Letter from the RFP Coordinator after award decisions are made by the City.  The Letter will include instructions for final submittals that are due prior to execution of the contract or Purchase Order.  

If the Vendor was allowed to request exceptions in the instructions and chose to do so, the City will review and select those the City is willing to accept. There will be no discussion on exceptions. Once the Contract is formulated, the City may identify proposal elements that require further discussion to align the proposal and contract fully with City business needs before finalizing the agreement. If so, the City will initiate the discussion and the Vendor is to be prepared to respond quickly in City discussions. The City has provided only 15 calendar days to finalize such discussions. If mutual agreement requires more than 15 calendar days, the City may terminate negotiations, reject the Proposer and may disqualify the Proposer from future submittals for these same products/services, and continue to the next highest ranked Proposal, at the sole discretion of the City.  The City will send a final agreement package to the Vendor for signature.

Once the City has finalized and issued the contract for signature, the Vendor must execute the contract and provide all requested documents within ten (10) business days.  This includes attaining a Seattle Business License, payment of associated taxes due, and providing proof of insurance.  If the Vendor fails to execute the contract with all documents within the ten (10) day time frame, the City may cancel the award and proceed to the next ranked Vendor, or cancel or reissue this solicitation.  Cancellation of an award for failure to execute the Contract as attached may cause Proposer disqualification for future solicitations for this product/service.

Checklist of Final Submittals Prior to Award: The Vendor(s) should anticipate that the Letter will require at least the following.  Vendors are encouraged to prepare these documents as soon as possible, to eliminate risks of late compliance.
· Seattle Business License is current and all taxes due have been paid.
· State of Washington Business License.
· Certificate of Insurance (if a hard copy is required by the specifications)
· Special Licenses (if any)
· Approved Contract Bond (if applicable)

Taxpayer Identification Number and W-9: Unless the Vendor has already submitted a Taxpayer Identification Number and Certification Request Form (W-9) to the City, the Vendor must execute and submit this form prior to the contract execution date.  



Attachments

For convenience, the following documents have been embedded in Icon form within this document. (Double click on Icon to open).  


[bookmark: businesscase][bookmark: taxpayeridandw9formappendix]Attachment #1:   Insurance Requirements
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Attachment #2:  Sample Contract
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[bookmark: _Toc53447748][bookmark: _Toc53448006][bookmark: _Toc66150495][bookmark: _Toc395081883][bookmark: _Toc17363891]General Scope

This specification covers the furnishing F.O.B. Seattle City Light (SCL) Boundary Powerhouse, up to four (4) generator step-up transformers rated 200 MVA, 242,000 V:14,400V, 60Hz, three phase, delta primary, grounded-wye secondary, with no-load tap changer as described herein. The scope includes, design, fabrication, delivery, and installation oversight of the four transformers.

The existing 170-MVA generator step-up transformers were installed 50 years ago when the Boundary Powerhouse was built.  These transformers are reaching the end of their useful life and are rated below the capabilities of generator output.  While the new transformers will be of higher rating than the existing, they must fit into the existing available space and be supported on the existing foundations. 

Boundary Powerhouse is located on the Pend Oreille River in Pend Oreille County, State of Washington, approximately 120 miles North of Spokane International Airport. The Powerhouse is located at latitude 48.989 and longitude -117.353 which is 9 miles due north of Metaline Falls, WA. It is accessible by heading North off of Washington State Hwy 31 on Boundary Road and veering right at the fork in the road. 

The transformers will be purchased under four separate purchase orders. The first purchase order in 2019 will be for one transformer for Boundary generator Unit 54 to be installed by the Owner. Subject to the Owner’s budget approval, a second, a third, and a fourth purchase order may be exercised for up to three more transformers to be installed by the Owner. Bids meeting all specification requirements will be evaluated on the basis of pricing for all four transformers.





[bookmark: _Toc53447790][bookmark: _Toc53448099][bookmark: _Toc66150533]Section
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[bookmark: _BID_FORM][bookmark: _Toc17363892]General Conditions

0. [bookmark: _QUALIFICATION_DOCUMENTS][bookmark: _Schedule][bookmark: _Toc17363893][bookmark: _Toc401238106]Schedule

The critical project schedule elements are shown below:

· Submittal of manufacturing design drawings within 90 days of contract execution;

· Seller delivers one transformer to the Boundary Powerhouse transformer bay by January 21, 2021.

· When the Owner has completed assembly and installation, the Seller shall return for commissioning. The Owner expects to complete commissioning of the transformer in May, 2021.

· Seller will deliver subsequent transformers each January starting in 2022 and return for commissioning each following May.

0. [bookmark: _Toc17363894]Shop Inspections and Assemblies

[bookmark: _Toc17363895][bookmark: _Toc401238107]Shop Inspections 

The Owner or its representative will have the option of inspecting the Seller-supplied equipment at any phase of the manufacturing process. No major piece of equipment shall be shipped from the Seller's shop until it has been inspected by the Owner or the Owner's representative, unless the Owner approves of such shipment in writing.

Critical dimensions and clearances shall be measured and recorded by the Seller on illustrated shop inspection forms, showing both the design dimensions and the actual measured dimensions. Copies of all shop inspection forms shall be furnished to the Owner prior to shipment of equipment from the Seller's shop.

Authorized representatives of the Owner shall have access to all places where Work is being done or where materials or equipment are being manufactured, stored, or prepared under this Specification and the Seller shall facilitate unrestricted inspection of such materials, equipment, and Work, including full access to purchasing and engineering information but not including price information. The Owner shall be furnished with such information as the Owner may require regarding materials used and the process of manufacture for the various items of equipment. Inspections of equipment or materials during manufacture will be performed by the Owner solely in an effort to detect discrepancies and defects as early as possible when they can be most readily corrected. No acceptance of equipment or materials shall be construed to result from such shop inspections. Any inspections or tests or waivers thereof shall not relieve the Seller of responsibility for meeting all requirements of this Specification.

If the Specification, the Owner's instructions, laws, ordinances, or any public authority, requires any Work to be specially tested or accepted, the Seller shall give the Owner timely notice (4 weeks if within the United States, otherwise 8 weeks) of its readiness for inspection and, if the inspection is by an authority other than the Owner, of the date fixed for such inspection. Inspections by the Owner will be made promptly, and where practicable, at the source of supply. If any Work should be covered up (i.e., the Work continued to a point where inspection of any required aspect becomes difficult or requires partial reversal of the Work) without acceptance or consent of the Owner, it must, if required by the Owner, be uncovered for examination and properly restored at the Seller's expense, unless the Owner has unreasonably delayed inspection. If such Work is found to be in accordance with the Specification, the Owner shall pay the cost of reexamination and replacement. If such Work is not in accordance with the Specification, the Seller shall pay such cost.

[bookmark: _Toc17363896][bookmark: _Toc401238108]Shop Assemblies 

All Seller-furnished equipment that can be assembled in the shop without requiring any of the existing transformer parts shall be so assembled to verify the design, construction, and machining for proper alignment, fits, and clearances. Parts shall be properly match‑marked, identified, and doweled to assure correct assembly and alignment in the field. Prior to major shop assemblies, the Seller shall submit an outline of the procedures it plans to perform. The Owner or its representative will have the option of witnessing said procedures.

[bookmark: _Toc401238127][bookmark: _Toc17363897]PARTS AND MATERIAL WARRANTY

The Seller shall guarantee all parts, components, and equipment provided as part of this Contract against all defects in design, workmanship, and materials during the life of the Contract and for a minimum period of three (3) calendar years after the date of final inspection and acceptance onsite. 

Unless otherwise specified, all materials incorporated in the Work shall be new, and both workmanship and materials shall be of highest quality consistent with industry standards and, when so indicated, of the classification and grades designated. Materials not specifically designated shall be subject to acceptance, shall be suitable for the purpose, and shall, as far as practicable, comply with the latest specifications of the American Society for Testing and Materials (ASTM). All work shall be done by persons qualified and certified in the related professions and trades. All materials and equipment shall be applied, installed, connected, erected, used, cleaned, and conditioned in accordance with the instructions of the applicable manufacturer, fabricator, or processors, except as otherwise provided in the Specification.

Any failure of the equipment or its components occurring within this warranty period shall be corrected and/or repaired promptly at the expense of the Seller. In addition, this applies to any design defect discovered within this same period even if failure has not occurred. Any repair work performed at the factory shall be at the expense of the Seller, including the cost of dismantling, transportation, and reinstallation of the equipment. 

After the equipment has been placed in service, all on-site corrective work prior to final acceptance shall be performed by the Seller, unless otherwise mutually agreed upon, and the cost of such work, including engineering and supervision, shall be borne by the Seller. 

If, after reasonable notice, the Seller refuses or persistently neglects or delays making corrections to meet the requirements of this Specification, the Owner may proceed at its own expense to make such corrections as may be required, and to deduct from the payment due the Seller an amount equal to the actual expense incurred. The Owner, however, may elect to accept an equitable reduction in price or a refund instead of correction of the unfit Work.

During the warranty period, if the Seller furnishes parts to replace defective or damaged components, or makes repairs or alterations to the equipment, the Seller shall guarantee all such work for a minimum period of two (2) calendar years after completion of such work and its acceptance by the Owner.

[bookmark: _Toc401238109][bookmark: _Toc17363898]Failure to Meet Requirements of Specification

[bookmark: _Toc17363899]Loss Evaluation

Should the one or more of the transformers described in this Specification fail to meet the guaranteed no-load loss or load loss, or the guaranteed auxiliary loss requirements yet remain within IEEE Standard tolerances and should the transformer be otherwise satisfactory, the Owner, in lieu of rejection of the transformer, reserves the right to accept it conditionally.

If the actual tested loss values exceed the guaranteed maximum loss values stated in the Seller’s proposal, the Seller will be charged for every kilowatt upon which the actual tested transformer losses exceeded the guaranteed maximum losses upon which the proposal was evaluated. This charge will be one hundred percent (100%) of the difference in the Owner’s guaranteed maximum loss values and the actual measured loss values. The charge will be deducted from the Seller’s proposal price when payment for equipment is remitted.

· No-load Loss Charge $5,500 per kW

· Load Loss Charge $3,300 per kW

· Auxiliary Loss Charge $1,000 per kW

[bookmark: _Toc17363900]Impedance and Temperature Requirements

Should the transformer fail to meet the specified impedance requirements yet remain within IEEE Standard tolerances, and should the transformer otherwise be satisfactory, the Owner, in lieu of rejection of the transformer, reserves the right to accept it conditionally, with said acceptance being subject to mutual agreement between the Seller and the Owner as to the amount of monetary adjustment. In the event of such acceptance, the Seller agrees to discount the price of the transformer by the agreed amount, and authorizes the Owner to withhold same from any monies which otherwise would be due.

Should the transformer fail to meet the specified temperature rise requirements, and should the transformer be otherwise satisfactory, the Owner, in lieu of rejection of the transformer, reserves the right to accept it conditionally, said acceptance being subject to mutual agreement between the Seller and the Owner as to the amount of monetary adjustment. In the event of such acceptance, the Seller agrees to discount the price of the transformer by the agreed amount, and authorizes the Owner to withhold same from any monies which would otherwise be due.

[bookmark: _Toc401748677][bookmark: _Toc401752406][bookmark: _Toc401834716][bookmark: _Toc401835456][bookmark: _Toc401748678][bookmark: _Toc401752407][bookmark: _Toc401834717][bookmark: _Toc401835457][bookmark: _Toc401748679][bookmark: _Toc401752408][bookmark: _Toc401834718][bookmark: _Toc401835458][bookmark: _Toc401748680][bookmark: _Toc401752409][bookmark: _Toc401834719][bookmark: _Toc401835459][bookmark: _Toc401748681][bookmark: _Toc401752410][bookmark: _Toc401834720][bookmark: _Toc401835460][bookmark: _Toc401748682][bookmark: _Toc401752411][bookmark: _Toc401834721][bookmark: _Toc401835461][bookmark: _Toc401748683][bookmark: _Toc401752412][bookmark: _Toc401834722][bookmark: _Toc401835462][bookmark: _Toc401748684][bookmark: _Toc401752413][bookmark: _Toc401834723][bookmark: _Toc401835463][bookmark: _Toc401748685][bookmark: _Toc401752414][bookmark: _Toc401834724][bookmark: _Toc401835464][bookmark: _Toc401748686][bookmark: _Toc401752415][bookmark: _Toc401834725][bookmark: _Toc401835465][bookmark: _Toc401835466][bookmark: _Toc401835467][bookmark: _Toc401835468][bookmark: _Toc401238131][bookmark: _Toc17363901]PAYMENTS

[bookmark: _Toc17363902]Progress Payments

Progress payments will be made to Seller using the following schedule:

· After Owner approves final manufacturing design and receives final drawings– 10%

· After Owner approves Certified Test Report – 40% 

· After Seller delivers transformers to the Boundary Powerhouse – 35% 

· After Commissioning and Final Acceptance – 15% 

Final Acceptance will be issued when all contractual responsibilities have been met and the final bill issued. Final Acceptance shall not occur before the transformers are commissioned and all required documentation, including the as-built drawings and Operation and Maintenance Manuals have been received. The Owner will issue four Notices of Completion, one for each transformer installation.

Separate progress payments will be made for each purchase order. 

[bookmark: _Toc17363903]Submittal of Invoices

All communication between the Seller and the Owner regarding invoices for payments shall be made through the Owner’s Project Manager, shall be submitted in duplicate, and shall be addressed as follows:

The City of Seattle, Seattle City Light 

700 Fifth Avenue, Suite 3200

PO Box 34023

Seattle, WA 98124‑4023



Attention: Josh Jackson, Project Manager

		

Telephone:  (206) 684-3828

E-mail: joshua.jackson@seattle.gov

[bookmark: _Toc408818360][bookmark: _Toc408824346][bookmark: _Toc408818361][bookmark: _Toc408824347][bookmark: _Toc408818362][bookmark: _Toc408824348][bookmark: _Toc408818363][bookmark: _Toc408824349][bookmark: _Toc408818364][bookmark: _Toc408824350][bookmark: _Toc408818365][bookmark: _Toc408824351][bookmark: _Toc408818366][bookmark: _Toc408824352][bookmark: _Toc408818367][bookmark: _Toc408824353][bookmark: _Toc408818368][bookmark: _Toc408824354][bookmark: _Toc408818369][bookmark: _Toc408824355][bookmark: _Owner_Furnished_Drawnings][bookmark: _Toc401311243][bookmark: _Toc17363904][bookmark: _Toc66150506][bookmark: _Toc395081895][bookmark: _Toc53447759][bookmark: _Toc53448028]Owner Furnished Drawnings 

Each Proposer is required to complete a non-disclosure agreement to obtain the drawings listed in Table 2-1. The following Specification Drawings are furnished as a part of this Specification:




Table 2-1 Owner Furnished Drawings

		Dwg No.

		Rev.

		Drawing Title



		D-23166

		8

		Transformer Bays and Bus Galleries General Arrangement Sections



		D-23188

		3

		Draft Tubes and Transformer Bays General Arrangement Elevation



		D-23189

		3

		Draft Tubes and Transformer Bays General Arrangement Elevation



		D-23190

		5

		Transformer Bays General Arrangement Plan



		D-23191

		6

		Transformer Bays General Arrangement Plan



		D-23380

		7

		Transformer Bays Units 51 & 52 Embedded Piping Plan



		D-23381

		5

		Transformer Bays Units 53 & 54 Embedded Piping Plan



		D-23383

		7

		Transformer Bays Units 51-54 Embedded Piping Sections



		D-23384

		7

		Transformer Bays Units 51-54 Fire Protection System Sections & Elevations



		D-23560

		35

		Unit 51 Machine Hall AC Elementary



		D-23600

		28

		Unit 52 Machine Hall AC Elementary



		D-23640

		28

		Unit 53 Machine Hall AC Elementary



		D-23680

		31

		Unit 54 Machine Hall AC Elementary



		D-23820

		11 

		Unit 51 Transformer Bay Conduit, Grounding, and Lighting Plan



		D-23821

		6

		Unit 52 Transformer Bay Conduit, Grounding, and Lighting Plan



		D-23822

		6

		Unit 53 Transformer Bay Conduit, Grounding, and Lighting Plan



		D-23823

		6

		Unit 54 Transformer Bay Conduit, Grounding, and Lighting Plan



		D-23826

		6

		Units 51-56 Transformer Bays Conduit and Grounding Elevations



		D-23990

		5

		Transformer Bays Units 51 & 52 Concrete Outline Plan



		D-23991

		4

		Transformer Bays Units 53 & 54 Concrete Outline Plan



		D-23993

		6

		Transformer Bays Units 51-56 Concrete Outline



		D-23994

		6

		Transformer Bays Units 51-56 Concrete Outline



		D-23995

		3

		Transformer Bays Units 51-56 Reinforcement



		D-23996

		4

		Transformer Bays Units 51-56 Reinforcement



		D-24237

		12

		Unit 51 Term. Conn. Diag. Main Transformer Deluge System & PT Cubicles



		D-24247

		10

		Unit 52 Term. Conn. Diag. Main Transformer Deluge System & PT Cubicles



		D-24257

		12

		Unit 53 Term. Conn. Diag. Main Transformer Deluge System & PT Cubicles



		D-24267

		12

		Unit 54 Term. Conn. Diag. Main Transformer Deluge System & PT Cubicles



		D-51063

		0

		Units 51-54 Transformer Bay Platform General Arrangement



		E-9524

		12

		Boundary Operators Diagram Powerhouse and Switchyard (BPA)



		MA-368

		0

		170,000 kVA Transformer Nameplate ASEA



		MC-392

		2

		170,000 kVA Transformer Outline Drawing ASEA



		MD-1325

		0

		170,000 kVA Transformer Cooling Equipment Schematic ASEA



		SK-190810

		0

		Spec. 3746 – 200 MVA Transformer Critical Dimensions



		SK-190811

		0

		Spec. 3746 – 200 MVA Transformer XV Bushing Flange Arrangement







[bookmark: _Toc401748699][bookmark: _Toc401752428][bookmark: _Toc401834738][bookmark: _Toc401835480][bookmark: _Toc401748700][bookmark: _Toc401752429][bookmark: _Toc401834739][bookmark: _Toc401835481]

SPECIFICATION NO. 3746								    Section 2

14.4 kV:242 kV, 200 mva, 3Ø Transformer

Seattle City Light - Boundary powerhouse





Section

3

[bookmark: _Toc17363905]Submittals and Documentation

This section describes correspondence, review process, the required submittals and design standards.

[bookmark: _Toc17363906]Correspondence and Notice

This contract requires the Seller to provide drawings, procedures, reports and plans for review by the Owner. These documents are divided into design, manufacturing, shipping, pre-installation, installation and commissioning, and closeout phases.

All correspondence regarding technical matters, including design, inspections, and material requirements, shall be sent directly to the Owner, in English, with one copy sent to the Buyer, and shall be addressed as follows: 

City of Seattle

City Light Department

700 Fifth Avenue, Suite 3200

PO Box 34023

Seattle, WA  98124-4023



Attention:  Hans Gutmann, Electrical Power Systems Engineer



Telephone:  (206) 684-3572

Email:  hans.gutmann@seattle.gov

	

All letters regarding this Specification shall bear the following heading, followed by a general subject heading reflecting the content of the correspondence:



	Boundary Powerhouse Transformers

Replace Generator Step-Up Transformers

	Specification No. 3746

	The City of Seattle P.O. No.	__________

	(Purchase Order No. will be issued after award of Contract.)

[bookmark: _Toc17363907]Owner’s Review Process

The Owner will review each of the submittals for compliance with this Specification and return to the Seller. The Owner will respond to each submittal within 14 calendar days, except for the Operation and Maintenance manual which requires 21 calendar days for review. Each submittal will be notated with one of the following:

· Approved	Fabrication may proceed as shown.

· Approved as Noted	Fabrication may proceed based on corrections indicated.

· Approved as Noted	Fabrication may proceed based on corrections indicated.

	Resubmit File Copy	Correct submission and resubmit for record purposes only.

· Rejected	Revise and Resubmit for approval.

· Reviewed	Approval not required. Accepted for information

	purposes only.

All drawings, settings or other documents Rejected by the Owner shall be revised by the Seller and resubmitted for Owner review within 14 calendar days.

Approval drawing package shall include requirements for seismic qualification per IEEE Std. 693 and Section 9.9.4.

The Owner shall review all revised and resubmitted drawings, and return one copy of each drawing with a summary of the Owner’s comments to the Seller within fourteen (14) calendar days after receipt. The Owner’s comments will be notated either on the drawing itself or in a separate transmittal letter. Each drawing or document shall have the specific revision noted in the drawing revision block or on the main header page. The Seller shall make a complete and acceptable submittal to the Owner not later than the second submittal of an item. The Owner reserves the right to withhold monies due the Seller to cover the additional cost of the Owner’s review beyond the second submittal.

Corrections indicated on submittals returned by the Owner shall be considered as changes necessary to meet the requirements of the Contract Documents and shall not be taken as the basis of claims for extra work. Changes to the Contract Document requirements will not be handled on review drawings but will be issued as formal Change Orders.

[bookmark: _Toc17363908]Late Submittals

[bookmark: _GoBack]Late submittals are subject to liquidated damages as described in the Request for Proposals Section - Scope of Work.

[bookmark: _Toc17363909]Design Phase Submittals

The Design Phase begins when the Contract is executed and ends when the Owner accepts the final drawings, engineering studies, test procedures, and design calculations. Drawing standards are described in Section 3.10.

[bookmark: _Toc401238142][bookmark: _Toc17363910]Seller’s Implementation Schedule

Four (4) weeks after contract execution, the Seller shall provide for the Owner’s review and approval a detailed Design, Manufacturing, Delivery and Installation Schedule covering all items included in the Contract.

The schedule shall incorporate and comply with the submittal deadlines described in Section 3, and equipment delivery dates specified in Section 2.1. The schedule shall be in the form of a Gantt bar chart, providing clear definition of activity descriptions, appropriate interactivity linkages (predecessor/successor relationships), beginning/end dates, and critical-path activities. The schedule shall be written using Microsoft Project software, or a similar application approved by the Owner, which has the capability of graphically showing actual progress against an original baseline.

Activities shall include all major design, fabrication, assembly, delivery, and commissioning tasks, with milestones clearly indicated. Milestone dates shall include all required submittals, equipment deliveries, and commissioning. For submittals, adequate time for Owner review, as specified for the particular submittal, shall be included. This schedule, when approved by the Owner, shall be retained as a baseline for monitoring actual contract performance and will be used for determination of liquidated damages for late submittals, delivery and field installation. The schedule baseline shall remain unchanged for the duration of the Contract until and unless a Change Order is issued by the Owner authorizing a revision to the baseline schedule.

The Seller may provide submittals ahead of the dates specified in the Seller’s Implementation Schedule, provided that all related descriptive information and details required by the Owner for review are included. A submittal prematurely submitted which does not include the related information will not be counted as meeting the submittal schedule. 

[bookmark: _Toc401748708][bookmark: _Toc401752437][bookmark: _Toc401834747][bookmark: _Toc401835489][bookmark: _Toc401748709][bookmark: _Toc401752438][bookmark: _Toc401834748][bookmark: _Toc401835490][bookmark: _Toc17363911][bookmark: _Toc401238276]Transformer Approval Drawings 

As soon as possible after award of the Contract, but not later than ninety (90) days thereafter, the Seller shall furnish for Owner’s review, a drawing package showing all of the basic design details, including outlines, connection diagrams, schematics, and pertinent data such as foundation requirements, assembled center of gravity including oil, gross weight, natural frequency of vibration, details relative to the Owner’s conduit and bus connections, bushings and surge arrester connector types, NEMA ground pad locations, and all other details necessary for Owner's design of installation. The drawing package shall be submitted to Owner with a Transmittal Record and consist of two (2) sets of printed paper copies, one (1) set of AutoCAD files, and (1) set of Adobe PDF files.

Included with the drawings, the Seller shall also furnish for Owner’s review, a set of all configuration settings for all microprocessor-based control and protective equipment associated with the Contract.

[bookmark: _Toc401748711][bookmark: _Toc401752440][bookmark: _Toc401834750][bookmark: _Toc401835492][bookmark: _Toc401128862][bookmark: _Toc401238278][bookmark: _Toc17363912]Installation Approval Drawings

The installation approval drawings show the proposed transformer situated in the Owner’s Transformer Service Bay at Boundary Powerhouse. Not later than three (3) weeks after sending equipment approval drawings, the Seller shall submit to the Owner for review two (2) sets of printed paper copies plus AutoCAD and PDF files of site specific installation drawings. 

At a minimum, the installation drawings must show plan and elevation views of:

· Existing transformer deck features such as walls, conduits; isophase bus, etc.

· Outline of new transformers including bushings and other attachments

· Center of gravity

· Clearances to Service Bay walls, structures, and equipment

· Location of connection points for conduits

· Fastening devices and locations

As an aide to production of installation drawings, the Owner will provide AutoCAD files of any drawings in Table 2.1 – Owner Furnished Drawings at the Seller’s request. Dimensions critical to ensuring proper clearances and fit of the transformer and equipment in the Service Bay shall be verified by the Seller.

When the transformer and installation drawing packages meet the Owner’s approval, the Owner will issue written Approval of Transformer Drawings. 

[bookmark: _Toc401752442][bookmark: _Toc401834752][bookmark: _Toc401835494][bookmark: _Toc17363913][bookmark: _Toc401238277]Final Drawings 

Within four (4) weeks after Owner issues Approval of Transformer Drawings, two (2) printed paper copies of these drawings, schematics, wiring diagrams, and configuration settings shall be provided to the Owner. Additionally, DVDs (or other approved media) containing PDF and AutoCAD 2017-compatible drawing files of all the drawings, schematics, and wiring diagrams, and acSELerator RTAC SEL-5033 software with configuration settings for any control or protective devices on the transformer shall be provided with the drawings.

[bookmark: _Toc401752444][bookmark: _Toc401834754][bookmark: _Toc401835496][bookmark: _Toc17363914]Summary of Design Phase Submittals

		SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Overall Project schedule

		1 set

		Electronic: Microsoft Project

		4 weeks after award of Contract 



		Transformer Approval Drawings :

· Outline drawings

· Arrangement drawings

· Wiring diagram

· Name plate schedule

		2 paper, 1 electronic 

		Paper copies, PDF and AutoCAD

		90 days after award of Contract 



		Transformer Approval supporting documentation 

· Short circuit design calculations 

· Product data – catalog cuts, performance charts, etc	

· Design data, calculation, mix designs, analysis

· Cooling system thermal and hydraulic design.

		2 paper, 1 electronic

		Paper copies and PDF

		90 days after award of Contract



		Specifications and settings for communication and control equipment

		1 set

		Paper copies and PDF

		90 days after award of Contract



		Installation Drawings

		2 paper, 1 electronic

		Paper, PDF and AutoCAD

		3 weeks after equipment approval drawings sent



		Final Drawings	

		2 paper, 1 electronic

		Paper, PDF, and AutoCAD

		4 weeks after Owner’s written Approval of transformer drawings 



		For seismic submittals, see Section 9.9.4.4

		

		





[bookmark: _Toc401748715][bookmark: _Toc401752446][bookmark: _Toc401834756][bookmark: _Toc401835498][bookmark: _Toc401748716][bookmark: _Toc401752447][bookmark: _Toc401834757][bookmark: _Toc401835499][bookmark: _Toc17363915]Manufacturing Phase Submittals

This phase begins when the Owner issues Approval of Transformer Drawings; it covers the manufacturing, assembly and testing of the transformers.

[bookmark: _Toc17363916]Manufacturing Schedule

Within two (2) weeks of receiving the Owner’s Approval of Transformer Drawings, the Seller shall submit a detailed manufacturing schedule.

[bookmark: _Toc17363917]Witness testing and test procedure notification

The Seller shall notify the Owner in advance of Factory Witness Testing. The notice shall be four (4) weeks in advance of travel if the transformers are manufactured in the contiguous USA and eight (8) weeks if manufactured outside USA. The Seller shall also provide a description of the proposed tests, including diagrams for each test set-up.

[bookmark: _Certified_Test_Report_1][bookmark: _Toc395082135][bookmark: _Toc17363918]Certified Test Report

Before the Owner will receive the transformers, the Seller shall submit at least one copy of the draft test report to the Owner for review and approval. No transformer shall be shipped prior to the Owner reviewing the test reports and authorizing shipment in writing.

Within three (3) weeks after test completion, six (6) completed printed paper copies of the certified test report shall be submitted to the Owner. The report shall be of sufficient detail to demonstrate compliance to the requirements of this Specification and the referenced test Standards. The report shall include a copy of all the raw data, instrument settings, diagrams for test setups, test equipment manufacturer and type, and any necessary formulas and calculations which are used to demonstrate compliance. A complete set of digital photos of the transformers under test and of the test setup shall be printed in the test reports and submitted electronically with the Seller’s final drawing package.

Test reports required for seismic qualification shall be submitted per IEEE 693 and Section 9.9.4.3.

[bookmark: _Toc401752452][bookmark: _Toc401834762][bookmark: _Toc401835504][bookmark: _Toc17363919]Transformer Pictures

Along with the Certified Test Report, the Seller shall submit two sets of 8 inch by 10 inch color photographs, and digital photographic files showing the general construction and arrangement of components for the transformer.  The photos shall be submitted along with the transformer certified test report. Each photograph shall have a label permanently attached, stating the serial number of the unit, the unit rating, the date of the photograph, the Boundary Powerhouse name, and the Owner Purchase Order. The Owner representative shall be permitted to take additional photographs of all parts of the transformer and accessories during any phase of assembly or testing. Each photograph set shall include the following from all angles necessary so that all details can be viewed:

a. Core structure before coils are set in place (core form units only).

b. Core and coil assembly complete, just before tanking.

c. Inside view of empty tank.

d. Top view of transformer just before cover is welded, showing placement of core and coils.

e. Overall view of the completely assembled transformer: one view of each of the four sides, and one view of the top.

f. Core and coil assembly in at least five stages of manufacturing.

g. Five views of the coil and core inside the tank.

h. Two views of the completed core clamping.

i. Core ground connection.

j. At least five different stages of the tank and radiator assembly.

[bookmark: _Toc407008880][bookmark: _Toc407009100][bookmark: _Toc408818387][bookmark: _Toc408824373][bookmark: _Toc401748722][bookmark: _Toc401752454][bookmark: _Toc401834764][bookmark: _Toc401835506][bookmark: _Toc17363920]Installation Manual

Four (4) printed paper copies of the installation and erection manual shall be provided for each transformer delivery. These instructions shall state the procedure recommended by the Seller to install and connect the transformer. Any special precautions or warnings by the manufacturer shall be clearly stated in this manual. A single manual containing the operation and maintenance manual, current transformer test data, and installation manual may be provided in lieu of separate individual documents.

[bookmark: _Toc401748724][bookmark: _Toc401752456][bookmark: _Toc401834766][bookmark: _Toc401835508][bookmark: _Toc395082137][bookmark: _Toc17363921]Current Transformer Data

One (1) of the current transformer ratio and phase angle curves and nameplate data, including serial numbers and location installed in the transformer shall be included in each printed Operation and Maintenance Manual.

[bookmark: _Toc401748726][bookmark: _Toc401752458][bookmark: _Toc401834768][bookmark: _Toc401835510][bookmark: _Toc17363922]Bushing Test Data

One (1) of the bushing test data shall be included in each printed Operation and Maintenance Manual.

[bookmark: _Toc401748728][bookmark: _Toc401752460][bookmark: _Toc401834770][bookmark: _Toc401835512][bookmark: _Operation_and_Maintenance][bookmark: _Toc395082136][bookmark: _Toc17363923]Operation and Maintenance Manuals

No later than two weeks after the transformers have been shipped from the factory, six (6) printed paper copies and an electronic PDF copy of the Operation and Maintenance Manual for the transformers and auxiliary equipment shall be furnished to the Owner.

Copies of the manufacturer's instruction manuals for all relays and auxiliary equipment shall be included in the overall Operation and Maintenance Manual. Separate digital photos of all major components and relays making up the transformer shall be printed in the manuals and submitted on the final DVD (or approved media) containing the Seller’s Drawings.

Test reports required for seismic qualification shall be submitted per IEEE Std. 693.

Each Operation and Maintenance Manual shall consist of one or more volumes, each of which shall be bound in a standard size, 3-ring loose-leaf, vinyl plastic hard cover binder suitable for bookshelf storage. Binder ring size shall not exceed 3 inches. The information listed in the technical manuals shall be as detailed as listed below.

The format listed in the normal sequence of appearance, shall consist of:

· Title Page: the page containing the title, Owner contract number, item number and issue date.

· Revision Record: a revision record page containing tabulation columns for the revision code, date, and revision description.

· Table of Contents: a table of contents listing all primary divisions (i.e., chapters, sections, and paragraphs) with their corresponding page and volume numbers; a list of drawings containing all figures and drawings, their titles, and page numbers; and a list containing all tables, their titles, and page numbers.

The technical manuals shall include, but are not limited to, the information specified below.

a. Manufacturer’s Definitions: All terminology peculiar to the Bidder’s equipment shall be clearly explained by the Bidder in a supplementary section bearing the heading “Definitions”. 

b.	Factory Specifications of the Equipment 

c.	Shipping Instructions, Warehouse Storage, and Handling Instructions: List of major components for warehouse inspection, shipping instructions, site receiving instructions including lifting diagrams, and storage instructions. 

d.	Parts and Factory Service Instruction: Factory repair policy; detailed description of the procedure to obtain spare parts or factory service under normal and emergency conditions; and the mailing address and telephone numbers of the service department.

e. Preventive Maintenance Instructions: Preventive maintenance instructions shall be furnished for all subsystems indicating manufacturers’ recommended maintenance intervals. These instructions shall include required test procedures, alignment instructions, cleaning requirements and instructions for visual examinations. The preventive maintenance instructions shall include a table indicating the average man-hours required to complete a maintenance action, outage time if required and on-line/off-line requirement for the maintenance action.

f. Troubleshooting Instructions: Troubleshooting instructions shall be to the spare parts level with adequate details for quick and efficient location of cause for equipment malfunction. Include adjustment limits, timing diagrams, troubleshooting and recommended corrective action steps, and resetting requirements before return to service. The maintenance instructions shall include the manufacturers’ typical readings at all test points. Include the following information:

1. Information on the use of special tools and test equipment as well as precautions to protect personnel and equipment. The information shall be arranged on a unit basis; however, extensive material, procedures, or illustrations which are common to more than one module need not be repeated but may be referenced.

2. Repair instruction shall be provided for the removal, repair, adjustment, and replacement of all items which are within the ability of an electrician to perform. Electrical and mechanical schematic diagrams; parts location illustrations or other methods of parts location information; photographs, interconnection cabling, wiring diagrams, and exploded and sectional views giving details of mechanical assemblies shall be provided as necessary to supplement the test.

3. For mechanical items, information on tolerances, clearances, wear limits, and maximum bolt-down torques shall be supplied. Information on the use of special tools and test equipment, as well any cautions or warnings which must be observed to protect personnel and equipment, shall also be covered. The presentation should be arranged on a unit-by-unit basis; however, extensive material, procedures, or illustrations which are common to more than one assembly or subassembly need not be repeated. They may be referenced.

g. Parts Information: This section shall contain a complete parts list and subsections which include a breakdown to the smallest assembly considered a replacement part, showing name and description, catalog number, quantity used, and reference by item number on the applicable drawing. The description shall include electrical and mechanical ratings, settings, nameplate drawings, additional instructions or instruction books, testing requirements, wire list, curves, drawings, and inspection and installation instructions.

h. Spare Parts: A list of spare parts as recommended by the Manufacturer, including the descriptive information about the parts and related manufacturer’s part number.

i. Tools Information: A list of all tools needed to install or maintain the equipment shall be provided in this section. Tools shall be identified by either the Bidder’s part number or manufacturer’s part number and cross-referenced where applicable. All special tools supplied with the equipment shall be identified as such on the tool list. 

j. Equipment Drawings: Each manual shall include a complete set of equipment drawings.

[bookmark: _Toc401752462][bookmark: _Toc401834772][bookmark: _Toc401835514][bookmark: _Toc17363924]Summary of Manufacturing Phase Submittals

		SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Manufacturing Schedule



		1 set

		Paper and Electronic

		2 weeks after Owner’s approval of Transformer drawings 



		Witness Test and Test Procedure, Factory Performance Test Notification

		1 set

		Paper and electronic

		4 weeks prior to start of actual factory test(s)



		Certified Test Report 

		6 sets

		Paper and electronic on DVD

		3 weeks after test completion



		Transformer pictures

		2 sets

		Paper and electronic

		3 weeks after test completion



		Installation Manual 

		4 sets

		Paper and electronic on DVD

		Shipped with the transformer



		Current Transformer Data

		6 sets

		Paper and electronic on DVD

		Shipped with Operation and Maintenance manual



		Bushing Test Data

		6 sets

		Paper and electronic on DVD

		Shipped with Operation and Maintenance manual



		Operation and Maintenance Manuals

		6 sets

		Paper and electronic on DVD

		2 weeks after transformer is shipped from the factory





[bookmark: _Toc401752464][bookmark: _Toc401834774][bookmark: _Toc401835516][bookmark: _Toc407008886][bookmark: _Toc407009106][bookmark: _Toc408818393][bookmark: _Toc408824379]

[bookmark: _Toc17363925]Shipping Phase Submittals

The Shipping Phase activities overlap with the other phases. The Owner will not grant permission for the transformers to ship until the Owner has approved the Certified Test Report, Transformer Shipping plan and Pre-Installation submittals.

[bookmark: _Toc401748732][bookmark: _Toc401752466][bookmark: _Toc401834776][bookmark: _Toc401835518][bookmark: _Toc17363926]Shipping notices and packing lists

The Seller shall furnish three shipping notices:

a. At least two (2) weeks in advance of an anticipated shipment date, the Seller shall furnish shipping notice to the Owner providing the following information:

· The name of the shipper and a description of the shipping route and methodology.

· A listing of special equipment, including any that the Seller expects the Owner to furnish, that will be used by the Seller during the shipping operation.

· The description, weight, dimensions, and identifying markings for each package in the shipment.

b. 24 hours’ prior notice of material shipment.

c. Confirmation of shipment departure date from manufacturing facility and Owner access to GPS tracking system 

Packing lists shall be included with each shipment.

[bookmark: _Toc401748734][bookmark: _Toc401752468][bookmark: _Toc401834778][bookmark: _Toc401835520][bookmark: _Toc401128891][bookmark: _Toc401238158][bookmark: _Toc17363927]Transformer Shipping Plan

The Seller shall submit a draft transformer shipping plan to the Owner eight (8) weeks prior to shipping the transformers. See Section 4.2 for details about the transformer shipping plan.

[bookmark: _Toc401748736][bookmark: _Toc401752470][bookmark: _Toc401834780][bookmark: _Toc401835522][bookmark: _Toc401748737][bookmark: _Toc401752471][bookmark: _Toc401834781][bookmark: _Toc401835523][bookmark: _Final_Transformer_Shipping][bookmark: _Toc17363928]Final Transformer Shipping Plan

The Seller shall submit to the Owner the final plan, including copies of all shipping related permits two (2) weeks prior to shipping. See Section 4.2.

[bookmark: _Toc401748739][bookmark: _Toc401752473][bookmark: _Toc401834783][bookmark: _Toc401835525][bookmark: _Toc401748741][bookmark: _Toc401752475][bookmark: _Toc401834785][bookmark: _Toc401835527][bookmark: _Toc17363929]Impact Recorder Data

The Seller shall provide the recorded data of each impact recorder installed on each transformer to the Owner. The data shall be provided to the Owner promptly after it has been downloaded and evaluated by the Seller in the presence of the Owner or its representatives.

[bookmark: _Toc17363930]Summary of Shipping Phase Submittals

		SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Shipping Notices

		1 set

		Paper and/or electronic

		2 weeks in advance of anticipated shipment date; 24 hours in advance for materials shipment



		Packing Lists 

		1 set

		Paper 

		Included with each delivery



		Draft Transformer Shipping Plan

		1 ea.

		Paper and Electronic

		8 weeks prior to shipping



		Final Transformer Shipping plan with permits

		1 ea.

		Paper and Electronic

		2 weeks prior to shipping



		Impact Recorder Data 

		1 set 

		Paper and electronic file

		Immediately after delivery to the transformer foundation





In addition, the Seller shall ship one (1) complete set of equipment drawings; Installation Manuals; and Specifications Sheets and Parts Lists with each transformer. The material shall be enclosed in a weather-proof package securely attached to the unit and protected from loss or damage.

[bookmark: _Toc401748744][bookmark: _Toc401752478][bookmark: _Toc401834788][bookmark: _Toc401835530][bookmark: _Toc401748745][bookmark: _Toc401752479][bookmark: _Toc401834789][bookmark: _Toc401835531][bookmark: _Toc17363931]Pre-installation Phase Submittals

The pre-installation phase overlaps with manufacturing and shipping phases. All pre-installation submittals must be received and approved before the Owner can begin on-site installation preparations.

[bookmark: _Toc17363932]Seller’s Technical Service Advisor Qualifications

The Seller shall submit the Technical Service Advisor qualifications eight (8) weeks prior to any on-site work at the Boundary powerhouse. The minimum qualifications are presented in the Request For Proposals.

[bookmark: _Toc401748748][bookmark: _Toc401752482][bookmark: _Toc401834792][bookmark: _Toc401835534][bookmark: _Field_Installation_Procedure][bookmark: _Toc17363933]Field Installation Procedure

Eight (8) weeks prior to delivery of the first four transformers, the Seller shall submit, for the Owner’s review and approval, a detailed field staging and installation procedure for all equipment provided by the Seller. The procedure shall describe the step-by-step activities required to install the equipment and integrate it into the Owner’s system, including any special precautions that may be required. This procedure shall be submitted with a schedule that identifies the Seller’s estimate for the amount of time needed for each step of the procedure. The field procedure shall clearly identify any tasks and tools that are required by the Owner. This information shall include power requirements, assembly procedures, safety precautions, grounding instructions, alignment instructions, installation test requirements, and details associated with equipment testing to verify proper performance. 

[bookmark: _Toc401748750][bookmark: _Toc401752484][bookmark: _Toc401834794][bookmark: _Toc401835536][bookmark: _Toc401748751][bookmark: _Toc401752485][bookmark: _Toc401834795][bookmark: _Toc401835537][bookmark: _Toc401748752][bookmark: _Toc401752486][bookmark: _Toc401834796][bookmark: _Toc401835538][bookmark: _Commissioning_Procedure][bookmark: _Toc401128878][bookmark: _Toc401238294][bookmark: _Toc17363934]Commissioning Procedure

Eight (8) weeks prior to delivery of the first four transformers, the Seller shall provide a written commissioning procedure for the Owner’s review and approval, outlining the steps required for preparing the transformers for energization. The commissioning procedure shall contain specific instructions used to validate the operational performance of the transformers for review by the Owner.

[bookmark: _Toc401748754][bookmark: _Toc401752488][bookmark: _Toc401834798][bookmark: _Toc401835540][bookmark: _Toc401748755][bookmark: _Toc401752489][bookmark: _Toc401834799][bookmark: _Toc401835541][bookmark: _Toc17363935]Background Check Applications

The Seller shall submit applications for background checks for the Technical Service Advisor and any other Seller’s staff who will work at the Boundary Powerhouse eight (8) weeks prior to any on-site work.

[bookmark: _Toc401748757][bookmark: _Toc401752491][bookmark: _Toc401834801][bookmark: _Toc401835543][bookmark: _Toc401748758][bookmark: _Toc401752492][bookmark: _Toc401834802][bookmark: _Toc401835544][bookmark: _Toc17363936]Health and Safety Plan 

The Seller shall submit a Health and Safety Plan eight (8) weeks prior to any on-site activity. The Seller’s Plan will primarily address Health and Safety during delivery from transformer arrival on Owner property through final placement of each transformer to its foundation and the services of the Technical Advisor. The Health and Safety Plan shall comply will all OSHA and Washington Administrative Code (WAC) standards. The Health and Safety Plan shall at minimum include an Accident Prevention Program and a Site Specific Safety Plan.

The Accident Prevention Program must be in written format and be tailored specifically to the job site and consist of the following items:

· A Safety Orientation that describes the employer’s safety program;

· How, when, and where to report injuries, including instructions to the locations of first-aid facilities;

· How to report unsafe work conditions, jobsite hazards, and unsafe work practices;

· The use and care of required personal protective equipment;

· The proper actions to take in the event of emergencies including the routes of exiting from areas during emergencies;

· Identification of hazardous gases, chemicals, or materials used on the job and instruction about the safe use and action to take after accidental exposure;

· A description of the employer’s total safety and health program;

· An on the job review of the practices necessary to perform the initial job assignments in a safe manner;

· Description of training provided to employees to improve the skill, awareness, and competency of all your employees. Ensure that the training includes on the job instruction to employees prior to their job assignments;

· A description of roles and responsibilities within the Company; and

· Require compliance with all city, state, and federal safety rules.



The Site Specific Safety Plan must be tailored specifically to the project location, scope of work to be done, and specific to the management that will be onsite during project. In addition, the Site Specific Safety Plan must have the following information:

· Require compliance with all city, state, and federal safety rules;

· A description of tasks to be undertaken and equipment mobilized for the transformer delivery;

· Identification of all anticipated hazards likely to be encountered at the job site, and control methods to be used for protection of employees;

· Communication plan;

· Emergency evacuation plan;

· Name and title of the person who is responsible to enforce the safety items outlined in the Site Specific Safety Plan;

· Copies of relevant employee training and/or certification; 

· Identify what training the employees have had to safely complete their tasks;

[bookmark: _Toc401834804][bookmark: _Toc401835546][bookmark: _Toc17363937]Spill Prevention Plan

The Seller shall submit a Spill Prevention Plan eight (8) weeks prior to any on-site activity. The Spill Prevention Plan shall at a minimum address the following:

· Identify the Seller’s responsible person for implementing the spill prevention plan;

· Identification of potential spill sources, such as, residual oil from transformer, delivery and processing of new oil, hydraulic fluids on delivery equipment and description of the volume, location and storage;

· Spill prevention and response training;

· Spill prevention practices: spill kit contents and location;

· Spill response actions: describe actions that would be taken if there is an oil spill in the transformer Service Bay, in the Access Tunnel or on the Access road; and

· Copy of the spill report form the Seller will use to document the spill and cleanup.

[bookmark: _Toc401748766][bookmark: _Toc401752500][bookmark: _Toc401834811][bookmark: _Toc401835553][bookmark: _Toc17363938]Summary of Pre-Installation Phase Submittals



		SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Technical Service Advisor Qualifications

		1

		PDF

		8 weeks prior to on-site work



		Field Installation Procedures

		6

		Paper and PDF

		8 weeks prior to on-site work



		Commissioning Procedure

		1

		PDF

		8 weeks prior to on-site work



		Application for ID badges and background checks

		1

		Electronic

		8 weeks prior to on-site work



		Health and Safety Plan 

		1

		Paper and PDF

		8 weeks prior to on-site work



		Spill Prevention Plan

		1

		Paper and PDF 

		8 weeks prior to on-site work





[bookmark: _Toc401748768][bookmark: _Toc401752502][bookmark: _Toc401834813][bookmark: _Toc401835555][bookmark: _Toc401748769][bookmark: _Toc401752503][bookmark: _Toc401834814][bookmark: _Toc401835556][bookmark: _Toc401748770][bookmark: _Toc401752504][bookmark: _Toc401834815][bookmark: _Toc401835557]

[bookmark: _Toc17363939]Installation and Commissioning Submittals

[bookmark: _Toc401748772][bookmark: _Toc401752506][bookmark: _Toc401834817][bookmark: _Toc401835559][bookmark: _Toc401748774][bookmark: _Toc401752508][bookmark: _Toc401834819][bookmark: _Toc401835561][bookmark: _Toc401748776][bookmark: _Toc401752510][bookmark: _Toc401834821][bookmark: _Toc401835563][bookmark: _Toc401128880][bookmark: _Toc17363940][bookmark: _Toc401238296]Commissioning Field Report 

After the transformer bank has been installed, the Owner's outage activities completed, and before each transformer is considered ready for commercial operation, the Seller, along with the Owner's operator and representatives, shall verify in writing that the equipment has been installed and adjusted properly and in accordance with Contract drawings, and that it will function safely and properly under continuous operation. At the conclusion of operational testing and checkout by the Owner, the transformer shall be ready for rated voltage no-load energization and, after not less than twenty-four hours, released for commercial operation. Two copies of the field report will be submitted prior to carrying load. 

[bookmark: _Toc401748778][bookmark: _Toc401752512][bookmark: _Toc401834823][bookmark: _Toc401835565][bookmark: _Toc17363941]Field Service Report 

Within two (2) days after initial energization of each transformer, the Seller shall provide two (2) copies of the Technical Services Advisor’s daily report log to the Owner. The report log shall document daily installation progress, safety notations, operational test results, and deviations and/or Owner-approved changes to the Seller’s original installation procedure.

[bookmark: _Toc17363942]Training Materials

The Seller shall provide four (4) sets of training materials for the Owner’s Operators and Electricians within five (5) days of energization.




[bookmark: _Toc401748780][bookmark: _Toc401752514][bookmark: _Toc401834826][bookmark: _Toc401835568][bookmark: _Toc401748781][bookmark: _Toc401752515][bookmark: _Toc401834827][bookmark: _Toc401835569][bookmark: _Toc17363943]Summary of Installation and Commissioning Submittals

		SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Commissioning Field Report

		2 sets

		Paper and electronic

		After watering up and before carrying load



		Field Service Report 

		2 sets

		Paper and electronic on DVD

		2 days after energization of transformer



		Training Materials

		4 sets

		Paper and electronic

		5 days after energization





[bookmark: _Toc401748783][bookmark: _Toc401752517][bookmark: _Toc401834829][bookmark: _Toc401835571][bookmark: _Toc401748784][bookmark: _Toc401752518][bookmark: _Toc401834830][bookmark: _Toc401835572]

[bookmark: _Toc17363944]Close out Submittals

[bookmark: _Toc17363945][bookmark: _Toc401128863][bookmark: _Toc401238279]Red-Lines 

The Technical Services Advisor shall continuously document all approved changes to the Contract Drawings during installation on the Contract Drawings. At the conclusion of the installation of each transformer, these “red-lined drawings” shall be reviewed by the Advisor and the Owner to assure adequate and legible documentation of any changes. After review, the “red-lined drawings” shall be submitted to the Owner for final approval. These drawings shall be submitted within five (5) days of commissioning each new transformer.

[bookmark: _Toc401748787][bookmark: _Toc401752521][bookmark: _Toc401834833][bookmark: _Toc401835575][bookmark: _Toc17363946]As-Builts

Within four (4) weeks of energization, the Seller shall submit three (3) sets of paper copies and AutoCAD files of the final drawings that incorporate the red-lines.

[bookmark: _Toc17363947]Summary of Close Out Submittals

		[bookmark: _Toc401748789][bookmark: _Toc401752523][bookmark: _Toc401834835][bookmark: _Toc401835577][bookmark: _Toc401748791][bookmark: _Toc401752525][bookmark: _Toc401834837][bookmark: _Toc401835579][bookmark: _Toc401748792][bookmark: _Toc401752526][bookmark: _Toc401834838][bookmark: _Toc401835580]SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Red-Lined Drawings

		1 set

		1 paper copy

		Within 5 days of commissioning



		As-Builts

		3 sets

		3 paper and Auto CAD

		Within 4 weeks of commissioning





[bookmark: _Drawing_Standards]

[bookmark: _Toc17363948]Drawing Standards

[bookmark: _Toc401748795][bookmark: _Toc401752529][bookmark: _Toc401834841][bookmark: _Toc401835583][bookmark: _Toc395082128][bookmark: _Toc17363949]Drawing Standards

Seattle City Light Drafting and AutoCAD Requirements for Consultants found at this web address: http://www.seattle.gov/light/engstd/

Text size and style, the use of line types, line weights, drawing layers, drawing layout, and dimensioning for all drawings, schematics, and wiring diagrams shall be produced in accordance with the “Seattle City Light Drafting and AutoCAD Requirements for Consultants.“ All drawings shall contain a legend.




[bookmark: _Toc395082129][bookmark: _Toc17363950]Drawing Sizes

[image: ]Figure 1 shows the standard Seattle City Light drawing sizes. All drawings provided shall be as depicted in Figure 1. Upon award of the Contract, the Owner will provide the Seller with copies of the title blocks in AutoCAD file format.

[bookmark: _Toc68531017]
Figure 1. Seattle City Light Standard Drawing Sizes.




[bookmark: _Toc395082130][bookmark: _Toc17363951]Terminal Blocks

All terminal block positions shall be drawn a minimum of 3/4 inches wide by 1/4 inches tall. The terminals shall have a numerical sequence of 1, 2, 3, 4.... 12, from top to bottom or left to right for terminal blocks oriented horizontally. Each terminal block shall have a two letter designation.

[bookmark: _Toc395082131][bookmark: _Toc17363952]Revisions and References

Each drawing shall have space for referencing other drawings at the right-hand side of the drawing space. In addition, space for listing revisions along the bottom of the drawing shall be provided.

[bookmark: _Toc395082132][bookmark: _Toc17363953]Connection Drawings

Connection drawings shall be provided showing point-to-point connections of every terminal of every electrical device used. Space shall be provided for showing and listing external cables to be installed by others. Each device connection shall have near each termination, conductor identification consisting of opposite end designation. Interconnecting from or to another drawing shall be referenced by drawing number and destination. The connection drawings shall be drawn with all devices indicated in their relative physical locations, be identified by name and ANSI device function numbers as applicable, show all contact arrangements and terminal points, and shall represent the equipment and terminals arranged as they would appear to a person wiring the equipment. 

[bookmark: _Toc395082133][bookmark: _Toc17363954]Schematic Drawings

A full complement of both AC and DC schematic diagram drawings shall be provided. Schematics shall be cross-referenced to terminal markings on the connection drawings.

[bookmark: _Toc17363955][bookmark: _Toc395082134]Conduit and Wireway

A drawing showing all wire routing paths between devices external to the transformer and the control cabinet shall be provided. All flex and rigid conduits and conduit bodies, fittings, connectors, boxes and bushings shall be included in a detailed parts list on this drawing.

[bookmark: _Toc17363956]Physical Outline

A drawing showing the complete outline dimensions, center of gravity, weight, volume of oil, and pertinent physical details to enable the Owner to install and/or maintain the transformer.

[bookmark: _Toc401748803][bookmark: _Toc401752537][bookmark: _Toc401834849][bookmark: _Toc401835591][bookmark: _Toc17363957]Drawing Scale 

[bookmark: _Toc181169817]All physical dimension drawings shall be drawn to full scale in U.S. English units with the printed scale identified on the drawing. Metric dimensions may be included secondarily in parentheses.

[bookmark: _Toc401748805][bookmark: _Toc401752539][bookmark: _Toc401834851][bookmark: _Toc401835593][bookmark: _Toc17363958]Drawing Dimensions and Units 

All drawing units shall be shown in U.S. English using the Architectural style length dimensions (e.g. 6’-3 ½ ” for six feet, three and one-half inches). Equivalent metric units may also be shown alongside the English units. 
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[bookmark: _Toc53447872][bookmark: _Toc53448242][bookmark: _Toc66150603][bookmark: _Toc395081988][bookmark: _Toc17363959]Shipping

Delivery is a challenging aspect of this project. The Boundary Powerhouse access road has a long and steep grade on the final approach to the powerhouse. All equipment, material and personnel must travel the access road to the Boundary Powerhouse. The Seller has the responsibility to develop detailed plans for delivery.

Delivery of materials shall be made only during the Owner's on-site working hours, 7:45 AM to 3:30 PM, Monday to Thursday, and at such times as Owner has a representative available to receive shipment, unless otherwise agreed to in writing. The F.O.B. point shall be the Boundary Powerhouse transformer foundation.

The Seller shall be responsible for the following:

A.	Shipping all parts and materials furnished under this Specification to Boundary Powerhouse;

B.	Paying all shipping charges, customs duties, tariffs, etc.;

C.	Unloading the equipment at the point of delivery, specifically to the transformer foundation;

D.	Determination and resolution of all shipping limitations (e.g., lane widths, bridge clearances, bridge weight limitations, overpass heights, etc.);

E.	Acquiring any and all necessary shipping permits, etc.;

F.	Insuring the equipment during shipment;

G.	Delivering products to the site in the manufacturer's original sealed container or other packaging systems, complete with labels and instructions for handling, storing, unpacking, protecting and installing; and

H.	All temporary cribbing.

[bookmark: _Toc401748808][bookmark: _Toc401752542][bookmark: _Toc401834854][bookmark: _Toc401835596][bookmark: _Toc66150617][bookmark: _Toc395082000][bookmark: _Toc17363960]Preparation for Shipment

[bookmark: _Toc17363961]General

The Seller shall prepare, pack, and load all materials and equipment for shipment in such a manner that they are protected from damage during shipment until accepted by the Owner, and shall be responsible for and make good any damage resulting from improper packing. All parts subject to damage from humidity or moisture shall be packed in hermetically-sealed metal containers, in plastic envelopes, or other accepted container within their respective packing cases. All machined surfaces shall be heavily coated with a rust‑preventive compound.

Heavy parts shall be mounted on skids or cradles or shall be crated on skids. All parts exceeding 200 pounds (gross weight) shall be prepared for shipment such that slings for handling by crane may be readily attached. If it is unsafe to attach slings to a given box, the parts packed therein shall have slings attached to them, and the slings must project through the box or crate so that attachment to the handling equipment can be readily made. Parts that may require rotation during shipping due to shipping limitations shall be capable of being transported and lifted in either the diameter vertical or diameter horizontal orientation.

Detailed packing lists shall be provided with each delivery of equipment or parts. In addition, each case, crate, bundle, or single item shall be marked clearly with the Contract number and item description. Containers containing multiple items shall be clearly labeled with descriptions and quantities of all enclosed items. Any articles or materials that might be otherwise lost shall be boxed or steel-banded in bundles and plainly marked for identification.

[bookmark: _Impact_Recorders][bookmark: _Toc17363962]Impact Recorders

The Seller shall install impact recorders on the transformer for all transport. The Seller shall provide pictures of the transformer showing the location of the impact recorders mounted on the transformer and the specification and brand of the impact recorders prior to shipment. Non-identical recorders are preferred, i.e. different manufacturers and/or recording methods (electronic vs. paper).

At the factory, two (2) impact recorders shall be installed on the transformer for shipment. One of the impact recorders shall be installed and sealed in an inconspicuous location not generally accessible or noticeable to shipping personnel. The impact recorders shall remain installed during the duration of shipment and will be removed only by an authorized factory representative in the presence of an Owner’s representative. 

The impact recorders shall be capable of monitoring and recording shocks, movement and acceleration of the transformer in transit. The acceleration shall be time stamped and recorded in three axes. It shall also measure tilt angles, temperature and humidity. It shall be integrated with a GPS function. The three-dimensional acceleration measurement shall have a resolution of 0.1g. The frequency range shall be from 0-300HZ. The tilt angle resolution shall be from 0-90 degrees. The power source or batteries and paper, if applicable must allow the recorder to record and store data for the entire time required to transport the transformer from the factory to the foundation at Boundary powerhouse. It shall be tamper-proof and weatherproof once installed and set for recording. The data logs shall be capable of being transferred to a portable computer via user-friendly application software.

[bookmark: _Toc401752546][bookmark: _Toc401834858][bookmark: _Toc401835600][bookmark: _Transformer_Shipping_Plan][bookmark: _Toc17363963]Transformer Shipping Plan

The Seller shall submit a draft transformer shipping plan as described in Sections 3.6.2 and 3.6.3. 

The plan shall describe all aspects of transporting the transformer from the manufacturing facility to the final location in the transformer service bay at Boundary Powerhouse. 

The transportation plan shall include, but is not limited to, the following:

· Name of the shipping company

· Route

· Transportation vehicles

· Required permits

· Sequencing

· Schedule

· Temporary staging if needed (location, cribbing)

· A listing of special equipment, including any that the Seller expects the Owner to furnish, that will be used by the Seller during the shipping operation.

· Special requirements for unloading of the main transformer tank at the delivery site.

· Special requirements for unloading and storing ancillary equipment

· Site specific spill prevention and cleanup plans

[bookmark: _Toc401748812][bookmark: _Toc401752548][bookmark: _Toc401834860][bookmark: _Toc401835602][bookmark: _Toc401748813][bookmark: _Toc401752549][bookmark: _Toc401834861][bookmark: _Toc401835603][bookmark: _Toc66150618][bookmark: _Toc395082001][bookmark: _Toc17363964]Delivery Restrictions

It shall be the Seller's responsibility to determine any height, weight, road, rail, marine vessel, or other limitations or restrictions that may be encountered during shipment and account for them in its preparation for delivery of the equipment.

The Seller shall verify all access portal dimensions prior to delivery to ensure the Seller’s transport equipment and cargo may pass through the portal without damage to the equipment, cargo, tunnel or bridge structure. There are numerous constraints that will impact delivery. The constraints include, but are not limited to:

· Federal, state and local highway requirements for transporting heavy and oversized loads;

· Size Restrictions due to the loading and unloading site conditions;

· Size restrictions due to the dimensions of the access tunnels at Boundary Powerhouse,

· Powerhouse access road grade;

· Size restrictions due to the dimensions of the Boundary Powerhouse doorways; and

· Potential weather constraints and risk of potential for flooding, freezing, or slides that could impact passage on roadways.

The new transformer must fit through the existing powerhouse tunnels and openings. No changes to the door openings, lighting fixtures, or tunnels will be permitted. The bulkhead wall to the transformer service bay will be removed by the Owner.

[bookmark: _Information_for_Transformer]
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[bookmark: _Toc58744564][bookmark: _Toc66150619]Section

5

[bookmark: _Toc68688291][bookmark: _Toc17363965][bookmark: _Toc395082002]FIELD INSTALLATION

[bookmark: _Toc58744573][bookmark: _Toc66150621][bookmark: _Toc68688292][bookmark: _Toc17363966]Field Installation Procedure 

The Seller shall submit, for the Owner’s review and approval, a detailed field installation procedure as described in Section 3.7.2. The procedure will be used by the Owner in preparation for an efficient and safe transformer installation and ensure that all necessary equipment and personnel are on site and ready at the time they will be needed. 

[bookmark: _Toc68688293][bookmark: _Toc17363967][bookmark: _Toc58744566]Technical SERVICEs advisor

[bookmark: _Toc66150624][bookmark: _Toc68688294][bookmark: _Toc17363968]Start Date and Timeframe for Field Installation

[bookmark: _Toc58744567]Installation of the transformers shall occur during a scheduled outage following site delivery. However, actual installation and energization dates may be revised at the sole discretion of the Owner, depending on power market conditions.

[bookmark: _Toc68688295][bookmark: _Toc17363969]Technical Advisor Responsibility

The Seller shall furnish a qualified and competent Technical Service Advisor, who shall be fluent in the English language, to assist the Owner and provide direction for installing, field testing, commissioning, and protecting the Warranty of the equipment purchased under this Contract. The Technical Services Advisor shall be an employee of the Seller and his/her services include provision of any special tools as may be required to install any of the equipment purchased under this Contract.

[bookmark: _Toc17363970]Continuity of Service

The Technical Services Advisor shall remain on site during critical periods of installation of the equipment provided by the Seller. In the event that delays occur during the critical periods of installation, wherein the services of a Technical Advisor are not required, the Owner may direct the Technical Advisor to return to his/her home location, or to remain at the site of the work, whichever is deemed in the best interest of the Owner.  It is not expected that the Technical Service Advisor will remain on site for the entire period from delivery to commissioning.  The Sellers bid Proposal shall indicate which periods and for how many days the Technical Service Advisor is on site.  During periods that the Technical Service Advisor is not on site, they should be available for questions via phone or email. The Seller’s Bid Proposal shall include an itemized pricing structure to be paid by the Owner for time, travel, and per diem associated with the services of the Technical Advisor.

[bookmark: _Toc17363971]Coordination With the Owner

The Technical Services Advisor shall meet weekly with the Owner to review and coordinate installation activities for the upcoming week. In addition, the Technical Advisor shall meet daily with the Owner to briefly review the following day’s installation activities.  The Owner will keep the Service Advisor informed of any Owner-planned activities that could impact the transformer installation.

[bookmark: _Toc17363972]Operating Procedures and Conditions

The Technical Advisor shall comply with all accident prevention procedures as directed by the Owner for the control and safety of the Owner’s personnel, Owner’s contractors and contractors’ personnel, property, equipment, and visitors to the job site. The Technical Advisor shall be trained in, and abide by Owner’s Lockout-Tagout (LOTO) procedures and provide his/her own padlocks.

[bookmark: _Toc66150626][bookmark: _Toc68688296][bookmark: _Toc17363973]Contract Drawing Updates

The Technical Advisor shall document all approved changes to the Contract Drawings during installation, using red pencil, on the Contract Drawings.  At the conclusion of the installation of each transformer bank, these “red-lined drawings” shall be reviewed by the Service Advisor and the Owner to assure adequate and legible documentation of any changes, and the “red-lined drawings” submitted to the Owner.  These drawings shall be submitted within five (5) days of commissioning each new transformer bank.

[bookmark: _Toc58744571][bookmark: _Toc66150627][bookmark: _Toc68688297][bookmark: _Toc17363974]Installation Standards

The Technical Service Advisor shall direct all field installation services, including testing and commissioning, in accordance with applicable IEEE, ASTM, NETA, other North American standard organizations having adopted and generally accepted standards or guidelines. 

[bookmark: _Toc68688298][bookmark: _Toc17363975]Commissioning Procedure

Eight (8) weeks prior to delivery of the first transformer bank, the Seller shall provide a written commissioning procedure for the Owner’s review as described in Section 3.7.3, outlining the steps required for preparing the transformers for energization. The Owner will follow the instructions of the commissioning procedure to validate the operational performance of the transformers in preparation for final energization.

After the transformer has been installed, the Owner's outage activities completed, and before the transformer is considered ready for commercial operation, the Seller, along with the Owner's operator and representatives, shall verify that the equipment has been installed and adjusted properly and in accordance with Contract drawings, and that it will function safely and properly under continuous operation. At the conclusion of operational testing and checkout by the Owner, the transformer shall be ready for rated voltage no-load energization.

[bookmark: _Toc17363976][bookmark: _Toc68688299]Delivery Inspection

Once the transformer has been properly placed on its foundation in the transformer service bay and the impact recorder reviewed per Section 4.1.2, an internal inspection of the main tank may be warranted. If Seller and Owner mutually agree that an internal inspection should be performed, the inspection shall be conducted by the Technical Services Advisor or other Seller’s representative.

[bookmark: _Toc17363977]Field Service Report

Within fifteen (15) days after initial energization of each transformer, the Seller shall provide two (2) copies of the Technical Service Advisor’s daily report log to the Owner. The report log shall document daily installation progress, safety notations, operational test results, and deviations and/or Owner-approved changes to the Seller’s original installation procedure.

[bookmark: _Toc17363978]Other Conditions

The Technical Services Advisor shall be considered an employee of the Seller. The Seller agrees to indemnify and hold the Owner and its agents harmless from and against all loss, damage, and expense occasioned by any act or omission of said Technical Advisor or other employees of the Seller.




[bookmark: _Toc401748834][bookmark: _Toc401752570][bookmark: _Toc401834882][bookmark: _Toc401835624][bookmark: _Toc17363979][bookmark: _Toc395082004]Training

The Seller shall conduct on-site (in person) training sessions. The Seller shall provide all material and equipment as well as qualified, fluent English speaking instructors to conduct the training. Instructors shall be experienced and well versed in the proper operation and required long-term maintenance of the transformers. The training shall be specific to the Owner’s particular application.

The training session shall orient the Owner’s personnel with the various facets of the transformer so at the completion of the training session, they will be able to properly operate and maintain the transformer without assistance from the Seller.
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[bookmark: _Toc401748874][bookmark: _Toc401752610][bookmark: _Toc401834924][bookmark: _Toc401835667][bookmark: _Toc401748875][bookmark: _Toc401752611][bookmark: _Toc401834925][bookmark: _Toc401835668][bookmark: _Toc401748877][bookmark: _Toc401752613][bookmark: _Toc401834927][bookmark: _Toc401835670][bookmark: _Toc66150637]Section

6

[bookmark: _Toc395082013][bookmark: _Toc17363980]Application Description

[bookmark: _Toc66150638][bookmark: _Toc395082014][bookmark: _Toc17363981]Arrangement of equipment

The Boundary power plant is a hydroelectric generating facility with six generators, Generators 51 through 56. Reference: SCL drawing E-9524, “Boundary Operator’s Diagram Powerhouse and Switchyard (BPA)” to assist with the following description.

Generators 51 and 53 are each rated 166.3 MVA and Generators 52 and 54 are each rated 170 MVA. All four generators operate at 14.4 kV, 0.95 pf, 3Ø, 60 Hz, 120 r.p.m. Each of generators 51 through 54 is directly connected to an isolated phase bus of 15 kV, 7000A rating manufactured by Westinghouse. Each isophase bus extends from the generator terminal leads on Level 2 of the powerhouse to its associated transformer bay on Level 6 where it connects in Delta to the primary bushings of each transformer Bank 151 through 154. 

The wye-connected secondaries of each of Banks 151 through 154 are routed through air disconnect switches in the transformer bay and out via transmission lines above the powerhouse to terminate at the 230 kV ring bus in the Boundary Switchyard (BPA). The route is approximately one mile in length.

Generators 51, 52, and 54 are under contract to be rebuilt and rerated to 190 MVA with all other operating parameters remaining the same. Construction on the final generator is currently scheduled to be completed by 2023.

[bookmark: _Toc66150639][bookmark: _Toc395082015][bookmark: _Toc17363982]System Operating Conditions

The Boundary power plant generators are typically used for both base-load and peak load generation. Currently, the plant is not used as a pumping station and feasibility studies for pumped storage have not yet been conducted. The Boundary plant is generally operated in a fashion that requires several daily energizations of the transformers. Banks 151-156 secondary voltage at the Boundary Switchyard commonly ranges from 235.5 kV to 244 kV.

[bookmark: _Toc17363983]Existing Transformers

The four existing transformers were manufactured by ASEA of Sweden in the 1960’s. They are 242,000 V:14,750 V and have a kVA rating of 170,000 continuous with 55° C rise forced oil cooling. Transformer impedance at rated voltage and kVA is 12.1%. The total weight for each transformer is 321,730 pounds, untanked mass is 195,408 pounds, the tank and fittings add 77,547 pounds and the oil adds 48,775 pounds. Each transformer tank holds 6,700 gallons of oil. See Owner furnished drawings for more details. 

[bookmark: _Short_Circuit_Parameters][bookmark: _Toc66150642][bookmark: _Toc395082016][bookmark: _Toc17363984]Short Circuit Parameters

Simulated values for a 3LG fault at any of the existing Bank 151-154, 14.75 kV terminals are:

Short Circuit MVA =  1862.10

X/R Ratio =  22.3399

R0/X1 =  19614.70

X0/X1 =  1.0809

Simulated values for a 3LG fault on the existing 230 kV Boundary (BPA) switchyard bus are:

Short Circuit MVA =  7174.50

X/R Ratio =  15.7117

R0/X1 =  0.0216

X0/X1 =  0.5905

All transformers provided by the Seller as described in this Specification shall meet or exceed the requirements for short circuit characteristics in accordance with Section 7 of IEEE Std. C57.12.00-2015 and Section 9.4 of this Specification for the 13.2% impedance at nameplate rating. The transformers shall be capable of withstanding, without injury, the mechanical and thermal stress caused by short circuits on the external terminals of any winding, with rated voltage maintained in accordance with IEEE Std. C57.12.00-2015.
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[bookmark: _Toc66150647]Section

7

[bookmark: _Toc395082017][bookmark: _Toc17363985]Applicable Standards

[bookmark: _Toc66150648][bookmark: _Toc395082018][bookmark: _Toc17363986]Industry Standards

[bookmark: _Toc66150649][bookmark: _Toc395082019][bookmark: _Toc17363987]Applicability of Standards

Except where the Contract Documents include more stringent requirements, applicable construction industry standards have the same force and effect as if bound or copied directly into the Contract Documents.

[bookmark: _Toc66150650][bookmark: _Toc395082020][bookmark: _Toc17363988]Publication Dates

All requirements as set forth by these specifications must comply with the standard in effect as of the date of the Contract Documents.

[bookmark: _Toc66150651][bookmark: _Toc395082021][bookmark: _Toc17363989]Conflicting Requirements

Where compliance with two or more standards is specified, the standards may establish different or conflicting requirements for minimum quantities or quality levels. Refer requirements that are different, but apparently equal, and uncertainties to the Owner for a decision before proceeding.

[bookmark: _Toc66150652][bookmark: _Toc395082022][bookmark: _Toc17363990]Minimum Quantity or Quality Levels

The quantity or quality levels shown or specified must be the minimum provided or performed. The actual installation may comply exactly with the minimum quantity or quality specified, or it may exceed the minimum with reasonable limits. In complying with these requirements, indicated numeric values are minimum or maximum, as appropriate for the context of the requirements. Refer uncertainties to the Owner for a decision before proceeding.

[bookmark: _Toc66150653][bookmark: _Toc395082023][bookmark: _Toc17363991]Copies of Standards

Each entity engaged in construction on the Project is required to be familiar with industry standards applicable to that entity’s construction activity. Copies of applicable standards are not bound with the Contract Documents. Where copies of standards are needed for performance of a required construction activity, the Seller or designated entity shall obtain copies directly from the publication source.

[bookmark: _Toc66150654]


[bookmark: _Toc395082024][bookmark: _Toc17363992]Standards Compliance

[bookmark: _Toc395082025][bookmark: _Toc17363993]Equipment Standards

The transformers, component parts, and accessories thereof, shall be designed, manufactured, equipped, and tested in accordance with the following standards and guides.

IEEE Std. C57.12.00-2015.  IEEE Standard General Requirements for Liquid-Immersed Distribution, Power, and Regulating Transformers.

IEEE Std. C57.12.10-2010.  IEEE Standard Requirements for Liquid-Immersed Power Transformers. 

IEEE Std. C57.12.10-2010/Cor 1-2012. Corrigendum 1 – Correction to 5.1.9 Sudden Pressure Relay.

IEEE Std. C57.12.70-2011.  IEEE Standard Terminal Markings and Connections for Distribution and Power Transformers.

IEEE Std. C57.12.80-2010.  IEEE Standard Terminology for Power and Distribution Transformers.

IEEE Std. C57.12.90-2015.  IEEE Standard Test Code for Liquid-Immersed Distribution, Power, and Regulating Transformers.

IEEE Std. C57.13-2016.  IEEE Standard Requirements for Instrument Transformers.

IEEE Std. C57.19.00-2004.  IEEE Standard General Requirements and Test Procedure for Power Apparatus Bushings.

IEEE Std. C57.19.01-2017.  IEEE Standard Performance Characteristics and Dimensions for Outdoor Apparatus Bushings.

IEEE Std. C57.19.100-2012.  IEEE Guide for Application of Power Apparatus Bushings.

IEEE Std. C57.98-2011.  IEEE Guide for Transformer Impulse Tests.

IEEE Std. C57.106-2015.  IEEE Guide for Acceptance and Maintenance of Insulating Oil in Equipment.

IEEE Std. C57.113-2010  IEEE Recommended Practice for Partial Discharge Measurement in Liquid-Filled Power Transformers and Shunt Reactors.

IEEE Std. C57.116-2014.  IEEE Guide for Transformers Directly Connected to Generators.

IEEE Std. C62.11-2012.  IEEE Standard for Metal-Oxide Surge Arresters for Alternating-Current Power Circuits (>1 kV).

IEEE Std. C63.12-2015,  American National Standard Recommended Practice for Electromagnetic Compatibility Limits and Test Levels.

IEEE Std. 693-2018.  IEEE Recommended Practice for Seismic Design of Substations.

ASTM D3487-16e1.  Standard Specification for Mineral Insulating Oil Used in Electrical Apparatus.

AWS-D1.1/D1.1M-2015.  American Welding Society, Structural Welding Code – Steel

AISC Steel Construction Manual (14th edition). 

UL508-Ed. 18.  Standard for Industrial Control Equipment.



[bookmark: _Toc395082026][bookmark: _Toc17363994]
Installation and Operational Standards

The transformer shall also be capable of being installed and operated in accordance with the following Standards and Guides:

ANSI/NETA ATS-2017. Standard for Acceptance Testing Specifications for Electrical Power Equipment and Systems.

IEEE Std. C57.91-2011.  IEEE Guide for Loading Mineral-Oil-Immersed Transformers and Step-Voltage Regulators.

IEEE Std. C57.93-2007.  IEEE Guide for Installation and Maintenance of Liquid-lmmersed Power Transformers.

IEEE Std. C57.120-2017.  IEEE Guide for Loss Evaluation of Distribution and Power Transformers and Reactors

IEEE Std. C57.123-2010.  IEEE Guide for Transformer Loss Measurement

IEEE C2-2017.  2017 National Electrical Safety Code (NESC).

NFPA 70-2017.  2017 National Electrical Code (NEC)

NFPA 70E-2012.  Standard for Electrical Safety in the Workplace

Seattle City Light Work Practices and Construction Standards 0000-1999

Seattle City Light Material Standards 4000-7999

WAC Chapter 296-45.  Administrative Code of the State of Washington - Safety Standards for Electrical Workers.

WAC Chapter 296-46B.  Administrative Code of the State of Washington - Electrical Safety Standards, Administration, and Installation.

WAC Chapter 296-155.  Administrative Code of the State of Washington - Safety Standards for Construction Work.
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[bookmark: _Toc66150655][bookmark: _Toc395082027][bookmark: _Toc17363995]SYSTEM OPERATING Conditions

[bookmark: _Equipment_operating_conditions][bookmark: _Toc66150656][bookmark: _Toc395082028][bookmark: _Toc17363996]Equipment operating conditions

The equipment specified herein shall be suitable for varying duty under the following service conditions.

1.	Ambient temperature range:  -30° C to 45° C

2.	Altitude:  Less than 3,300 feet above mean sea level.

3.	Identification: Generator step-up transformers.

4.	Transformer Category: Category IV, Three phase, kVA above 30,000.

5.	Cooling Designation: Oil-immersed, forced-oil cooled (Class OFAF).

6.	Humidity:  Relatively high, requiring specific means for minimizing condensation in all compartments of the transformer.

7.	Maximum wind pressure:  15 pounds per square foot of projected area.

8.	Snow load:  100 pounds per square foot.

9.	Seismic requirement:  Moderate Performance Level in accordance with the requirements of IEEE Std. 693-2018 and Section 9.9.4.
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242 GR.Y/139.7:13.8 kV, 54/72/90 mva, 1Ø Transformers
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[bookmark: _Transformer_Requirements][bookmark: _Toc66150657][bookmark: _Toc395082029][bookmark: _Toc17363997]Transformer Requirements

[bookmark: _Toc66150658][bookmark: _Toc395082030][bookmark: _Toc17363998]Type and Rating

[bookmark: _Toc66150659][bookmark: _Toc395082031][bookmark: _Toc17363999]General

The transformer to be furnished under this specification shall be three-phase, two-winding, oil-immersed type suitable for three-phase connection and outdoor operation. The transformer shall be forced-oil cooled (Class OFAF).and shall be of a design which has an established record of satisfactory operation with the type of oil preservation to be furnished. The transformers shall incorporate the latest improvements of design and manufacture as presently employed in the United States and Internationally. The dimensions of the transformers shall not exceed the limits shown in Figure 2.

[bookmark: _Ratings_and_Electrical][bookmark: _Toc66150660][bookmark: _Toc395082032][bookmark: _Toc17364000]Ratings and Electrical Characteristics

The ratings and electrical characteristics of the transformer shall be as follows:

		1.

		Continuous rating at 65° C, Three-Phase:

		



		

		Forced-oil cooled (OFAF)

		200,000

		kVA



		2.

		Number of Phases

		Three (3)



		3.

		Frequency

		60

		Hz



		4.

		Rated voltage

		

		



		

		a.

		Low-voltage, primary winding

		14,400

		Volts



		

		b.

		High-voltage, secondary winding

		242,000

		Volts



		5.

		Low-voltage winding connections

		Delta

		



		6.

		High-voltage winding connections

		Wye

		



		7.

		Impedance, at 200,000 kVA (3Ø) base rating

		13.2% 



		

		Impedance, allowable range (±7.5% tolerance)

		12.2% to 14.2%



		8.

		Angular displacement, LV lags HV by

		30°

		



		9.

		Polarity

		Subtractive

		



		10.

		Basic impulse insulation level of the

		

		



		

		low-voltage windings, not less than

		110,000

		Volts



		11.

		Basic impulse insulation level of the

		

		



		

		neutral ends of the high-voltage, windings,

		

		



		

		not less than

		110,000

		Volts



		12.

		Basic impulse insulation level of the

		

		



		

		line ends of the high-voltage windings,

		

		



		

		not less than

		900,000

		Volts



		13.

		Taps in low-voltage windings

		None

		



		14.

		De-energized taps (full capacity)

		

		



		

		in high-voltage windings:

		

		



		

		a.

		One at 5% above normal voltage

		254,100

		Volts



		

		b.

		One at 2.5% above normal voltage

		248,050

		Volts



		

		c.

		One at normal voltage

		242,000

		Volts



		

		d.

		One at 2.5% below normal voltage

		235,950

		Volts



		

		e.

		One at 5% below normal voltage

		229,900

		Volts







[bookmark: _Thermal_Design][bookmark: _Toc66150661][bookmark: _Toc395082033][bookmark: _Toc17364001]Thermal Design

The temperature rises above ambient temperature of each transformer or parts thereof, when tested in accordance with its ratings, shall not exceed the limits of observable temperature rise for oil-immersed apparatus as stated in paragraph 5.11 of IEEE Standard C57.12.00-2015. The top oil temperature rise by resistance shall not exceed 65° C, and the hottest-spot winding temperature rise shall not exceed 80° C on the tap connections that give the highest losses at rated kVA.

[bookmark: _Insulation_Class_and][bookmark: _Toc66150662][bookmark: _Toc395082034][bookmark: _Toc17364002]Insulation Class and Impulse Levels

The Full Wave BIL (basic impulse level) of the 242 kV windings shall be not less than 900 kV at the line end and shall be not less than 110 kV (15 kV class) at the neutral end. The high voltage neutral bushing (H0) shall have an impulse rating not less than 150 kV (25 kV class).

The BIL (basic impulse level) of the 14.4 kV windings shall be 110 kV (15 kV class) throughout.

The transformers shall be designed to be capable of withstanding IEEE Standard dielectric tests, as specified in Section 10.1.8, corresponding to the specified winding insulating levels.

[bookmark: _Impedances][bookmark: _Toc66150663][bookmark: _Toc395082035][bookmark: _Toc17364003]Impedances

The percent impedance of each single phase transformer as described in this Specification shall be measured at the forced-cooled (OFAF) rating of 200,000 kVA at 14.4 kV (D): 242 kV (Y). The impedance value under these conditions shall be 13.2%.

The interwinding impedance values shall be such as to limit fault current in the 14.4 kV and 242 kV windings in accordance with the short-circuit capability requirements of Section 6.3 and of Section 9.7, Windings.

While the transformers described in this Specification will not initially be connected for parallel operation, the Owner reserves the option for future parallel operation and interchangeability. Therefore, the impedance between all transformers provided under this Specification shall not vary more than 7.5 percent from one to the other.

[bookmark: _Toc66150664][bookmark: _Toc395082036][bookmark: _Toc17364004]Overload Capacity

[bookmark: _Toc395082037][bookmark: _Toc17364005]Loading

No design or construction detail of the transformer, including the capability of the bushings or appurtenances shall limit the overload capacity of the transformer or the capacity at reduced ambient temperature in accordance with IEEE Std. C57.91-2011, “IEEE Guide for Loading Mineral-Oil-Immersed Transformers and Step-Voltage Regulators.”

The transformer and all its components shall have the thermal capability for normal life expectancy loading, planned loading beyond nameplate, and long-time emergency loading when operating under all respective conditions and limitations set forth in Section 9 of IEEE Std. C57.91-2011.

The following data shall be supplied in the Certified Test Report (Section 3.5.3) from load tests on the completed transformers. This data is defined throughout Section 7 of IEEE Std. C57.91-2011.

H,R  = winding hottest-spot rise over top-oil temperature at rated load on the tap position to be studied, °C

TO,R = 	oil time constant at rated load beginning with initial top-oil temperature rise of 0°C

C  =  	thermal capacity of the transformer, W-h/°C

TO,R  =  top-oil rise over ambient temperature at rated load, °C

R  = 	ratio of load loss at rated load to no-load loss on the tap position to be studied

[bookmark: _Toc66150665][bookmark: _Toc395082038][bookmark: _Toc17364006]Overexcitation

The transformers shall be capable of no-load operation at 110% of rated voltage and full IEEE-designated overload at 105% of rated voltage.

[bookmark: _Core][bookmark: _Toc66150666][bookmark: _Toc395082039][bookmark: _Toc17364007]Core

The transformer core shall be constructed of high quality, non-aging, cold-rolled, grain-oriented, stress-free, thin silicon steel or amorphous metal laminations having high permeability and low hysteresis loss. The steel shall be chemically and thermally treated to supply surface insulation unaffected by mineral oil and to minimize the core losses. The steel shall be properly annealed and shall have smooth surfaces at its edges. The core shall be capable of not being overexcited during load rejection of the generator. The load rejection of the generator can increase generator output voltage to 110% of nominal voltage. The core shall be designed to minimize the flux density at 110% of nominal voltage.

The core shall be carefully assembled and rigidly clamped and blocked to ensure adequate mechanical strength to support the windings, to prevent shifting of the laminations during shipment, and to reduce vibration to an absolute minimum under operating conditions. Core joints shall be mitered and utilize multiple-step lap construction with added cooling ducts utilizing outer lamination splits as deemed necessary.

Core ground connection shall be external, furnished by means of an insulated cable brought up to a suitable bushing on the tank cover or near the top of the tank wall with a removable strap located between the bushing terminal and the tank and accessible from the cover without lowering the oil. The bushing shall be rated not less than 30 kV BIL, shall be located and labeled to avoid confusion with other bushings. The bushing shall be protected with a removable, weatherproof metal cover. The transformer shall be shipped with this bushing and strap installed.

The transformer and accessories shall be designed and assembled in such a manner that they are free from undue or harmful vibration or any vibration that will cause avoidable noise. See Section 9.8 for audible noise limitations.


[image: ]


Figure 2. Transformer Physical Arrangement







[bookmark: _windings][bookmark: _Toc66150667][bookmark: _Toc395082040][bookmark: _Toc17364008]Windings

The windings of each transformer shall be made of such materials and assembled in a manner best suited for the particular application. The winding conductors shall be copper and of circular design. The design of the windings shall be such that the voltage between physically adjacent and touching turns will not exceed 1,000 volts. Proper consideration shall be given to all factors of service, such as high dielectric and mechanical strength of insulation, coil characteristics, and minimum restrictions to free circulation of oil. Coils shall be made up, shaped, and braced to provide for expansion, contraction, and shrinkage due to temperature changes and aging in service in order to avoid abrasion of insulation, and to provide resistance to movement and distortion caused by abnormal operating conditions. Adequate barriers shall be provided between windings and core and between high-voltage and low-voltage windings. End coils shall have additional protection against normal line disturbances. The entire design, construction, and treatment of the windings and their assembly on the core shall embody the latest improvement in the art and conform to best modern practice. 

The transformers shall be capable of withstanding without damage, for a period of two seconds, the mechanical and thermal stresses caused by short circuits on the terminals of any winding or windings, with rated voltage maintained across the terminals of all other windings intended for connection to sources of energy. Winding base currents shall be as defined in IEEE Std. C57.12.00-2015.

[bookmark: _Audible_sound_level][bookmark: _Toc66150668][bookmark: _Toc395082041][bookmark: _Toc17364009]Audible sound level

Sound level measurements shall be taken at the factory with the transformer energized at rated voltage and frequency (60 Hz) at no-load. All oil pumps and motors shall be in operation as appropriate for rated transformer loading and the measurements shall be taken with the de-energized tap changer on the principal tap and in accordance with the conditions outlined in Section 13 of IEEE Std.C57.12.90-2015. Audible sound level shall not exceed seventy-six (76) decibels (A-weighted) under these conditions.

[bookmark: _Toc66150669][bookmark: _Toc395082042][bookmark: _Toc17364010]Distinctive Features of the Transformers

The transformers to be furnished shall be provided with, but not necessarily be limited to, features normally associated with generator step-up-type power transformers furnished in accordance with the noted Standards, and shall include the distinctive features noted herein.

[bookmark: _Size_and_Appearance][bookmark: _Toc66150670][bookmark: _Toc395082043][bookmark: _Toc17364011]Size and Appearance

It is desired that the transformer exhibit a low silhouette and noise level and that the accessories and appurtenances on the tanks be arranged as indicated in Figure 2. The secondary (HV), and neutral (H0) bushings shall be mounted on the top tank cover. The primary (XV) bushings shall be mounted on the upper tank side exactly as shown for direct connection to the plant isolated phase bus. Phasing shall be as shown in Figure 2 for the 3Ø Delta-Wye (YNd1) connection arrangement.

[bookmark: _Toc66150671]In keeping with the importance of physical size and appearance, designs for attainment of the required operating sound level, as defined in Section 9.8, shall not make use of either a separate, free-standing sound enclosure or attachment, such as sound-absorbing sheets, curtains, baffles, blankets, or any other external device that is not a basic part of the main tank structure.

[bookmark: _Interchangeability][bookmark: _Toc395082044][bookmark: _Toc17364012]Interchangeability

The size, shape, and orientation of the transformer described in this Specification must be designed to occupy the space of the existing three phase generator step-up transformers at Boundary Powerhouse. The Seller shall provide the equipment subject to the dimensional limitations shown in Specification drawing SK-190810. Additionally, the Seller shall utilize the dimensional information contained in the Specification Drawings to:

1. Locate the primary transformer bushing terminals so as to connect directly with the isophase bus terminals and powerhouse structure. See Figure 3 and Specification drawing SK-190811 for details.

2. Ensure the transformer and its appurtenances can be installed, operated, and maintained inside the transformer service bay without restriction via electrical clearances or personnel access and egress.

All transformers supplied by the Seller under this Specification shall be designed and manufactured to strict operational and dimensional tolerances so that all the transformers are considered identical and may be installed into any Boundary Powerhouse Bank 151-154 transformer bay without modification to the transformer, its appurtenances, or any other equipment associated with the transformer installation, operation, and maintenance.

[image: ]

[bookmark: _Toc68531016]Figure 3. Transformer Primary Bushing Terminal to Isophase Bus Mounting Flanges (See Also SK-190811).

[bookmark: _Toc66150672][bookmark: _Toc395082045][bookmark: _Toc17364013]Standardization

All transformers supplied in accordance with this Specification shall contain like materials throughout. All parts, equipment, and accessories of the transformers shall be consistent by part number, style, and option, and indistinguishable from one transformer to the next.

[bookmark: _Seismic_Requirements][bookmark: _Toc66150673][bookmark: _Toc395082046][bookmark: _Toc17364014]Seismic Requirements

The transformers shall comply with the requirements of IEEE Std. 693 moderate seismic qualification level in addition to requirements of this section. The more severe requirement shall govern the design.

The performance objective for this equipment is to be designed, fabricated and installed such that there is neither structural damage nor loss of function immediately after an earthquake when subjected to design seismic loads occurring with dead and normal operational loads.

Seismic Qualification of Tank and Tank Appendages

The seismic qualification procedure for the tank and tank appendages shall be according to the Static Analysis requirements of IEEE Std. 693 Annex A.1.3.1. Members, plates and connections shall be designed in accordance with the AISC Steel Construction Manual-14th Edition.

The tank and tank components shall be designed for earthquake loading in both the vertical and horizontal directions located at the center of gravity (CG). These forces shall be combined in order to produce the worst case loading for each component, attachment and connection. The load combinations for determining overturning demand shall be based on the operating weight ‘D’ and shall be as follows:

1. (1+0.4)*D (down vertical) +/- 0.5*D (horizontal) x height (base to CG)

2. (1-0.4)*D (uplift vertical) +/- 0.5*D (horizontal) x height (base to CG)

Appendages such as coolers, surge arresters, control cabinets, etc. shall be analyzed using the same horizontal values multiplied by three (3). Base of appendage shall be considered as point of lowest connection. Deflection of appendage bracing and supports under gravity and/or earthquake loading shall be limited to L/500 under seismic loading.

Calculations and free-body diagrams shall be provided per Sections D.4.2 and A.1.3.1 of IEEE Std. 693, clearly indicating earthquake loads on components, attachments, and connections. Connecting elements transferring loads to the foundation shall be designed using the same values multiplied by two (2). If bushing turrets are used, turrets shall be stiffened to prevent rotation by elements other than the transformer lid.

Seismic Qualification of Bushings, Surge Arrestors and Current Transformers

The seismic qualification of transformer bushings shall be by Static Pull Test, as indicated in IEEE Std. 693 Annex A.1.2.4. The seismic qualification test report for all bushings shall be included in the Seismic Analysis Report provided by the transformer supplier.

The seismic qualification of current transformers shall be by Dynamic Analysis as indicated in IEEE Std. 693 Annex A.1.3.3. The seismic qualification test report for current transformer shall be included in the Seismic Analysis Report provided by the transformer supplier.

The seismic qualification of surge arresters shall be in accordance with the requirements of IEEE Std. 693 Annex K, except with loading modified per this section. The seismic qualification test report for surge arrestor shall be included in the Seismic Analysis Report provided by the transformer supplier.

Acceptance Criteria

The qualifications will be considered acceptable upon review of all Seismic Qualification Test Reports and –and the Seismic Analysis Report provided that the requirements given in IEEE Std. 693 Section D.5.1 and D.5.2 are satisfied.

[bookmark: _Submittals]Submittals

A Qualification Report (Seismic Test and/ or Analysis Report) conforming with IEEE Std. 693 (Section A.6 and Annex S for analysis and Section A.5 Annex T for test). shall be signed by a qualified specialist and submitted for review by the Owner’s engineer as shown below. The report (using English units) is to include: tests, test plan and results, calculations, seismic outline drawing, charts, and all records required in this Specification.



		SUBMITTAL

		NUMBER OF COPIES

		FORMAT

		DUE DATE



		Statement of Responsibility for Seismic Conformance to Specifications

		1 set

		Electronic

		At time of bid 



		Seismic Analysis Report for transformer and appendages



		1 set

		Paper and electronic

		90 days after award of contract 



		Bushing Seismic Qualification Test Report

		1 set

		Paper and electronic

		60 days after award of contract



		Surge Arrester Seismic Qualification Test Report 

		1 Set

		Paper and electronic

		60 days after award of contract



		Current Transformer Qualification Test Report

		1-Set

		Paper and electronic

		60 days after award of contract







Statement of Responsibility

As part of the Bid submittal the Seller shall submit a written statement of responsibility to the Owner. The statement of responsibility shall contain the following:

· Acknowledgement of awareness of the special requirements contained in this seismic specification.

· Acknowledgement that control will be exercised to obtain conformance with the requirements of this specification section.

· Provide references of at least three (3) transformer projects in recent history where design and testing conformed to the requirements of IEEE Std. 693. 

· Identification and qualifications of the person(s) who will be performing testing and analysis as required in this Specification.

[bookmark: _Toc66150674][bookmark: _Toc395082047][bookmark: _Toc17364015]Factors of Safety

All structural steel shall be designed and fabricated in accordance with the most recent edition of the Manual of Steel Construction by the American Institute of Steel Constructions.

The rated strength of the porcelain elements shall not be less than three (3) times the working stress. No increase in the working stress of the porcelain element shall be allowed for seismic loading acting alone or in combination with the design dead and live loads.

[bookmark: _Toc66150675][bookmark: _Toc395082048][bookmark: _Toc17364016]Tanks

[bookmark: _Toc66150676][bookmark: _Toc395082049]Construction

Each transformer shall be constructed per IEEE Std. C57.12.10-2010. They shall be provided with a steel tank of substantial construction, reinforced with fully enclosed sidewall braces with all seams and joints continuously welded on flat surfaces. The tanks shall be oil tight, provided with oil tight covers, and tested to guarantee them free from oil leaks. The joints between the tank and cover, unless the design is such that the cover and top section of the tank are integral, and the joints between sections of the tank, shall be provided with suitable flanges, sufficient properly-spaced bolts, and gaskets/O-rings so that the assembly will be oil tight. The tank cover and tank external features shall be sloped and designed to prevent water collection. Doming the cover by flexing and welding it to the main tank or other means that pre-stress the tank cover will not be allowed. Tank seam welds shall fully penetrate the inside of the tank. The main tank cover shall be constructed in such a way that the cover may be removed and reassembled without damage to the windings. O-rings between metal surfaces shall be set in grooves or held in position by retainers so arranged that all parts are metal to metal. The O-rings shall be made of resilient material such as nitrile rubber which will not deteriorate under the action of hot oil and will remain oil tight. 

At the option of the Seller, the joint between the tank and cover or between tank sections may be welded, provided that the design of the joint is such as to prevent weld spatter from entering the inside of the tank. Submit for approval full information covering details of proposed welded joints together with details covering the method of removing the welded joints and rewelding in the field. Also furnish details of gaskets and O-rings proposed to be furnished.

[bookmark: _Manholes][bookmark: _Toc66150677][bookmark: _Toc395082050]Manholes

Each tank shall be provided with one or more manholes or handholes as appropriate in the tank cover and walls to permit unhindered access to inspect, repair, or remove current transformers, tap-changer components, winding connections, and other devices that may require routine or emergency maintenance. Manholes shall be not less than 20 inches x 20 inches or 20 inches in diameter to allow free entry. Handholes should be not less than 12 inches x 24 inches or 16 inches in diameter. All manholes, handholes and bushing openings shall be gasketed (O-ring) and have a flange to prevent water from entering the openings when individual covers are removed. At least one manhole shall be provided on the tank so as to allow access to the interior without lowering the oil below the top of the core.

[bookmark: _Toc66150678][bookmark: _Toc395082051]Guides

Suitable guides shall be provided for guiding the cores and windings as they are being removed from or lowered into the tank or for guiding the top section of the tank as it is removed or lowered over the core and coils.

[bookmark: _Toc66150679][bookmark: _Toc395082052]Pressure and Vacuum

The transformer tanks and any attached compartment that is subjected to operating pressures shall be designed and constructed to withstand, without leakage or permanent deformation, an internal pressure not less than 20 psig. Also, the transformer tank shall be designed and constructed to withstand full vacuum for vacuum filling and drying of the transformer in the field. All tanks, covers, valves, fittings, and piping affected by vacuum filling shall be of correct design and fit so that full vacuum filling can be achieved without sustaining damage or permanent deformation.

[bookmark: _Provision_for_Fall][bookmark: _Toc66150680][bookmark: _Toc395082053]Provision for Fall Protection

The Seller shall provide a portable fall arrest system on top of each transformer. The fall arrest system shall consist of Part Numbers 8510816 (weld-on plate) and 8516691 (DBI-SALA Advanced Portable Fall Arrest Post) by Capital Safety, 800-328-6146, www.capitalsafety.com or an approved equal from Miller Fall Protection, 800-873-5242, www.millerfallprotection.com. Two (2) fall arrest base plates shall be welded on top of each transformer tank with a ¼-inch fillet weld (all around).

The Seller shall demonstrate how the portable fall arrest system ensures personnel safety per OSHA requirements while working atop the transformer and performing cleaning and maintenance of the high voltage bushings.

Personnel Access Ladder

The Seller shall provide a means for accessing the top of the main tank of the transformer while deengergized. A steel ladder fixed to the transformer tank, without cages and wells, and compliant with OSHA Title 29 CFR Part 1910.23 shall be supplied with each transformer.

[bookmark: _Toc66150681][bookmark: _Toc395082054][bookmark: _Toc17364017]Transformer Base

The bases of the transformers shall be manufactured to meet the requirements of IEEE Std. C57.12.10-2010. Each transformer shall be provided with a structural steel supporting base designed for rolling and/or skidding in a direction parallel to either center line when completely assembled and full of oil. Suitable pulling eyes shall be provided for the purpose.

In addition, the transformer base shall consist of steel beams that will equalize the load and provide permanent support to the tank when the transformer is in its service position. The beams shall be oriented and positioned so they align directly with the existing transformer leveling channels and be provisioned for fastening directly to the channels via welding or bolting. See specification drawings MC-392, D-23990, and D-23991 for dimensions.

Base design shall include the seismic requirements of Section 9.9.4.

[bookmark: _Toc66150682][bookmark: _Toc395082056][bookmark: _Toc17364018]Provisions For Handling

[bookmark: _Toc66150683][bookmark: _Toc395082057]Lifting Hooks, Eyes, and Bosses

Each transformer shall be equipped with suitable lifting hooks on the tank, lifting eyes on the cover, and jack ports, bosses, or lugs to permit raising the complete transformer filled with oil. The jacking bosses or lugs shall have a factor of safety of five (5.0) to allow for possible unequal jacking forces. All mounting bosses shall be welded on the inside of the tank as well as on the outside to prevent creation of areas for entrapment of foreign debris.

[bookmark: _Toc66150684][bookmark: _Toc395082058]Center of Gravity

Each transformer shall be so designed that the center of gravity, with or without oil as normally prepared for shipment, will not fall outside the base support members for a tilt of the base of fifteen (15) degrees from the horizontal.

[bookmark: _Toc66150685][bookmark: _Toc395082059][bookmark: _Toc17364019]Bushings

[bookmark: _Toc66150686][bookmark: _Toc395082060]General

Each transformer shall have three (3) low-voltage (primary), three (3) high-voltage (secondary), and one (1) secondary neutral lead brought out from the tank through bushings and designed for connection for three phase (3Ø) operation. All bushings shall be manufactured and tested in accordance with IEEE C57.19.00-2004 and IEEE Std. C57.19.01-2017. They shall be capable of withstanding the standard tests for their respective insulation classes as specified in the IEEE Standards for apparatus bushings. Color shall be gray. All bushings of the same voltage and current rating shall be interchangeable. All bushings shall be so designed that there will be no stressing of any parts due to temperature changes and adequate means shall be provided to accommodate conductor expansion. All bushings shall be gas tight and oil tight and shall seal gas tight and oil tight on the transformer tank. All bushings shall be of recent manufacture by ABB Inc, Alamo, TN USA, be of a type and style under current production at the manufacturer, and be designed for outdoor service.

Access ports shall be provided on the transformer tank for attaching winding leads to all bushings and shall be located, as practical, on the transformer tank above the core of the transformer. The access port shall be adjacent to the bushing leads for ease of connecting and removing the bushing connections (see also Section 9.9.6.2). The access ports shall be oriented and sized so the winding leads can be attached to the bushings without personnel entry into the transformer tank.

Bushing seismic qualification design shall be as required in Section 9.9.4.

[bookmark: _Toc66150687][bookmark: _Toc395082061]Primary Bushings

The low voltage primary winding bushings connected to the 14.4 kV source terminals shall be located on the side of the transformer tank as indicated in Figure 2 and positioned exactly as shown on Specification drawing SK-190811 in order to connect directly to the isophase generator bus terminals.

The primary bushings shall be ABB Type “T” bushings, Style No. 025T1200JN, Catalog No. W15B714BB and approved for mounting 90 degrees from vertical. The specified bushings are bottom connected, 25 kV-class, rated at 12,000 continuous amperes and have a minimum BIL of 150 kV.

[bookmark: _Secondary_Bushings][bookmark: _Toc66150688][bookmark: _Toc395082062]Secondary Bushings

The high voltage secondary winding bushings connected to the 242 kV line terminals shall be mounted on top of the transformer tank as indicated in Figure 2. The secondary bushings shall be of the condenser type, PCB free, oil-impregnated, oil-filled and shall be provided with a suitable oil level gauge or indicator, oil drain, and a power factor test tap. All secondary bushings shall be draw-lead connected, current-rated for 800 amperes continuous duty, rated not less than the 196 kV voltage class, and 900 kV BIL. All Secondary bushings shall be ABB Type “O Plus C” bushings, Style No. 196W0800XA, Catalog No. W11B430BB, be approved for mounting 0-20 degrees from vertical. and manufactured in accordance with IEEE C57.19.01-2017.

All secondary bushings shall be provided with power factor test terminals rated not less than 1200 amperes with a NEMA 4-hole flat pad terminal at the top and threaded connector at bottom of the test terminal. Test terminals shall be PCORE Type 3, Catalog No. 63042-70.

[bookmark: _Toc66150689][bookmark: _Toc395082063]Secondary Neutral Bushings

The secondary neutral lead shall be brought up from inside the transformer case and brought out through a bushing mounted on top of the transformer tank as indicated in Figure 2 for grounding outside the tank.

The secondary neutral (H0) bushing shall be 25 kV class, 150 kV BIL minimum. The H0 bushing shall be ABB Type “O Plus C” bushings, Style No. 025W0412AT, Catalog No. W7B522BB, and be approved for mounting 0-60 degrees from vertical.

A copper ground bus rated for 1200 Amps shall be connected to the secondary neutral bushing and run to a ground pad at the base of the transformer tank.

Bushing Access

All transformer winding connections to external bushings shall be accessible through handholes or manholes as described in Section 9.9.6.2. The draw leads and winding terminals shall be positioned to allow for easy connection and fastening to the bushing terminals during installation. No personnel entry into the main tank shall be necessary to make bushing connections.

[bookmark: _Toc17364020]High Voltage Bushing Turrets

Due to the dimensional constraints of the transformer bays, the Seller shall endeavor to minimize the secondary bushing turret height that extends above the transformer main tank. Overall transformer height while in the operation must meet the dimensional requirements of Specification drawing SK-190810 which includes the height of bushing test terminals installed on each secondary bushing. Minimal bushing turret height allows for easier bushing installation and the ability to safely perform maintenance and testing functions (see also Section 9.9.6.5).

[bookmark: _Potential_Devices_(PD’s)][bookmark: _Toc66150690][bookmark: _Toc395082064][bookmark: _Toc17364021]Current Transformers (CT’s)

[bookmark: _Toc66150691][bookmark: _Toc395082065]Primary Bushing CT’s

One 10,000:5 ampere bushing-type current transformer shall be mounted on each of the 14.4 kV line bushings and shall be wired to shorting-type terminal blocks in the control cabinet. CT’s of all primary bushings on the transformer shall be wired for primary Delta operation. These current transformers shall have dual accuracy class of 0.3 B1.8 metering and C800 relay, be designed and manufactured in accordance with IEEE Std. C57.13-2016, and have a continuous thermal current rating factor (RF) of 1.5 at the applicable ambient temperature defined by Table B.1 of the Standard. The polarity of the CT’s shall be such that the X1 terminal of the CT secondary is coupled of the 14.4 kV primary bushing. Once the transformer is installed and primary windings are connected to the isolated phase bus in a delta configuration, the primary CT’s shall be wired to provide primary line current to external relaying and metering devices.

[bookmark: _Toc66150692][bookmark: _Toc395082066]Secondary Bushing CT’s

Three (3) 800:5 ampere multi-ratio bushing-type current transformers shall be mounted on each of the 242 kV line bushings and two (2) on the neutral bushing and shall be wired to shorting-type terminal blocks in the control cabinet. These current transformers shall have a relay accuracy class of C800, be designed and manufactured in accordance with IEEE Std. C57.13-2016, and have a continuous thermal current rating factor (RF) of 1.5 at the applicable ambient temperature defined by Table B.1 of the Standard. The polarity of the CT’s shall be such that the X1 terminal of the CT secondary is coupled to the 242 kV secondary bushing. Once the transformer is installed and the secondary windings are connected in a wye configuration, the secondary CT’s shall be wired to external relaying and metering devices.

Current transformers seismic qualification design shall be as required in Section 9.9.4.

[bookmark: _Terminal_Connectors][bookmark: _Toc66150694][bookmark: _Toc395082067][bookmark: _Toc17364022]Terminal Connectors

The terminal stud of each 14.4 kV terminal shall be copper, rated for up to 10,000-A continuous current, and provided with an approved flexible-type connector with alignment guide for connecting the terminal stud to the isolated phase bus conductors inside the bushing housing as indicated on the Specification drawings. High voltage neutral terminal studs of each bushing rated 25 kV shall be provided with an approved clamp-type connector with NEMA 4-hole flat pad. The 242 kV bushing terminals shall be connected directly to the test terminal described in Section 9.9.9.3. The NEMA 4-hole pad of each test terminal shall be connected to a 2” IPS-to-flat terminal pad. All contact surfaces of external terminals shall be silver-plated, using pure silver free of copper.

[bookmark: _Toc66150695][bookmark: _Toc395082068][bookmark: _Toc17364023]Grounding

One grounding pad shall be welded to each of the four sides of the tank wall, on or near the base. These four pads shall be copper faced or stainless steel, NEMA Standard drilled and tapped, and provided with clamp-type connectors for 500-750-kCM bare stranded copper ground conductors and shall meet the requirements of Section 5.5 of IEEE Std. C57.12.10-2010.

In addition, a solid-copper ground bar shall be installed at each ground pad for connection of surge arresters and high voltage neutral bushing grounds.

[bookmark: _Toc66150696][bookmark: _Toc395082069][bookmark: _Toc17364024]Surge Arresters

[bookmark: _Toc66150697]The 242 kV windings shall be protected by gray polymer, 192 kV, metal-oxide varistor (MOV), station-type surge arresters. The arresters shall have an energy capability of not less than 7.0-kJ/kV arrester rating and shall have a pressure relief capability such that failed arresters will withstand fault current of 65,000 amperes or greater without violent disintegration. All arresters shall be designed, manufactured, and certified for operation in accordance with IEEE Std. C62.11-2012. The arresters shall be of the following style or an approved equal:

ABB - “PEXLIM”

General Electric – “TRANQUELL”

Discharge counters shall be provided for each 192 kV arrester. The counters shall have a five-digit cyclometer dial and will register impulse discharges through the arrester of an amplitude of 40 amperes or greater. The counter shall be capable of five registrations per second and operate without any external power source. 

Insulating bases shall be provided for insulating the arresters. Connections from the arresters to the surge counters and the counters-to-ground shall be provided via 250 kcmil copper cable or equivalent solid-copper conductor and be fastened securely to, but insulated from the transformer tank. A solid-copper conducting path to ground shall be provided; the transformer tank shall not be used as a path to ground.

Surge arrester seismic qualification shall be as specified in Section 9.9.4.

[bookmark: _Toc17364025]De-Energized Tap Changer (No-load Taps)

Each transformer shall be equipped with an external manually-operated tap changer for changing connections to the taps in the high-voltage windings. Taps will be changed only when the transformer is de-energized. The tap changer control shall be mounted on the side of the transformer tank at a convenient height for operation from the floor on which the transformer is mounted, and shall include an operating handwheel, indicating pointer and dial, and means for locking the tap changer in any desired tap position. The tap changer position-indicating plate shall be marked with letters or Arabic numerals in sequence. The letter “A” or the Arabic numeral “1” shall be assigned to the voltage rating, providing the maximum ratio of transformation. A hole with a minimum diameter of 3/8” shall be provided for a padlock. The operating handwheel, if removable, shall be mechanically interlocked with the tap mechanism to prevent its removal when the mechanism is not in a completed tap position. Transmission of motion from operating the handwheel shaft to taps shall be by interaction of rigid members. The complete tap changing mechanism shall be built with high electrical, mechanical, and thermal safety factors, and the contacts shall be capable of withstanding the full short-circuit current of the transformer without damage. The tap changing mechanism shall render it impossible to leave a winding open or short-circuited when the operating wheel is placed in a locked position.

The Seller shall provide non-ferrous padlocks with duplicate keys for the local tap-changer mechanism or kiosk to prevent all unauthorized access and operation.

[bookmark: _Toc17364026]Fire Detection System

Each transformer shall be supplied with means for detecting the presence of heat and/or fire condition. Each transformer shall have eight (qty. 8) heat sensors spaced evenly around the top of each transformer (Fenwal DETECT-A-FIRE or approved equal). Heat sensors shall have normally-open (NO) contacts and activate at 225° F. The heat sensors shall be located so as to not interfere with typical transformer operation and maintenance activities, be connected together in a parallel circuit, terminate on terminal blocks inside the control cabinet, and be wired as an input to the transformer control system. An additional pair of empty terminal blocks adjacent to the heat sensor terminations shall be provided for Owner use. Wireway between heat sensors and to the control cabinet shall be fastened securely to the transformer and adequately protect the wiring from physical damage and the elements. See Section 9.9.18.1 for additional wireway requirements.

[bookmark: _Toc66150698][bookmark: _Toc395082071][bookmark: _Toc17364027]Service and Control Power

[bookmark: _Toc66150699][bookmark: _Toc395082072]AC Power

The AC power supply for cooling system pump motors will be 480 volts, 3-phase, 60 Hz provided by the Owner. All equipment and devices except the cooling system (such as utility outlets and compartment lighting) furnished with the transformer shall be supplied from a single phase transformer sized appropriate for the load, but rated minimum 3 kVA, 480:120/240V, 60 Hz mounted inside or near the control cabinet (Section 9.9.18). Compartment heaters shall be 120 or 240 volts, single phase, 60 Hz.

[bookmark: _Toc66150700][bookmark: _Toc395082073]DC Power

The DC control power for energizing control devices and critical electronic components will be supplied from a 125-volt station battery to be furnished by the Owner. All alarm circuits operate at 125-volts DC. The DC power system is designed for non-grounded operation and, therefore, all control and alarm devices furnished with the transformer shall be compatible with such a DC system.

[bookmark: _Control_Cabinet][bookmark: _Toc395082074][bookmark: _Toc66150701]
Figure 4.  Control System Block Diagram



[bookmark: _Control_Cabinet_1][bookmark: _Toc17364028]Control Cabinet

[bookmark: _General]General

Each transformer shall be provided with a control and terminals cabinet mounted in a readily accessible location as shown in Figure 2. The cabinet shall have a rugged, weatherproof, outdoor construction, doors with non-corrosive hinges, padlock facilities, pocket for drawings, and a removable plate in the bottom for incoming wiring which will facilitate easy disconnection of external conduit and wiring for moving the transformer. Each cabinet shall include an internal swing panel for mounting transformer control equipment with visual status indication. All leads from the transformer devices and accessories listed below shall be run, wherever possible, in galvanized rigid metal conduit and connected to terminal blocks in the cabinet. All conduit shall be supplied with watertight fittings and all runs installed by the Seller shall be terminated at devices or connection boxes and at the terminal cabinet in tapped holes having not less than three-inch (3”) pipe threads, or in standard pipe-threaded couplings or nipples integral with or welded to the device or cabinet. Other conduit connections shall be made with cast metal boxes and outlet fittings having threaded outlets and gasketed covers. No running threads on conduit and no electric metallic conduit will be permitted. All conduit, boxes, fittings, and connections shall be Listed by Underwriters Laboratories (UL), fully watertight, and thus capable of withstanding prolonged discharge from the fire suppression system without moisture ingress. No weep holes in any raceway device will be allowed.

All raceways shall be made of galvanized rigid metal conduit having a fill of not more than the recommended fill tables in the National Electric Code. All flexible conduits, if required, shall be LiquidTight metal conduit, and flexible conduits will be allowed only on conduit sizes of 1” or less, with a maximum run of 3-feet. All flexible conduits, piping or other systems which are exposed and could be damaged will be protected by a substantial cover.

Internal Accessories

One 120-volt, light-emitting diode (LED) lighting fixture providing a minimum of 1600 lumens, wiring, and a door-operated switch shall be provided in each terminal cabinet for illumination. The lamps shall be placed or shielded so that direct light will be thrown on the control panel only. A 120-Volts-AC, 3-wire, 15/20-ampere, duplex grounding type receptacle, NEMA 5-15R, shall be provided in each cabinet. A 120-Volts or 240-Volts thermostatically controlled electric space heater of adequate rating shall be provided in each cabinet to prevent condensation when the outside temperature is as low as -30°C. 

Serviceability

[bookmark: _Toc395082075]All parts and equipment in the control cabinet and other positions supporting the transformer shall be readily available from local (U.S.A.) suppliers. Whenever possible, NEMA standard fans, motors, and related devices shall be included so that replacements can be locally sourced by the Owner. For compatibility with on-site spares, preferred manufacturers of control cabinet equipment are ABB, Allen-Bradley, Phoenix Contact, Schneider/Square D, and Schweitzer Engineering Labs (SEL). Other manufacturers must be shown to be equivalent and approved by the Owner.




[image: ]
Figure 4. Control System Block Diagram.

[bookmark: _Toc17364029]Control System Equipment

Each transformer shall include an integrated control and protection package, configured as shown in Figure 4.

Circuit Control and Protection

All control equipment shall consist of air circuit breakers and contactors, as required. Contactors shall be NEMA Size 1 or larger. Selector switches and auxiliary relays, if required, shall be of the industrial type with contacts rated to carry 10 amperes minimum continuously at 240-Volts AC. Additional circuit breakers for branch circuit protection of oil pump and fan circuits shall be provided as required. All air circuit breakers shall be molded case type of proper voltage and current rating, but not less than 20 amperes, conforming to NEMA Pub. No. AB 1. All circuit devices used as a disconnecting means must include provision for padlocking in the open position for the purposes of Lockout-Tagout (LOTO) in accordance with National Electrical Code (NEC) 110.25.

In both AC and DC circuits, no fuses shall be used in place of molded case circuit breakers. Only in places where a molded case circuit breaker cannot replace a fuse due to system requirements will fused protection be accepted.

All equipment provided in this section shall be manufactured by Allen-Bradley, Square D, or other approved manufacturer.

[bookmark: _Resistance_Temperature_Devices][bookmark: _Toc395082076]Resistance Temperature Devices (RTD’s)

Each transformer shall be equipped with RTD’s for measuring ambient temperature, transformer top oil temperature, and winding hot spot temperature. All RTD’s shall be minimum 100 ohms platinum with three lead, shielded cable. For best lead-resistance compensation, all three leads shall be the same length and wire gauge with a maximum lead resistance of 25 ohms. Operating range shall be -40°C to 200°C.

The ambient temperature RTD shall be mounted in a protected housing, external to the transformer, and in a location suitable for providing ambient temperature data, i.e., unaffected by transformer operating temperatures.

Top oil and winding hot spot temperature RTDs shall be provided with thermowells of brass or stainless steel. Thermowells shall be as described in Section 6.4, “Thermometer wells,” of IEEE Std. C57.12.00.2010. Thermowells shall be mounted to dedicated flanges on the transformer main tank located just below minimum tank oil level where they will be exposed to a constant flow of oil. A top oil temperature RTD for measuring the hottest oil shall be installed on each transformer and winding hottest spot temperature shall be simulated by the heated thermowell, i.e. “thermal plate” method. The thermowell heater shall be sourced from a dedicated current transformer and RTD resistance measured at the heated thermowell to determine winding hottest spot. Data obtained from the Temperature Rise Test (Section 10.1.9) shall be used to adjust the winding hottest spot temperature time constant to match as closely as possible to the time constant of the windings.

[bookmark: _Transformer_Thermal_Monitor][bookmark: _Transformer_Automation_Controller][bookmark: _Toc395082077]Transformer Automation Controller

Each transformer provided in accordance with this Specification shall be integrated with an SEL-2240 Axion Modular Control System by Schweitzer Engineering Laboratories, Inc. (SEL), 509-332-1890, www.selinc.com. The Axion shall consist of a 4-slot chassis mounted in the control cabinet swing panel (or back panel), be protected externally with an approved molded case circuit breaker of the proper voltage and current rating, and be populated with the following modules:

Slot A – Real-Time Automation Controller (RTAC), SEL Part No. 2241X2X213X01TXXXX

Slot B – Power Coupler, SEL Part No. 224312X0

Slot C – Digital Input Module, 24 inputs, 125 VDC, SEL Part No. 22442424X0

Slot D – Analog Input Module, 16 inputs, ±20mA, ±10V, SEL Part No. 22452121XX0

The SEL-2241 RTAC module shall be configured to communicate with the other control equipment installed in (and on) the transformer using DNP3, Modbus, or SEL Fast Messaging protocols. All configuration settings shall be made via acSELerator RTAC SEL-5033 Settings Assistant Software by Schweitzer Engineering Laboratories, Inc. The SEL-5033 software is included with the purchase of the RTAC hardware. This software and all software and licenses associated with control and monitoring equipment on the transformer shall be provided to the Owner with each transformer.

The SEL-2241 RTAC shall be configured to integrate all connected devices on the transformer and to transmit the status of all connected control and monitoring devices and their digital and analog values via fiber optic cable for display on the local Human Machine Interface (HMI, by Owner) in the powerhouse Unit Control Board (UCB).

The SEL-2241 RTAC shall also be configured to log all status and events (SER) information on the transformer and all RTD temperature data to monitor overheating of the transformer.

[bookmark: _Transformer_Thermal_Monitor_1]Transformer Thermal Monitor

Each transformer cooling system shall be controlled by an SEL-2414 Transformer Monitor by Schweitzer Engineering Laboratories, Inc. mounted on the control cabinet swing panel. The monitor Part Number is 241421A2X9X3A851830 with mounting gasket and FT-1 test switches to isolate the digital outputs and short the current inputs. Automatic control of transformer cooling shall be enabled by a Unit Auxiliaries permissive contact (provided by Owner) and be local-remote selectable via 43 switch in the local control cabinet. Each oil pump and associated set of cooler fan contactors shall be initiated by an output contact from the monitor. Oil pumps startup shall be time offset to prevent inadvertent activation of the gas accumulator relay. The transformer monitor shall be protected externally with an approved molded case circuit breaker of the proper voltage and current rating.

Transformer top oil rise over ambient temperature, hot spot winding rise over top oil temperature, and ambient temperature shall be measured by the thermal monitor elements via RTD information supplied to the RTD Input card in the SEL-2414 Transformer Monitor. The thermal element shall use the measured top oil and ambient temperatures in addition to current input measurement of X1, X2, and X3 windings to calculate winding hot spot temperature, insulation aging factor, (FAA), daily rate of loss of life, (DLOL), and total loss of life (TLOL). This winding hot spot temperature value shall be derived independent of the value obtained from the heated thermowell method described in Section 9.9.19.2. The Thermal Element function of the transformer monitor shall initiate an output contact for thermal alarm conditions to the plant annunciator (by Owner) and an output contact for thermal trip condition to a trip and lockout relay (by Owner), both located in the Powerhouse Unit Control Board (UCB). Connection between the transformer monitor and the SEL-2241 automation controller (RTAC) module shall be made via heavy-duty fiber-optic cable. The fiber optic cable shall run between the fiber optic serial port (ST connector) on the thermal monitor and shall be terminated into an SEL Fiber-Optic Transceiver/Modem, SEL Part Number SEL-2812MT connected to a COM port in the RTAC.

Thermal monitor LED outputs shall be labeled and illuminate for cooling system lockout, AC undervoltage, cooling group undercurrent, RTD failure, and low ambient temperature. All protective and alarming events detected by the transformer monitor shall signal the SEL-2241 automation processor (RTAC) for logging and Owner use.

The thermal protection monitor shall be factory-calibrated, with the calibration values included in the maintenance manual, for determining the simulation parameters for the hottest spot of each winding.

[bookmark: _Input/Output_(I/O)_Module(s)][bookmark: _Digital_Inputs_to]Digital Inputs to the Transformer Control System

Digital input cards in the Axion Transformer Automation Controller and the SEL-2414 Transformer Thermal Monitor shall receive and communicate contact status of all connected devices, annunciate all alarm points of the transformer, and also be capable of transmitting a trip condition to a trip and lockout relay located in the powerhouse UCB. All status indication shall be communicated to the SEL-2241 Automation Controller (RTAC), as described in Section 9.9.19.3. Critical functions shall be given priority for wiring to the digital inputs of the SEL-2414. All digital inputs to the Axion controller and thermal monitor shall be capable of isolation at the terminal block via knife-disconnect style terminal blocks.

Contact status indication shall be monitored via digital inputs to the transformer control system and communicated for the following:

· Oil Level Low

· Oil Level High

· Buchholz

· Fault Pressure

· Pressure Relief #1

· Pressure Relief #2

· Dehydrating Breather Error

· Fire Detector

· Pump #1/Cooler #1 Running

· Pump #2/Cooler #2 Running

· Pump #1 Low Flow

· Pump #2 Low Flow

· Pump/Cooler #1 Loss of AC Voltage

· Pump/Cooler #2 Loss of AC Voltage

· Unit Auxiliaries (by Owner)

· Trip and Lockout Relay (by Owner)

· Loss of DC Voltage

· Loss of 480 AC Voltage

· Loss of 120 AC Voltage

· Oil Temperature High Alarm

· Oil Temperature High Trip 

· Winding Temperature High Alarm

· Winding Temperature High Trip

· DGA - Dissolved Hydrogen High

· DGA – Moisture in Oil High

· DGA – Carbon Monoxide High

· DGA – Relay #4

· DGA – Relay #5

Digital Outputs from the Transformer Monitor

Digital output contacts in the SEL-2414 transformer monitor shall be used to initiate alarm and trip conditions to the Plant annunciator and trip and lockout relays. Any auxiliary contacts needed to separate non-critical from critical conditions shall also be brought to a terminal block for the Owner’s use only. Any auxiliary relays used shall have a 125-VDC, 10-ampere rating.

Digital outputs from the transformer monitor shall be wired and programmed for the following:

· Pump/Cooler #1 Initiate

· Pump/Cooler #2 Initiate

· Top Oil or Winding Temperature Trip

· Transformer Miscellaneous Trouble

· Cooling System Trouble

Analog Inputs to the Transformer Automation Controller

The SEL-2245-2 Analog Input card of the Axion Transformer Automation Controller shall be wired and programmed to monitor analog values for the following:

· 480 AC – Phase A-to-B Voltage

· 480 AC – Phase B-to-C Voltage

· 480 AC – Phase B Current

· DGA – Dissolve Hydrogen Value

· DGA – Moisture-in-Oil Value

· DGA – Carbon Monoxide Value

The Seller shall provide all potential and current transformers and transducers required to produce the signal quantities for input to the analog input card.

[bookmark: _Communications_Processor][bookmark: _Automation_Controller][bookmark: _IRIG-B_Time_Source]Local Area Network (LAN)

All electronic devices provided by the Seller in or on each transformer shall be inter-connected to form a stand-alone data communications network utilizing multi-mode fiber optics. Each electronic device containing a MAC address, including but not limited to SEL-2241 RTAC, SEL-2414 Transformer Thermal Monitor and Morgan-Schaffer Calisto 9 Online Dissolved Gas Analyzer shall be connected to a fiber optic Modular Industrial Patch Panel (MIPP) located in the local control cabinet. The MIPP shall be Belden Part No. BMIP-BD-1L1P or an approved equivalent and provide at least three (3) spare fiber-pair connections. 

[bookmark: _Toc395082080][bookmark: _Toc17364030]Terminations and Wiring

[bookmark: _Toc395082081]All devices requiring an external connection by the Owner shall have dedicated terminal positions available and located in an accessible location in the control cabinet. Prior to manufacturing the control panel, a layout diagram and schematic drawings shall be provided. Upon written approval from the Owner, the Seller may proceed with the manufacture of the control panel. All power circuits should make first strike at a circuit breaker.

Terminal Blocks

Terminal blocks for digital inputs shall be rated not less than 600 volts, 16 amps. Terminal blocks for all other control wiring shall be rated not less than 600 volts, 30 amps. Terminal blocks for power wiring shall be rated not less than 600 volts with a current rating suitable for the purpose, but not less than 30 amps. Separate terminal blocks shall be provided for power and control wiring with barriers between block sections. All terminal block connections shall be the approved modular-screw-terminal “Clipline” blocks manufactured by Phoenix Contact, Middletown, PA, 800-888-7388, www.phoenixcontact.com. Blocks shall be mounted on 35mm x 15mm steel mounting rails (high profile DIN rails). 

All terminal blocks shall be labeled physically and on the connection drawings by the physical number of slots from the beginning, not by wire number. All Seller installed terminal blocks in the control cabinet shall be labeled with a unique, two-letter designation starting with “T” and be numbered incrementally starting with “1” from left to right or top to bottom, depending on the layout of the cabinet. In no case shall a single terminal block designation have greater than fifty (50) terminal points associated with it.

All terminations (except CT’s) shall be crimped-type, hexagonal or square pin ferrule type with no more than one (1) termination per screw-terminal. All ferrules shall be crimped using only the crimping tool designated by the manufacturer for the purpose. All wiring terminations shall be tightened in the screw terminal to the torque value designated by the manufacturer for the terminal block used. Circuit designation and wire name shall be clearly marked on each wire with an approved marking system within one inch of each termination. Multiple wires terminated into single-pin ferrules will not be allowed. All wiring from Seller-installed equipment shall terminate distinctly and consistently on one side of the terminal blocks, leaving the opposite side for Owner’s connections. The terminal arrangement shall be subject to the approval by the Owner and shall have at least 15% of all terminals of each block or group of blocks available as spares. Connection drawings shall have sufficient space to allow for the addition of Owner’s external connections.

All secondary leads of all current transformers shall be terminated to Phoenix Contact type RT-5 shorting terminal blocks. All first strikes for CT’s shall be terminated in the shorting terminal blocks with ring lug ferrule appropriate for the wire size used and crimped with a crimping tool designated by the manufacturer for the purpose.

[bookmark: _Toc395082082]Wiring

Insulated wire shall be a cross-linked-thermosetting polyethylene-insulated type. The insulation shall be moisture and heat resistant and suitable for conductor temperatures not exceeding 90° C, normal operation. All wires shall be single conductor, of stranded coated annealed copper, insulated for not less than 600-volt service. Conductors shall be Class B or Class C stranding, except for hinge wire which shall be Class D stranding. Control circuit wire size shall be not less than #16 AWG and power wiring shall be #12 AWG minimum, except when wiring to Owner-specified devices that will not accept wire this large. In such cases, the largest wire size that will fit shall be used. External cable bundles shall be secured throughout their length for support and protection. Connections to all instruments shall be flexible. Wire stripping shall be accomplished with a tool that assures that the wire will not be nicked and the wire stripped to the length appropriate for the lug or ferrule being used.

All CT and PT secondary wiring shall be four-conductor, #10 AWG cable that is compliant with Seattle City Light Material Standard 6404.11 and NEMA Method 1/E-1 color code. Similarly, for all wire runs to Seller-supplied equipment longer than twenty feet (20’) in length and with more than four (4) conductors, multiconductor cable rated for the raceways used and compliant with Seattle City Light Material Standard 6404.11 is preferred. All power circuit wiring shall be sized and protected for the current required.

Instrument cables shall be rated for not less than 300 volts and have PVC/Nylon insulation with a PVC jacket meeting NFPA 70 requirements and UL listed as type PLTC. Instrument cable conductors shall be individually shielded #18 AWG or larger stranded copper twisted pairs or triads (for RTD’s). Overall shield shall be aluminum-polyester foil, 100% coverage.

All fiber-optic cable shall be multi-mode capable, SEL-C800 Series or approved equal. All fiber optic runs integral to the control cabinet shall be protected from damage and abrasion along the run and UL rated as OFNR. Fiber optic runs exiting the control cabinet shall be high-strength, heavy-duty with PVC jacket for outdoor use.

[bookmark: _Toc395082083]Device Identification

All devices shall be identified with permanently attached labels that correspond to the wiring drawings provided.

[bookmark: _Toc401748932][bookmark: _Toc401752668][bookmark: _Toc401834982][bookmark: _Toc401835725][bookmark: _Toc407009029][bookmark: _Toc407009249][bookmark: _Toc408818536][bookmark: _Toc408824522][bookmark: _Wiring][bookmark: _Toc395082084][bookmark: _Toc17364031]Cooling System

[bookmark: _Toc66150702][bookmark: _Toc395082085]Forced Oil Coolers – General

Each transformer shall be provided with a sufficient number of coolers (heat exchangers) to maintain proper heat dissipation for uniformly cooling the transformer oil under all operating conditions. The coolers shall be so located on the tank to ensure uniform circulation of the oil through the windings. The coolers shall be constructed of mono-aluminum extruded finned tubes or extruded aluminum fins on copper or stainless steel tubes. Tube to tube sheet joints shall be expanded using roller expanding. All plate fins shall include an approved anticorrosive protection such as Heresite. Tube sheets shall be 316L stainless steel welded into stainless steel headers of substantial construction. The headers shall be designed to accommodate differential thermal expansion and vibration between the tube bundles and side casings. All weldings, fittings and surfaces shall be smooth and free of crevices and pits in which water could collect. The coolers shall be designed to withstand both maximum positive operating pressure and full vacuum to permit filling the transformer under vacuum with coolers in place and all cooler valves open. Flanged ball valves shall be installed on each header connection to the main tank so that coolers may be removed for repairs without removing oil from the main tank. All valves shall be provided with O-ringed blanking covers to seal the valve openings when the coolers are removed. Provisions shall be made for draining and venting the coolers. Lifting eyes or other suitable means shall be provided for handling the coolers.

The Seller shall include in the Operation and Maintenance Manual (Section 3.5.8), a derating factor for determining the derated 3Ø load capacity of the transformer with one cooler out of service or disconnected from the transformer tank.

Connection of the coolers to the main transformer tank shall be in conformance with IEEE Std. 693 Section D.5.1.e. The coolers shall not be supported by the foundation and bracing shall be supplied to each cooler to prevent seismic deflections greater than L/500.

[bookmark: _Toc66150703][bookmark: _Toc395082086]Forced Oil Coolers – Location

The transformers will be located where limited space is available for positioning the coolers. The coolers must be located to achieve optimum cooling efficiency while minimizing the adverse impacts on safety and aesthetics to the greatest degree possible. Each transformer will be located in a semi-enclosed space with one opening as shown on the Specification Drawings, thus optimum cooling efficiency must be achieved while maintaining the maximum transformer dimensional requirements as shown in Specification drawing SK-190810. The coolers shall be affixed directly to the transformer tank. No external, detached cooling units will be allowed. Adequate vibration dampening shall be provided at the cooler-to-main tank and at all piping and oil pump connections to prevent cooler and tube fatigue failures under continuous operation over the life of the transformer.

[bookmark: _Toc66150704][bookmark: _Toc395082087]Forced-Air Equipment – General

Suitable NEMA rated forced-air equipment shall be provided so that the continuous cooling capacity of the transformer coolers are optimized while in operation without exceeding the allowable transformer temperature rise specified in Section 9.2. The forced-air equipment shall include propeller-type fans that direct the air stream laterally across the cooling fins to prevent recirculation of discharged air and may include baffles or louvers to direct the air flow out of the transformer bay opening. The fan motors and propellers shall be dynamically balanced, be designed for long-term continuous duty, be easily accessible for maintenance, and include OSHA-approved hot dip galvanized or stainless steel fan guards. The fan motors shall operate at 480 volts AC, 3-phase, 60 Hertz at maximum 1200 rpm, be designed to operate between -30°C to 60°C ambient, and be rated for outdoor weatherproof (wet locations) duty. The fan motors shall also be of the totally-enclosed induction type without commutator or internal starting switch construction, be provided with antifriction (not plain) sealed bearings, have minimum 1.15 SF, and have individual thermal overload protection.

[bookmark: _Toc66150706][bookmark: _Toc395082089]Forced Oil Components

Oil pumps shall be hermetically sealed and made of cast iron housing to withstand full vacuum and positive operating pressures over the life of the transformer. Oil pumps shall be isolated on the inlet and outlet seal-off flanges by suitable ball valves to allow removal of the pump without removal of transformer oil. The oil pumps shall operate at 480 volts AC, 3-phase, 60 Hertz, have individual thermal overload protection, and be designed specifically for use with the transformer coolers supplied by the Seller. Inlet and outlet piping to the oil pumps shall have no bends or elbows within twelve inches (12”) of the pump body, be equipped with suitable vibration and thermal expansion dampeners and include a differential pressure gauge or dynamic flow switch located between the outlet of each cooler and the inlet of each oil pump. Oil pumps shall be mounted below the coolers to be accessible for maintenance and inspection.

Forced-Air and Oil Control Equipment

All necessary protective and control equipment for the oil pumps and cooling fan motors shall be furnished and installed in a NEMA-4 rated weatherproof steel cabinet mounted on the transformer tank as described in Section 9.9.18. The cooling control equipment shall be fully automatic, designed to start and stop the pumps and cooling fan motors primarily as the transformer is energized and secondarily as the transformer winding temperature and operation requires. Cooling equipment shall be controlled by an SEL-2414 Transformer Monitor as described in Section 9.9.19.5 and shown in Figure 4. The start-up or shutdown of any cooling equipment shall not cause mal-operation of any gas or oil-actuated relay or impair other equipment, e.g., gas monitors. Provision shall be made so that when a cooler must be removed for repairs, it can be disconnected and removed without disturbing or disconnecting other cooling system components and piping not associated with the repair.

To allow for flexibility in operating the cooling system, the control scheme shall include a Hand-Off-Auto switch on each cooler bank and have means for manual selection at any time of the order and time delay in which the cooling system equipment enters automatic operation.

[bookmark: _Toc395082090][bookmark: _Toc17364032][bookmark: _Toc66150707]American Standard Sizes

All screws, bolts, nuts, and bolt heads, and all pipe and conduit, including the fittings thereof, shall be American Standard size, type, and thread. Items not normally accessible to the Owner may be of Metric Standard size, type, and thread, provided a note is placed on the drawings stating Metric sizes are used internally.

[bookmark: _Toc66150709][bookmark: _Toc395082091][bookmark: _Toc17364033]Oil Thermometer Gauges

Each transformer shall be equipped with an oil thermometer used to indicate top oil temperature of the transformer. This gauge shall have a dial easily readable from the ground and shall have non-grounded alarm and trip contacts wired to terminals in the control cabinet and to the I/O cards described in Section 9.9.19.5. A second oil thermometer gauge shall be installed on the bottom of the tank to monitor bottom oil temperature. Gauges shall be scaled in degrees Celsius and Qualitrol 104 Series or approved equal.

[bookmark: _Toc395082092][bookmark: _Toc17364034]Transformer Oil

[bookmark: _Toc66150711][bookmark: _Toc395082093]Quantity and Certification

Sufficient insulating mineral oil shall be furnished to fill each transformer to normal level. The oil shall be standard inhibited type with suitability for use in accordance with ASTM D3487-00.

Non-PCB oil shall be provided. Oil test reports shall be provided, including test for PCB. Certified tests for PCB shall be non-detectable (less than 0.1 ppm). The nameplate shall be stamped with “PCB<0.1 ppm.” A certified report from the oil manufacturer will be acceptable.

[bookmark: _Toc395082094]Oil Pollution

Joints between oil-containing parts of the equipment shall be leak-tight under all circumstances. Gasket joints shall be designed to avoid deterioration of the gasket due to oil or excess strain.

[bookmark: _Toc66150712][bookmark: _Toc395082095][bookmark: _Toc17364035]Oil Preservation

[bookmark: _Toc66150713][bookmark: _Toc395082096]General

The oil preservation system for the transformers shall be an air-cell, constant-pressure, reservoir tank (conservator) system. The system installation, operation, and maintenance shall be compatible with the transformer dimensional limitations as set forth in Section 9.9.1. The oil preservation system shall conform to the applicable requirements as follows:

Gas Accumulator Relay (Buchholz) 

A gas accumulator relay (Buchholz, Device No. 63B), shall be provided on each transformer for detection of low magnitude faults. Shutoff valves shall be provided to allow removal of the relay without lowering the oil level. This device shall have a normally open contact wired and connected to a Qualitrol 909 Series Seal-In relay (Device No. 63BX) or approved equal. The ALARM (63BX1) contacts shall be wired to a digital input card in the transformer control system for status indication and the TRIP (63BX2) contacts shall be wired to terminals in the control cabinet for Owner-supplied direct wiring to the transformer protective equipment in the powerhouse.

Dehydrating Breather

The ambient air expansion and contraction of the air cells or diaphragms shall be filtered for moisture using a Messko MTraB maintenance-free dehydrating breather sized accordingly. The breather shall employ a regenerative silicagel with a heated high grade steel filter, be designed for outdoor use and be securely attached to the transformer. Power to the breather shall be supplied from the auxiliary circuit in the control cabinet and be protected with an approved molded case circuit breaker or fuse of the proper voltage and current rating. Indication of device malfunction shall be transferred directly to the transformer control system.

[bookmark: _Toc401748938][bookmark: _Toc401752674][bookmark: _Toc401834988][bookmark: _Toc401835731][bookmark: _Toc407009035][bookmark: _Toc407009255][bookmark: _Toc408818542][bookmark: _Toc408824528][bookmark: _Toc401748939][bookmark: _Toc401752675][bookmark: _Toc401834989][bookmark: _Toc401835732][bookmark: _Toc407009036][bookmark: _Toc407009256][bookmark: _Toc408818543][bookmark: _Toc408824529][bookmark: _Toc401748940][bookmark: _Toc401752676][bookmark: _Toc401834990][bookmark: _Toc401835733][bookmark: _Toc407009037][bookmark: _Toc407009257][bookmark: _Toc408818544][bookmark: _Toc408824530][bookmark: _Toc401748941][bookmark: _Toc401752677][bookmark: _Toc401834991][bookmark: _Toc401835734][bookmark: _Toc407009038][bookmark: _Toc407009258][bookmark: _Toc408818545][bookmark: _Toc408824531][bookmark: _Toc401748942][bookmark: _Toc401752678][bookmark: _Toc401834992][bookmark: _Toc401835735][bookmark: _Toc407009039][bookmark: _Toc407009259][bookmark: _Toc408818546][bookmark: _Toc408824532][bookmark: _Toc401748943][bookmark: _Toc401752679][bookmark: _Toc401834993][bookmark: _Toc401835736][bookmark: _Toc407009040][bookmark: _Toc407009260][bookmark: _Toc408818547][bookmark: _Toc408824533][bookmark: _Toc66150717][bookmark: _Toc395082100][bookmark: _Toc17364036]Oil Level Gauges

[bookmark: _Toc66150718]Magnetic-type oil gauges are to be included which will indicate continuously the level of the insulating oil in the main tank and in the various compartments. These gauges shall be readable from the ground and shall have two (2) non-grounded alarm contacts wired to terminals in the control cabinet and to the Input Card of the SEL-2414 as described in Section 9.9.19.5. The first contact shall indicate a low oil level alarm condition. The second contact shall indicate a high oil level which is considered critical and will be used to trip the transformer. The oil level gauges shall be Qualitrol 032 Style or approved equal.

[bookmark: _Toc17364037][bookmark: _Toc395082101]Continuous On-Line Dissolved Gas Analyzer

An on-line gas-in-oil and moisture-in-oil gas analyzer (Device No. 45) shall be provided on the transformer. The analyzer shall be made by Morgan-Schaffer, Model Calisto-9, with stainless steel sampling tubes isolated by ball valves. The analyzer shall be able to interface with the control system local-area network and meet the following requirements. 

1. The device shall provide the maximum number of programmable alarm settings. 

2. The device shall have a minimum of five (5) Form C output contacts at 125VDC / 10 Amps continuous rating for the Owner’s use. The contacts shall be wired and terminated on terminal blocks in the transformer control cabinet.

3. The device shall have a minimum of three (3) 4-20 mA analog outputs for Dissolved Hydrogen, Moisture in Oil, and Carbon Monoxide level monitoring connected to analog input card of the Axion control system in the transformer control cabinet.

4. The device shall provide communication protocols in DNP3, ModBus, TCP/IP, and communicate using RS232, RS485, Ethernet, and fiber optics mediums. Connection between the device and the SEL-2241 automation controller (RTAC) module shall be made via heavy-duty multimode fiber-optic cable. The fiber optic cable shall run between the RS-232 port on the device and connect to a COM port in the RTAC. Both fiber optic cable ends shall be terminated into SEL Fiber-Optic Transceiver/Modems, SEL Part Number SEL-2810.

5. The device shall have a user-interface display for configuring settings, alarms and status and alarm indication. 

6. The device shall be designed for outdoor service with relatively high humidity, and Sun and rain exposure and be housed in a NEMA-4X rated enclosure mounted to the main transformer tank.

[bookmark: _Toc17364038]Valves

Adequate valves shall be furnished for drains, top and bottom filter press connections, liquid sampling, and top and bottom cooler shut-off. Fittings for filter press connection shall be 2 inches in diameter.

A one-inch NPT valve shall be provided at the bottom of one cooler or near the bottom of the main tank for oil sampling to be used in gas analysis of the oil. A second one-inch NPT valve shall be mounted on the tank four feet up from the base to be available for miscellaneous use.

All valves shall be ball or gate valves; no butterfly valves will be accepted.

[bookmark: _Toc66150720][bookmark: _Toc395082102][bookmark: _Toc17364039]Pressure Relief Device

A spring-operated tank pressure relief device (Device No. 63P1) with non‑grounded trip contacts shall be furnished on each transformer. This mechanical device shall be such that, when the pressure has been relieved, the relief cover shall reset and prevent entrance of moisture until the device is reset. The pressure relief device is to be located such that oil will not escape from the transformer when the device has been operated and is in the open position. The pressure relief device shall also have a shield around the relief cover with piping that directs the oil safely to the oil-containment sump at the base of the transformer in the event of discharge. The relief shield shall not impede the oil release or resetting of the relief device operation.

If the Seller determines that the size and configuration of the main tank inhibits consistent, reliable detection and operation of the device during a pressure event, a second, duplicate pressure relief device (Device No. 63P2) shall be provided. The two pressure relief devices shall be located so that reliable detection of a pressure event can be ensured under all operating conditions.

The pressure relief device shall be Qualitrol XPRD Series or approved equal. Device operation shall be designed for use in a fault protection scheme and shall include auxiliary relays and/or high-current contacts (125 VDC, 10 A) as required. One set of contacts shall be wired to the transformer control system inputs for status indication and another set of contacts shall be wired to terminals in the control cabinet for Owner-supplied direct wiring to the transformer protective equipment in the powerhouse.

[bookmark: _Toc66150721][bookmark: _Toc395082103][bookmark: _Toc17364040]Rapid Pressure Rise Relay

[bookmark: _Toc66150722]A rapid rate-of-rise (fault) pressure relay shall be provided (Device No. 63F) which will close its contacts upon a sudden rise of pressure in the transformer tank. This relay shall operate in accordance with requirements of IEEE Std. C57.12.10-2010/Cor 1-2012 

The rapid pressure rise relay shall be Qualitrol 900 Series with a Qualitrol 909 Series Seal-In relay (Device No. 63FX) or approved equal. The ALARM (63X1) contacts shall be wired to the SEL 2414 Transformer Monitor inputs for status indication and the TRIP (63X2) contacts shall be wired to terminals in the control cabinet for Owner-supplied direct wiring to the transformer protective equipment in the powerhouse.

[bookmark: _Toc401748949][bookmark: _Toc401752685][bookmark: _Toc401834999][bookmark: _Toc401835742][bookmark: _Toc407009046][bookmark: _Toc407009266][bookmark: _Toc408818553][bookmark: _Toc408824539][bookmark: _Toc66150724][bookmark: _Toc395082104][bookmark: _Toc17364041]Paint and Finish

The exterior surface of each transformer shall be prepared by sandblasting or shotblasting and derusting to a clean metal surface and primer painted with an anti-corrosive primer on a modified alkyd resin base applied in two coats. Interior surfaces of the tanks above the low oil level shall be finished with one coat of light-colored oil-resistant paint or enamel. For the exterior surface coat, an air drying matte finishing enamel on a modified alkyd resin base or approved equal shall be applied in a single coat. Color shall be “ANSI-70” Grey or approved equal. The tank cover shall have sand added to it to form a non-skid texture. One spray can of primer and one spray can of finish paint for touch-up shall be provided with Material Safety Data Sheets (MSDS). All finished metal work shall be suitably wrapped or otherwise protected from damage during shipment.

[bookmark: _Toc66150725][bookmark: _Toc395082105][bookmark: _Toc17364042]Nameplates

Transformer Nameplate

A nameplate shall be fabricated in accordance with ANSI C57.12.10-2010 and affixed to each transformer. The nameplate shall also contain the City of Seattle purchase order number under which the transformer is being purchased and a statement indicating PCB content is less than 0.1 ppm.

Instrument Transformer Nameplates

Each transformer shall display manufacturer’s nameplates of all instrument transformers installed thereon. The nameplates shall be affixed in an easily visible location on, in, or near the main control cabinet. All instrument transformer nameplates shall include the minimum information required by Section 6.8 of IEEE C57.13-2016. In addition, each instrument transformer nameplate shall indicate the installed location on the transformer.
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[bookmark: _Toc66150727]Section
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[bookmark: _Toc395082106][bookmark: _Toc17364043]Required Measurements and Tests

[bookmark: _Toc17364044][bookmark: _Toc66150728][bookmark: _Toc395082107]Transformer

[bookmark: _Toc17364045]General

Measurements and tests shall be conducted at the factory at the Seller’s expense, and the results of all tests shall be furnished in a certified report. The test report shall contain all measured data, instrument settings, and oscillograms, and be detailed enough to allow the test(s) to be repeated and verified. The Seller shall notify the Owner and provide a factory test procedure at least three (3) weeks in advance of said tests if performed in the United States or at least five (5) weeks if outside the USA in order that the Owner may exercise his/her option of witnessing these measurements and tests, unless waived in writing. Reports of all witnessed tests shall be signed by the witnessing representatives of both the Seller and the Owner. Seller shall furnish six (6) certified printed paper copies of all test reports, including oscillograms and complete data on all tests as described in this Section.

Each transformer shall be subjected to the following tests and measurements in accordance with Standards C57.12.00-2015 and C57.12.90-2015. All routine tests required by the referenced standards shall be made and reported whether specifically required by this Specification or not. Except where otherwise specified in the Standards, all measurements and tests involving alternating voltage shall be made with 60 Hz sine-wave voltage. All tests shall be performed in the three phase connection arrangement as appropriate for the test purpose.

[bookmark: _Toc66150729][bookmark: _Toc395082108][bookmark: _Toc17364046]Resistance Measurements

The cold resistance of each winding on the rated-voltage connection shall be measured on all transformers. The hot resistance of windings shall be measured on the transformer which is given by the temperature test (see Section 10.1.9). Tests shall be in accordance with Section 5 of IEEE Std. C57.12.90-2015.

[bookmark: _Toc66150731][bookmark: _Toc395082109][bookmark: _Toc17364047]Polarity and Phase Relation

The angular displacement and relative phase sequence on the rated-voltage connection shall be tested and the lead marking checked on the transformer in accordance with Section 6 of IEEE Std. C57.12.90-2015.

[bookmark: _Toc66150730][bookmark: _Toc395082110][bookmark: _Toc17364048][bookmark: _Toc66150732]Ratio Measurements

The turns ratios of the windings on the rated-voltage connections and on all taps shall be determined for each transformer in accordance with Section 7 of IEEE Std. C57.12.90-2015.

[bookmark: _Toc395082111][bookmark: _Toc17364049]No-Load Losses and Excitation Current

No-load losses and excitation current shall be measured on each transformer and computed in accordance with Section 8 of IEEE Std. C57.12.90-2015 at rated voltage and frequency. In addition, no-load losses and excitation current shall be measured and computed for 90 percent and 110 percent of rated voltage for all transformers.

[bookmark: _Toc66150733][bookmark: _Toc395082112][bookmark: _Toc17364050]Impedance Voltage

Impedance measurements shall be taken on each transformer to demonstrate compliance with Section 9.1.2 of this Specification. The measurement shall include determination of both positive sequence and zero sequence values. Measurements shall be made for all tap settings shown in Section 9 and Table 19 of IEEE Std. C57.12.00-2015 and measured in accordance with Section 9 of IEEE Std. C57.12.90-2015.

[bookmark: _Toc66150734][bookmark: _Toc395082113][bookmark: _Toc17364051]Loss Tests

Loss tests shall be made on each transformer and compared with guaranteed values. Loss tests shall include no-load losses at 90 percent, 100 percent, and 110 percent of rated voltage; load losses at 180 MVA and 270 MVA output; and Total Losses. If tests are made at 50 Hz, the load loss shall be adjusted to 60 Hz by the following formula: Adjusted Load Loss = I2R + 1.44 * Stray Loss at full load. Load loss measurements made at 180 MVA reflect the most common loading conditions at which the equipment is expected to operate. The total losses will be the sum of the 60 Hz load loss (by test or adjusted), the no-load loss, and the power required for the cooling equipment.

[bookmark: _Dielectric_Tests][bookmark: _Toc66150736][bookmark: _Toc395082114][bookmark: _Toc17364052]Dielectric Tests

The following insulation tests shall be performed on each transformer with the test levels corresponding to the basic impulse insulation levels of the windings in Section 9.3 and in accordance with IEEE Std. C57.12.00-2015. Tests shall be performed in accordance with the procedures outlined in Section 10 of IEEE Std. C57.12.90-2015 for Class II power transformers:

1.	Switching Impulse Test

2.	Lightning Impulse Test

3.	Applied Voltage Test

4.	Induced Voltage Test

5.	Partial Discharge Test

6.	Insulation Power-Factor test

7.	Insulation Resistance Test

Oscillograms shall be taken of surge voltages during all impulse and switching impulse tests and of neutral current during the full-wave impulse tests. The impulse and switching impulse tests shall be made by direct application without 60 Hz excitation. Front-of-Wave tests shall include tests on the low voltage windings. The oscillograph shall be adjusted to give the same deflection on reduced-voltage and full-voltage impulse waves to facilitate comparison of the oscillograms. Any deviation in voltage or neutral current wave shape between reduced-voltage and full-voltage full-wave tests, or any deviation between the chopped wave or front-of-wave oscillograms shall be explained to the satisfaction of the Owner’s engineer or it will be considered cause for rejection of the transformer.

[bookmark: _Temperature_Rise][bookmark: _Toc66150735][bookmark: _Toc395082115][bookmark: _Toc17364053][bookmark: _Toc66150737]Temperature Rise

The first transformer to be tested shall be subjected to the standard temperature tests. The temperature rises shall be determined at rated frequency at the forced-cooling rated kVA. If the temperature rise of the transformer exceeds the limits specified in Section 9.2, then another transformer shall also be given complete temperature tests without additional cost to the Owner. Loading for the temperature test shall be by one of the methods described in Section 11 of IEEE Std. C57.12.90-2015 as proposed by the Seller and approved in writing by the Owner.

Temperature rise tests shall include bottom oil temperature rise above ambient at full load and should be done during thermal test. Weight of core and coils, weight of the tank and radiators, and gallons of oil shall be provided for use in the Owner’s loading guide calculations.

[bookmark: _Audible_Sound_Level_1][bookmark: _Toc395082116][bookmark: _Toc17364054]Audible Sound Level Measurement

Measurement of the audible sound level shall be performed to demonstrate compliance with Section 9.8 of these Specifications. The sound level shall be measured with the transformer connected and energized at rated voltage and 60 Hz frequency and in accordance with Section 13 of IEEE Std. C57.12.90-2015. The maximum sound level shall be 76.0 dB (A-weighted) with the transformer in operation at no-load, with the no-load tap changer in the nominal voltage position, and with all pumps and coolers in operation.

[bookmark: _Toc395082117][bookmark: _Toc17364055]Regulation

The regulation of each transformer at rated kVA on the rated voltage connection at unity power factor, and at 90 and 95 percent lagging power factors shall be computed and reported in the test report using appropriate data derived from the required tests described in Section 14 of IEEE Std. C57.12.90-2015.

[bookmark: _Toc395082118][bookmark: _Toc17364056]Internal Partial Discharge Tests

Oscillographic and quantitative meter measurements of internal corona discharges shall be made on all high voltage windings according to the procedure described in IEEE Std. C57.113-2010. All oscillographic records, meter readings, and data taken during these tests, together with a diagram of the circuit employed, shall be incorporated into the transformer test report.

[bookmark: _Toc395082119][bookmark: _Toc17364057][bookmark: _Toc66150738]Insulation Power Factor Tests

Each winding of each assembled transformer, when filled with oil, shall be given a power factor test in accordance with Table 4, Method II of IEEE Std. C57.12.90-2015, and this data shall be entered upon the test records. Power factor data shall be identified with the transformer serial number and oil temperature. .This testing shall be performed both prior to and following the factory dielectric tests using a Doble M4000 or newer test instrument. The purpose of these tests is to assist in future maintenance testing.

[bookmark: _Toc395082120][bookmark: _Toc17364058]Core Insulation Test

The transformer core shall be insulated from the tank via a core ground strap. The ground strap shall be located on the transformer as described in Section 9.6 and removed for the core-to-ground insulation test. The resistance shall be a minimum of 0.5 mega-ohms.

[bookmark: _Toc395082121][bookmark: _Toc17364059]Short Circuit Design Test

The coil and core design used to manufacture each transformer covered by this Specification shall have been short-circuit tested in accordance with IEEE Std. C57.12.90-2015. The actual transformers provided shall not be short circuit tested. A copy of the short circuit test results shall be included with the certified test report and the Seller’s Bid.

[bookmark: _Toc395082122][bookmark: _Toc17364060]Sweep Frequency Response Analysis (SFRA)

The Seller shall perform Windings Sweep Frequency Response analysis under oil using Doble M5100 Sweep Frequency Response Analyzer prior to shipment from the factory and again following final assembly and oil processing at Boundary Powerhouse. See M5100 Sweep Frequency Response Analysis (SFRA) Instrument Users Guide, Doble Engineering Company for connection details. The tests shall be compared to identify any changes in the transformers during shipment.

[bookmark: _Toc17364061][bookmark: _Toc66150739][bookmark: _Toc395082123]Bushing Power Factor Test

Power factor tests shall be performed on each bushing supplied with each transformer after the bushings have arrived on the project site, but prior to installation in the transformers. The test shall be performed using a Doble M4000 series or later test set and shall include a tip-up test at 1 kV intervals up to 10 kV with the standard C1, C2, and capacitance measurements as provided on the bushing manufacturer’s nameplate. The test shall be conducted in accordance with IEEE Std. C57.19.00-2004. The test shall include the manufacturer and type of test equipment used. Data for temperature and humidity shall be recorded at the time of each test. If a Doble M4000 series or later test set was not used for testing the bushings prior to shipment from the factory, then another test by the transformer manufacturer using the Doble M4000 series or later test set shall be provided, thus duplicating the bushing manufacturer’s test procedure with the addition of the tip-up test.

[bookmark: _Toc17364062]Other Tests

Each transformer shall also be subjected to any additional routine tests described in Table 17 of IEEE Std. C57.12.00-2015 for Class II transformers.



[bookmark: _Final_Drawings][bookmark: _Certified_Test_Report]
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RESOLUTION #30487 Adopted

A RESOLUTION relating to persistent, bioaccumulative, toxic chemicals (PBTs), stating the City of Seattle’s intent to reduce its use of PBTs, and setting forth a work program.


WHEREAS, a group of pollutants known as Persistent Bioaccumulative Toxic chemicals (PBTs) are toxic, persist in the environment and build up in the food chain, and can pose risks to public health and the environment; and


WHEREAS, the Washington State Department of Ecology is developing a list of priority PBTs that includes chemicals that Ecology believes require greater attention because of their persistence, bioaccumulation and toxicity characteristics; and


WHEREAS, phasing out the use, production and release of PBTs is important to protecting environmental and public health because once these chemicals are produced, it is difficult and costly to manage, destroy or degrade them; and


WHEREAS, respected expert associations and agencies including the American Public Health Association, the United Nations Environment Program, the Chicago Medical Society and the International Joint Commission of the U.S. and Canadian governments, have agreed upon the benefits of reducing certain PBT pollution in the environment; and


WHEREAS, the Washington State Department of Ecology is pursuing a plan to reduce and eliminate PBTs in the state, including mercury, dioxin and PCBs; and


WHEREAS, the City has, in recent years, established a strong policy framework to guide the City's actions and investments toward environmental stewardship and sustainability, including:


· Ordinance 120121, which created the Office of Sustainability and Environment (OSE), which established OSE's role in integrating sustainability and environmental values into all City plans, policies, and programs, and directed OSE to present its work plan to the City Council; and


· The 2002 Earth Day Resolution that reaffirmed the City’s commitment to continuous improvement in environmental management by the City, as a means to reduce the potential human health and environmental risks associated with City operations; and


· Resolution 29949 that adopted new approaches and policies for purchasing processes directs the City to balance competing goals including social, economic, and environmental values; and


· The City's Proclamation on Puget Sound orca whales that identifies the reduction and elimination of the use of toxic substances- by governments, corporations and families- as a critical necessity for protection of the species; and


WHEREAS, potential adverse environmental and health effects from PBTs may be reduced through purchasing decisions that reduce or eliminate products that result in the creation or release of PBTs; and alternative, less toxic options exist for many products, NOW, THEREFORE,


BE IT RESOLVED BY THE CITY COUNCIL OF THE CITY OF SEATTLE, THE MAYOR CONCURRING, THAT:


Section 1.


The City of Seattle considers persistent pollution prevention a high priority for action to reduce risk to public and environmental health, and intends by this resolution to encourage the reduction of pollution from PBTs.


Section 2.


The City of Seattle will consider the presence of PBTs and the potential for their release in making purchasing decisions by:  


a)
Developing and applying criteria that differentiate products containing PBTs and those that result in the release of PBTs during production or disposal from those that do not; and


b) 
Developing an implementation plan with reduction targets by October 2002 for considering these criteria along with other environmental, social, and economic factors when purchasing products in city departments, offices and agencies in order to reduce pollution from PBTs. Items to be considered in the development of the implementation plan will be determined by identifying and analyzing City uses of products containing chemicals identified on the Department of Ecology PBT priority list or products that result in the generation of such PBTs during their manufacture, including but not limited to, paper,  penta-treated wood, mercury switches in fleet vehicles, and PVC building materials and office supplies.  Implementation plan actions will be prioritized based on reduction opportunity potential, technical feasibility, economic feasibility, and protection of human health and the environment.  As a general rule, the use of an alternative product should be considered economically feasible if its cost, including cost of application, is within 110% of the full costs of the product of concern.  In assessing economic feasibility, long-term public health and environmental implications should be considered, as well as the opportunity to stimulate the development of alternatives.  By encouraging the development of new products, the City’s purchasing policies may help encourage market transformation and drive costs down below the 110% threshold.


Adopted by the City Council the _____ day of _______________, 2008, and signed by me in open session in authentication of its adoption this _____ day of _______________, 2008.



________________________________________



President of the City Council


THE MAYOR CONCURRING:


________________________________________


Mayor



Filed by me this _____ day of _______________, 2008.



________________________________________



City Clerk


(Seal)

PAGE  
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PAYMENT AND PERFORMANCE BOND     
THE CITY OF SEATTLE 
 
We, __________________________________________________________________________(“Principal”), and 
         [Insert full legal name of Vendor / Contractor]  
___________________________________________________________________________________________, 
 a___________________ corporation  
[Insert legal name of Surety and its state of incorporation]  
authorized to transact surety business in the State of Washington, (“Surety”), are held and firmly bound unto The City of 
Seattle (“City”), as Obligee, in an amount equal to the total compensation and expense reimbursement payable to Principal 
for satisfactory completion of Principal’s work under Contract No. ____________________ between Principal and City, which 
total is initially  __________________________________________________________________________ Dollars 
($_______________), lawful money of the United States of America, for the payment of which sum Principal and Surety bind 
themselves, their heirs, legal representatives, successors and assigns, jointly and severally, firmly by these presents.  Said 
contract (hereinafter referred to as "the Contract") is for ____________________________ 
___________________________________________________________________________________________ and is 
made a part hereof by this reference.  The Contract includes the original agreement as well as all documents attached 
thereto or made a part thereof and all addenda, amendments, change orders, and any other document modifying, adding to 
or deleting from said Contract any portion thereof. 
 
This Bond is executed in accordance with the laws of the State of Washington and is subject to all provisions thereof and the 
Charter and ordinances of City insofar as they are not in conflict therewith, and is entered into for the use and benefit of City, 
and all laborers, mechanics, subcontractors, and materialmen, and all persons who supply such person or persons, or 
subcontractors, with provisions or supplies for the carrying on of the work covered by the Contract.  
 
THE CONDITION OF THIS OBLIGATION is such that if Principal faithfully performs all the provisions of the Contract and 
pays all laborers, mechanics, and subcontractors and materialmen, and all persons who supply such person or persons, or 
subcontractors, with provisions and supplies for the carrying on of such work; and pays all other just debts incurred in the 
performance of such work (provided, however, that the conditions of this obligation shall not apply to any money loaned or 
advanced to any such contractor or subcontractor or other person in the performance of such work); and to the extent 
permitted by law indemnifies, defends, and holds City harmless from all cost and damage by reason of Principal’s default, 
then this obligation shall be null and void; otherwise it shall remain in full force and effect. 
 
THE PARTIES FURTHER ACKNOWLEDGE AND AGREE AS FOLLOWS: 


(1) Surety hereby consents to, and waives notice of, any alteration, change order, or other modification of the Contract and 
any extension of time made by City, except that any single or cumulative change order amounting to more than twenty-five 
percent (25%) of the penal sum of this bond shall require Surety's written consent. 


 


(2) Surety recognizes that the Contract includes provisions for additions, deletions, and modifications to the work or 
Contract Time and the amounts payable to Principal (i.e., Vendor/Contractor).  No such change or any combination thereof 
shall void or impair Surety's obligation hereunder. 


(3) Whenever City has declared Principal (i.e., Vendor/Contractor) to be in default and City has given Surety written notice 
of such declaration, Surety shall promptly (in no event more than thirty [30] days following receipt of such notice) specify, in 
written notice to City, which of the following actions Surety intends to take to remedy such default, and thereafter shall: 


 (a)   Remedy the default; or 


 (b)   Assume  full responsibility for the completion of the Contract in accordance with all of its provisions, and become 
entitled to payment of the balance of the Contract sum as provided in the Contract; or 


 (c)   Pay City upon completion of the Contract, in , the cost of completion together with all other reasonable costs and 
expenses incurred by City as a result of Principal’s (i.e.,Vendor/Contractor's) default, including but not limited to those 
incurred by City to mitigate its losses, which may include but are not limited to attorneys' fees and the cost of efforts to 
complete the work prior to Surety's exercising any option available to it under this Bond; or 


 (d)   Obtain a bid or bids for completing the Contract in accordance with its terms and conditions, and upon a  
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determination by City and Surety jointly of the lowest responsible bidder, arrange for one or more agreements between such 
bidder and City, and make available as work progresses (even though there is a default or a succession of defaults under 
such agreement(s) for completion arranged for under this paragraph) sufficient funds to pay the cost of completion of the 
Contract less the balance of the Contract price, but not exceeding, including other costs and damages for which Surety may 
be liable hereunder, the penal sum of this Bond.  The term "balance  


of the Contract price," as used in this paragraph, shall mean the total amount payable by City to Principal (i.e., 
Vendor/Contractor) under the Contract, less the amount properly paid by City to Principal (i.e., Vendor/Contractor). 


In addition to (a) through (d) above, Surety shall pay City all other reasonable costs and expenses incurred by City as a 
result of Principal’s (i.e. Vendor/Contractor’s) default, and prior to Surety’s exercising any option available to Surety under 
this bond. 


(4) The venue for any action arising out of or in connection with this bond shall be in King County, Washington. 
 
(5)    No right or action shall accrue on this Bond to or for the use of any person or corporation other than The City of Seattle 
and, to the extent required under RCW Chapter 39, all laborers, mechanics, subcontractors, and materialmen, and all persons 
who supply such person or persons, or subcontractors, with provisions or supplies for the carrying on of the work covered by the 
Contract. 


(6) Nothing of whatever kind or nature whatsoever that will not discharge the Principal shall operate as a discharge or a 
release of liability of the Surety, any law, rule of equity, or usage relating to the liability of sureties to the contrary 
notwithstanding. 


(7) No rider, amendment, or other document modifies this Bond unless made in writing and accepted by Principal, Surety 
and the City. 


(8) Surety shall give to Principal and to City not less than sixty (60) days’ prior written notice by certified mail, return receipt 
requested, of the effective date of the expiration or cancellation of this bond.  Notice to City shall be mailed to: DEA, P. O. 
Box 94687, Seattle, WA 98124-4687or delivered to DEA at 700 5th Av., Ste. 4112, Seattle, WA 98104-5042.  


(9) Principal must provide City with a replacement bond, acceptable to City, not less than thirty (30) days before the 
effective date of this bond’s expiration or cancellation as specified in the Surety’s notice provided pursuant to Condition (8) 
above.  


 


SURETY’S QUALIFICATIONS:  Every Surety named on this bond must either appear on the United States 
Treasury Department's most current list (Circular 570 as amended or superseded) or have a current rating of at 
least A-:VII in A. M. Best’s Key Rating Guide.  Additionally, every Surety named on this bond must be authorized by 
the Washington State Insurance Commissioner to transact business as a surety in the State of Washington. 


 
 


INSTRUCTIONS FOR SIGNATURES:  This bond must be signed by the president or a vice-president of a 
corporation; the managing general partner of a partnership; managing joint venturer of a joint venture; manager of a 
limited liability company (“LLC”) or, if no manager has been designated, a member of such entity; a general partner of 
a limited liability partnership (“LLP”); or the owner(s) of a sole proprietorship.  If the bond is signed by any other 
representative, the Principal must attach written proof of that signer’s authority to bind the Principal, identifying and 
quoting the provision in the corporate articles of incorporation, bylaws, Board resolution, partnership agreement, 
certificate of formation, power of attorney, or other document authorizing delegation of signature authority to such 
signer, and confirmation acceptable to the Seattle City Attorney’s Office that such delegation was in effect on the date 
the bond was signed. 
 


A NOTARY PUBLIC MUST ACKNOWLEDGE EACH SIGNATURE ON THIS BOND. 
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FOR THE SURETY:     FOR THE PRINCIPAL: 
 
By    By:    _   
 (Signature of Attorney-in-Fact)    (Signature of authorized signer for Principal) 


              
 (Type or print name of Attorney-in-Fact)    (Type or print NAME of signer for Principal) 


              
          (Type or print telephone number for Attorney-in-Fact)  (Type or print TITLE of signer for Principal) 


 
 


STATE OF     ) 
     ) ss: ACKNOWLEDGMENT FOR PRINCIPAL 
COUNTY OF     ) 
 
I certify that I know or have satisfactory evidence that ______________________ is the person who appeared before me, said 
person acknowledged that he/she signed this bond, and on oath stated that he/she was authorized to execute the bond on 
behalf of the Principal as the Principal’s free and voluntary act for the uses and purposes mentioned therein. 


WITNESS my hand and official seal hereto affixed this _____ day of ________________, ________. 
 
               
 (Signature of Notary Public)     (Print or type name of Notary Public) 


Notary Public in and for the state of      residing at        
My commission expires                              .    SEAL 
 


 


STATE OF     ) 
     ) ss: ACKNOWLEDGMENT FOR SURETY 
COUNTY OF     ) 
 
I certify that I know or have satisfactory evidence that ______________________ is the person who appeared before me as the 
Attorney-in-Fact for the Surety that executed the foregoing bond, acknowledged said bond to be the free and voluntary act and 
deed of the Surety for the uses and purposes therein mentioned, and on oath stated that he/she is authorized to execute said 
bond on behalf of the Surety, and that the seal affixed on said bond or the annexed Power of Attorney is the corporate seal of 
said Surety. 


WITNESS my hand and official seal hereto affixed this _____ day of ________________, ________. 
 
               
 (Signature of Notary Public)     (Print or type name of Notary Public) 


Notary Public in and for the state of      residing at        
My commission expires                              .    SEAL 
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THE CITY OF SEATTLE


PURCHASING SERVICES SECTION


INSTRUCTIONS TO BIDDERS/VENDORS/CONTRACTORS/SURETIES REGARDING


CONTRACT, PROPOSAL, & BID BONDS
& BONDS IN LIEU OF A RETAINED PERCENTAGE


NOTE TO BIDDERS/VENDORS/CONTRACTORS/PROPOSERS/SURETIES: These instructions are applicable to all bonds, including performance, labor and materials, payment, maintenance, personal surety, bonds in lieu of retained percentages of compensation payable to a contractor/vendor, etc.   


1. TYPE OF FORM THAT’S ACCEPTABLE:   The bond must be on the City’s form.   No substitutions will be acceptable.  


2. MANNER IN WHICH BLANK SPACES ARE FILLED IN:   All blank spaces to be filled in must be completed using a typewriter or by handwriting.   Photocopied insertions will not be accepted, nor will any bond form on which there is any evidence of correction fluid or tape (“white-out”).


3. IDENTIFICATION OF PRINCIPAL:   The bond must identify as the bond’s “Principal” whatever person or entity is legally obligated to provide the bond.  The Principal should be identified by its/his/her legal name.   If the proposer/bidder/vendor/contractor does business under an assumed name (a “d/b/a”) that has been registered with the State of Washington Dept. of Licenses or an equivalent governmental agency, that name may be separately stated in the separate blank space provided for further identification purposes.


4. IDENTIFICATION OF SURETY:   The bond must state the Surety’s legal name, the state in which the Surety was legally organized, and that the Surety is legally doing business in the State of Washington. Only sureties that are included in the U. S. Department of the Treasury’s Listing of Approved Sureties (Circular 570), and are included on the Washington State Insurance Commissioner’s Authorized Insurance Company List, and have a rating listed in the A. M. Best's Key Rating Guide of "A-: VII" or better are acceptable to the City.


5. AMOUNT OF BOND:   The dollar amount (the “penal sum”) of the bond must be stated as follows:


a.
For a contract bond for an awarded contract, the amount of the contract award including sales tax or use tax, whichever is applicable.


b.
For a bid bond, five percent (5%) of the amount bid.


c.
For a bond in lieu of a retained percentage of compensation payable under the contract (a “retainage bond” or “bond in lieu”), five percent (5%) of the amount of contract, as awarded, including sales or use tax, whichever is applicable.  


(Note that for contact bonds and retainage bonds, the amount of the bond is subject to change.)     


For each type of bond, the amount should be spelled out and written in numbers.  The spelled out dollar amount must be the same as the numerical dollar amount.


6. CONTRACT/PURCHASE ORDER NUMBER:   The Purchase Order/Vendor Contract number must appear on the Bond.  (This requirement does not apply to bid bonds and proposal bonds.)


7. PERSONS AUTHORIZED TO SIGN BOND FOR PRINCIPAL:   A person authorized to legally obligate the proposer/bidder/vendor/contractor as the Principal must sign the bond.


a.
For a corporation identified in the bond as the Principal, the signature of one of the following will be acceptable:


(1) 
the corporation’s president;


(2) 
a corporate vice president;


(3)
a person to whom signature authority has been delegated by the president or a vice president through a Power of Attorney (a copy of the Power of Attorney* must be attached); or 


(4)
a person authorized by a provision in the Corporate Articles of Incorporation, a By-Law, or Resolution of the Board of Directors (a copy of the pertinent Corporate Article of Incorporation, By-Law or Resolution* must be attached); or


(5)
a person to whom signature authority has been delegated by the corporation’s president or a corporate vice president through a specific delegation letter (a copy of which must be attached*).


b.
For a partnership identified in the Bond as the Principal, the signature of one of the following will be acceptable:


(1)
the managing general partner, or


(2)
any general (not a limited) partner, or


(3)
a person to whom signature authority has been delegated by a general partner through a Power of Attorney or specific delegation letter (a copy of which Power of Attorney or letter* must be attached).


c.
For a sole proprietorship identified in the Bond as the Principal, the Bond must be signed as follows:


(1)
If the proprietor (owner) is married but owns the business as his/her separate property, or if not married, by the signature of just that one person; or


(2)
If the proprietor (owner) is married and does not own the business as his/her separate property, by the signature of both the husband and wife; or



(3)
a person to whom signature authority has been delegated by the proprietor through a Power of Attorney or specific delegation letter (a copy of which Power of Attorney or letter* must be attached).


d.
For a Limited Liability Company (“LLC”) identified in the Bond as the Principal, the signature of the following will be acceptable. 


(1)
The LLC’s “Manager,” if the LLC has been established under Washington State Law and a Manager has been designated for such entity in the Certificate of Formation filed with the Secretary of State pursuant to RCW 25.15.070 (but if more than one Manager has been designated, then additional documentation must be submitted explaining how many managers must act to bind the LLC, and that number of signatures must be on the bond); or


(2)
If the LLC has been established under Washington State Law and no person has been designated as the “Manager” for such entity in the Certificate of Formation filed with the Secretary of State pursuant to RCW 25.15.070, then any person identified in such Certificate of Formation as a “Member” of the LLC; or


(3)
If the LLC is established under the laws of any state besides Washington, the legal representative of the LLC that is authorized by that state’s laws to execute binding commitments on behalf of the LLC (but documentation of the authority of the person signing the bond for the LLC will have to be provided to the City to establish that the signer is legally authorized to bind the LLC) ; or 


(4)
A person authorized by Power of Attorney from the LLC’s Manager or a member (a copy of the Power of Attorney* must be attached)


7. PERSON AUTHORIZED TO SIGN BOND FOR SURETY:   The bond must be signed by an authorized agent of the surety company.   A currently dated Power of Attorney* for the agent must be attached to the bond.


8. SIGNER’S NAMES AND TITLES MUST BE PRINTED OR TYPED BESIDE SIGNATURES:   The name and title of the person signing for the Principal and Surety must be legibly printed or typed adjacent to the signature of each such person.


*
SPECIAL INSTRUCTIONS REGARDING SUPPLEMENTARY DOCUMENTATION REQUIRED FOR BONDS:


Any supplementary material that these instructions indicate must be submitted with a bond, including but not limited to (a) a copy of a Power of Attorney; (b) excerpt from corporate Articles of Incorporation, By Laws or Resolution; (c) letter delegating signature authority; or (d) LLC Certificate of Formation or equivalent document, must be attached to a certificate that states that such material is a true and correct copy of the document that it purports to be, that the facts stated in such material have not been changed in any material respect, and that the authority as stated in such documentation is currently in full force and effect.  Such certificate must have been signed contemporaneously with the Bond by a person with the same authority to bind the principal as the person signing the bond for the principal or by a person who has authority to make representations of fact regarding the authority of representatives of the Principal (such as the Secretary of a corporation).


Ref:  j:contract\forms\bonds\instructions5.doc                                      Page 1  of 4                                                  9/28/01
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BIDDER/CONTRACTOR/BOND PRINCIPAL IDENTIFICATIONS:







LEGAL NAME:										



(Print/type legal name of entity submitting bid, signing contract, identified as “principal” in bond.)







DOING BUSINESS AS ( “d/b/a”)  								



(Print or type tradename or the name by which the above entity is commonly known or does business as a public works contractor or otherwise, if that name is different from the entity’s legal name)







THE ABOVE ENTITY IS A:   (Check (�symbol 52 \f "Monotype Sorts" \s 9�4�) the appropriate box and otherwise complete the following)







�symbol 255 \f "Symbol" \s 20�ÿ�	Sole proprietorship owned by 							



(If the owner (s) is/are married, specify the names of both spouses unless a separate property agreement provides for sole ownership.)







�symbol 255 \f "Symbol" \s 20�ÿ�	Partnership organized under the laws of the State of  _________________ in which the general partner(s) are 																		



	(If one or more of the general partners is a corporation, complete the following for each partner)







�symbol 255 \f "Symbol" \s 20�ÿ�	For-profit corporation organized under _________ State Law







�symbol 255 \f "Symbol" \s 20�ÿ�	Not-for-profit corporation organized under _______ State Law







�symbol 255 \f "Symbol" \s 20�ÿ�	Joint venture composed of 																			



(If the joint venture includes a corporation or partnership, provide the information requested above, as appropriate, for each of the joint venture participants.)







�symbol 255 \f "Symbol" \s 20�ÿ�	Limited Liability Company that is organized under the laws of the State of 	 and which the member(s) are 																			 and the manager(s) are 																		           .



(If any of the members is a corporation or partnership, complete the portion above for “corporation” or “partnership” for each such member, using additional pages if necessary)











THE ABOVE ENTITY OPERATES UNDER:  (Fill in all that are applicable.   If appropriate, insert “applied for”)







	Wash. State Business License # 							



	Wash. State Contractor Registration # 						



	City of Seattle Business License # 							



					 # 							







�







�







�







�
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Letter of Credit #_____________




IRREVOCABLE STANDBY LETTER OF CREDIT


Re:
Letter of Credit #_____________


Beneficiary:
The City of Seattle


Applicant:
______________________________________


[Insert the full legal name of Applicant]


We,






 (“Bank”), hereby issue this 


[Insert full legal name of bank issuing Letter of Credit]

Irrevocable Standby Letter of Credit in the amount of_______________________________ _____________________________________/100 Dollars ($_________________), lawful money of the United States of America, available to Beneficiary by draft drawn at sight on the Bank accompanied by the following two documents:


1. Beneficiary’s signed statement that:


(a)
the Applicant is in breach of the contract between it and Beneficiary, contract # _________________;  or


(b)
the Beneficiary has received notice pursuant to Additional Condition No. 1, below, that this Letter of Credit will not be renewed and the Applicant has failed to deliver to the Beneficiary within the period specified in the Beneficiary’s notice to the Applicant either a surety bond or a cash deposit in an amount equal to the amount remaining available to the Beneficiary under this Irrevocable Standby Letter of Credit  and either (i) the FAS Director has not yet determined that the requirements of the contract identified in paragraph 1.a, above, have been met or (ii) less than one (1) year has passed since such Director made such determination. 

and



2.
The original of this Letter of Credit and Amendments, if any.


ADDITIONAL CONDITIONS:


1.
This Letter of Credit shall be automatically renewed, without amendment, for an additional period of one (1) year from the present expiration date and each future expiration date unless the Bank has notified the Beneficiary in writing not less than thirty (30) days before such expiration date, that the Bank elects not to renew this Letter of Credit.  The present expiration date is _________________________.  All notices to the Beneficiary shall be in writing and sent via courier to the following address:


The City of Seattle, Department of Finance and Administrative Services 

Purchasing Services 

700 Fifth Avenue, Suite 4112 

Seattle, WA  98104

2.
Partial draws under this Letter of Credit are allowed.


3.
Drafts drawn under this Letter of Credit must bear the following clause: 


“Drawn under 






  Letter of 


[Insert full legal name of bank issuing Letter of Credit]

Credit No. 


.”


      [Insert appropriate number]

4.
All banking charges including but not limited to those of the issuing Bank are the responsibility of, and shall be paid by, the Applicant.


5.
 This Letter of Credit is subject to “The Uniform Customs and Practice for Documentary Credits” (2007 Revision) International Chamber of Commerce Publication No. 600.


6. Pursuant to U. S. law, the Bank is prohibited from issuing, transferring, accepting, or paying letters of credit to any party or entity identified by the Office of Foreign Assets Control, U. S. Dept. of Treasury, or subject to the denial of export privileges by the U. S. Dept. of Commerce.


7.
The Bank hereby engages with the Beneficiary that draft(s) drawn and/or documents presented under and in compliance with the terms of this Letter of Credit will be duly honored upon presentation to said Bank.


8. Except to the extent otherwise required by federal law, the Bank shall comply with all applicable laws of the State of Washington, and the applicable provisions of the Charter and ordinances of The City of Seattle.


9. The Bank agrees to be subject to the jurisdiction of the State of Washington, and the venue for any action hereunder shall be the King County Superior Court, King County, Washington.


10.
The Beneficiary is authorized to make any draw upon this Irrevocable Standby Letter of Credit at the following location in Seattle, Washington:


________________________________________________________________



[fill in local address of Bank]


By:
 ________________________



________________________



printed name and title of Bank officer



Legal name of Bank


STATE OF 



)







) ss:

ACKNOWLEDGMENT FOR BANK

COUNTY OF 



)


I certify that I know or have satisfactory evidence that                                                          , is the person(s) described in and who executed the foregoing Letter of Credit, and said person acknowledged to me that he/she signed and sealed said Letter of Credit as the free and voluntary act and deed of the Bank so identified in the foregoing Letter of Credit for the uses and purposes therein mentioned, and on oath stated that he/she is authorized to execute said Letter of Credit for the Bank named therein.


WITNESS my hand and official seal hereto affixed this _______ day of ______________, _______.


___________________________________

______________________________________



(Signature of Notary Public)





(Print or type name of Notary Public)


Notary Public in and for the State of  


 residing at 







My commission expires                              .

SEAL(
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NDA - RFP# SCL-1401.docx
The North American Electric Reliability Corporation (NERC) has compliance requirements related to the protection of information. Documents classified as Confidential shall be released to utilities, contractors, consultants, vendors, manufacturers, individuals, or other entities outside Seattle City Light (SCL) provided the entity first completes a Non-Disclosure Agreement as issued by SCL. A signatory must adhere to SCL protocols for handling such classified data and documents pursuant the terms and conditions of the Non-Disclosure Agreement.



Instructions:

Please read all pages and complete the Non-Disclosure Agreement (page 2 and 3). The Non-Disclosure Agreement must be signed by an authorized signatory for your firm. 



To expedite the review process, fax or email the Non-Disclosure Agreement to the person listed below and mail the originals to the address listed below. Documents can be released based on approval of an electronic copy of the Non-Disclosure Agreement, but original copies are required for full execution of the agreement. You will receive notification when the Non-Disclosure Agreement has been approved. 



Email: 

David.mclean@seattle.gov 



Mail:

City of Seattle Purchasing and Contracting Services

Attn: David McLean

PO Box 94687

Seattle, WA 98124-4687



If the NDA is for a contractor seeking to bid on a project, the City will verify the contractor’s valid registration status and may conduct a reference check before approving the release of documents.  The City will notify the bidder that they have been approved or not approved.  If approved, the bidder will be granted access to download documents. If the bidder is not approved, the bidder will receive a letter or email explaining why. Please allow 2 Business Days for review and approval. Please submit this form no later than 1 calendar week in advance of the bid opening date or as specified in the advertisement. 



After the project has been awarded, the City will send a form to bidders who were not awarded the contract to return or certify the destruction of confidential documents. 













City of Seattle

Non-Disclosure Agreement



[bookmark: Text1][bookmark: Text2]This Non-Disclosure Agreement ("Agreement") is made and entered into as of       20___, between The City of Seattle, by and through its Seattle City Light Department (“Disclosing Party”) and       (“Recipient Party”). Disclosing Party and Recipient Party agree as follows:







RFP# SCL-1401 – Boundary Generator Step-Up Transformers 151-154



Non-Disclosure Agreement v.07a (05-07-2014)		Page 1 of 4



1.  Definitions

"Confidential Information” shall mean: (i) information disclosed in tangible form by Disclosing Party and marked "confidential" or “proprietary;” or (ii) oral information designated as Confidential Information by the Disclosing Party at the time the oral information is provided.



2. Purpose

The Recipient Party shall use the Confidential Information only for the following purposes:

Preparing a proposal response for RFP# SCL-1401, Boundary Powerhouse Banks 151-154 Replacement

The following documents will be disclosed:

Technical drawings of the existing transformers, connections, transformer bays, and powerhouse as needed.



3. Obligation of Confidentiality

The Recipient Party will use the same degree of care, but not less than a reasonable degree of care to prevent the unauthorized use, dissemination or publication of the Confidential Information as the Recipient Party uses to protect its own confidential or proprietary information of a like nature. The Recipient Party shall limit the use of and access to Disclosing Party's Confidential Information to the Recipient Party's employees or independent contractors who need to know such Confidential Information, for the purpose set forth in Section 2 above. However, before the Recipient Party may disclose Confidential Information to any independent contractors/ subcontractors (Contractors), the Contractors must also sign and submit a Non-Disclosure Agreement to Seattle City Light to receive access to any of the Disclosing Party’s Confidential Information. 



4. Confidentiality Period

The Recipient Party's obligations to protect Confidential Information hereunder continue as long as the Confidential Information is in its possession.



5. Exceptions

The Recipient has no obligation of confidentiality to any Confidential Information that:

a. is or becomes a matter of public knowledge through no fault of the Recipient; or

b. was in the Recipient’s possession or known by it prior to receipt from the Disclosing Party; or

c. was rightfully disclosed to the Recipient by a third party without restriction; or

d. is independently developed by the Recipient without access to Disclosing Party’s Confidential Information. 

The Recipient Party may disclose Confidential Information pursuant to any statutory or regulatory requirement or court order, provided that Disclosing Party is, to the extent legally permitted, given ten (10) days advance notice of any proposed disclosure, in order for Disclosing Party to pursue a protective order. If a protective order is not obtained by Disclosing Party at the conclusion of this ten (10) day period, the Recipient Party may disclose the requested Confidential Information without further liability. 



6. Equitable Relief

The Recipient Party acknowledges and agrees that due to the unique nature of Disclosing Party's Confidential Information, there may be no adequate remedy at law for any breach of its obligation. Recipient Party further acknowledges that any such breach may allow the Recipient Party or third parties to use such Confidential Information to irreparably harm the Disclosing Party and therefore, upon any such breach or threat thereof, Disclosing Party shall be entitled to seek appropriate equitable relief. The Recipient Party will notify Disclosing Party in writing immediately upon the occurrence of any such unauthorized release or other breach.



7. Intellectual Property Rights

Recipient Party does not acquire any intellectual property rights under this Agreement or through any disclosure hereunder, except the limited right to use such Confidential Information in accordance with this Agreement.



8. Return of Information

At any time, the Disclosing Party may request the return or the destruction of all Confidential Information previously provided to the Recipient Party. Upon receipt of such request, all such Confidential Information, including without limitation any copies, summaries or compilations of such information, still in the Recipient Party’s possession or under its control shall be promptly returned or destroyed, as requested. 



9. General

This Agreement supersedes all prior discussions and writing with respect to the subject matter hereof. No waiver or modification of this Agreement will be binding upon either party unless made in writing and signed by a duly authorized representative of each party and no failure or delay in enforcing any right will be deemed a waiver of such right. The parties understand that nothing herein requires either party to proceed with any proposed transaction or relationship in connection with which the Confidential Information may be disclosed. In the event that any of the provisions of this Agreement shall be held by a court of competent jurisdiction to be unenforceable, the remaining portions hereof shall remain in full force and effect. This Agreement shall be governed by the laws of the State of Washington without regard to conflicts of laws provisions thereof, and each party submits to the jurisdiction and venue of the Washington state or federal court serving the King County area with respect to the subject matter of this Agreement. The headings to the Sections of this Agreement are included merely for reference and shall not affect the meaning of the language included therein. This Agreement is written in the English language only, which language shall be controlling in all respects. If applicable, this Agreement may be executed in counterparts or by facsimile, each of which shall be deemed an original, and all of which together shall constitute one and the same agreement. 







WHEREFORE, the Parties acknowledge that they have read and understood this Agreement and voluntarily accept the duties and obligations set forth herein. 



		

		Recipient Party



		

		Company Name:____________________________



State of WA Contractor Registration (if appropriate): __________________________________________



Print Name:________________________________



		

		Signature:__________________________________



		

		Title: ______________________________________



		

		Address: __________________________________



		

			  __________________________________



		

			  __________________________________



Phone/ Email: ______________________________






ATTACHMENT 1

Information Protection Procedures



RELEASE OF CONFIDENTIAL DOCUMENTS OUTSIDE SEATTLE CITY LIGHT





RFP# SCL-1401 Boundary Generator Step-Up Transformers 151-154

Documents classified as Confidential may not be released to entities outside Seattle City Light (SCL) without the entity first entering into a Non-Disclosure Agreement (NDA) as issued by SCL. By entering into an NDA, the entity must adhere to SCL protocols for handling such classified data and documents, as described by this Attachment 1.

Non-Disclosure Agreement v.07a (05-07-2014)		Page 4 of 4



		Data Handling

		Paper/Hard Copy

		Electronic Copy/Electronic Media



		At SCL site with controlled entry (behind card key or hard key access)



		Do not leave in open view when not in use or unattended. Preferably store in a locked location.

		Store in restricted access folders on SCL Network Server (folders should not be available to public access via Internet or dial-up). Encryption is reasonable protection provided password is kept segregated and protected.



		Off-site, or non-controlled SCL location (public area, in transit)

		Retain in direct possession. If absolutely necessary to leave unattended, lock in secure container out of direct site (briefcase, file cabinet, car trunk, etc)

		Retain in direct possession. If absolutely necessary to leave unattended, lock in secure container out of public sight. Classified media (tapes, CDs, DVDs, floppy disks, etc) shall be labeled as Confidential.



		Off-site, or non-controlled SCL location (public area, alternate work site)

		Retain in direct possession. If absolutely necessary to leave unattended, lock in secure container or locked room out of public sight.

		All remotely accessible data must be encrypted. Classified media shall be labeled as Confidential. Electronic data should remain in direct possession of the person it was issued to. If absolutely necessary, lock in secure container or locked room out of public sight.



		Transmission (mail, email, etc)

		Require a tracking number and signature receipt if using U.S. Mail or commercial service (FedEx, courier, etc). For faxes, call receiver immediately to verify their receipt.

		Encrypt before emailing or sending by FTP (SCL prefers WinZip v12, although PGP, TruCrypt, Acrobat, or other programs may be used). Use of secure FTP sites and protocols are required.



		On completion of contract

		Either return to point of contact at SCL, or destroy by shredding or other means and certify in writing.

		Return media to SCL point of contact or destroy by shredding or cutting. Delete USB drives and computer files using a DOD wipe. Certify in writing



		Lost or Stolen Documents



		Contact your SCL point of contact as soon as possible to report any lost or stolen documents.

		Contact your SCL point of contact as soon as possible to report any lost or stolen documents.
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Minimum Qualifications Chart.doc
City of Seattle RFP # SCL-1401

Title: Boundary Generator Step-Up Transformers 151-154



		Item #

		Minimum Qualification

		Describe how you meet the minimum qualification.



		1a

		Bidders must demonstrate a minimum of fifteen (15) years’ experience in the design and manufacture of high voltage power transformers of similar rating and application as described herein.   The term “similar rating” mean power transformer delivered with equal to or higher than 180MVA (base) size, with high side winding voltage of 230kV or higher.

		



		1b

		Bidders based outside of the United States of America or supplying transformers from a factory outside of the United States of America, must demonstrate a minimum of fifteen (15) years’ experience of selling high voltage power transformers of “similar rating” and application built in that factory for the United States of America market.

		



		2

		Bidder must demonstrate that the Technical Service Advisor has a minimum of five (5) years of experience installing similar transformers with at least two years of experience as the supervisor.

		



		3

		Bidders must demonstrate proof that manufacturer's repair and testing facilities for any part of or the whole power transformer are available in North America.

		





MINIMUM QUALIFICTIONS

Describe exactly how you achieve each minimum qualification.  The determination that you have achieved all the minimum qualifications is made from this document. 
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VendorQuestionnaire.docx
City of Seattle Vendor Questionnaire   

Page 6 of 6

Vendor’s Name: ______________________________________________________________


RFP# SCL-1401

City of Seattle Vendor Questionnaire



		Please have an officer or person eligible to represent the Vendor firm fill out this form.  Submittal of this Vendor Questionnaire with your bid or proposal is an attestation that the information in this Vendor Questionnaire and within your submittal documents are true and valid. Provide prompt notice to the City if, at any time prior to contract award, any facts need to be corrected.







INSTRUCTIONS:  This is a mandatory form.  Submit this form with your response. Provide information to the extent information is available.  If your response is incomplete or requires further description, the City may request additional information within a specified deadline, or may determine the missing information is immaterial.   



		Vendor Information



		Vendor’s Legal Name 

		     



		“Doing Business Name” (dba) if applicable

		     



		Mailing Address 

		     



		Contact Person and Title 

		     



		Contact Person’s Phone Number

		     



		Contact Person’s Fax Number

		     



		Contact Person’s E-Mail Address

		     



		Dun & Bradstreet number (if available)

		     



		Identify the City and State of your company headquarters

		     







		Vendor Billing Contact Person:  Identify the person who will prepare and manage your invoices. This helps the City contract manager offer instructions that ensure your invoices are promptly paid.



		Person and Title 

		     



		Person’s Phone Number

		     



		Person’s Fax Number

		     



		Person’s E-Mail Address

		     







		Vendor Registration with City of Seattle



		Verify your firm is registered into the City’s Online Business Directory at www.seattle.gov/obd and that your Taxpayer ID number and WMBE status are accurate. For help, call 206-684-0383.

		Yes  |_|        No   |_|   





		Most companies must hold a Seattle Business License (if you have a facility/office in Seattle, conduct sales visits to Seattle, deliver products in your own trucks, or perform on-site work in Seattle).  If you fall within that category, will you immediately seek a business license no later than your notice of award and ensure all city taxes are paid current? 

		Yes |_|              No|_|     









		Ownership

		.



		Is your firm a sole proprietorship, partnership, corporation, limited liability company, subsidiary, parent, holding company, or affiliate of another firm? If yes, identify type and name of principal(s).

		   Yes |_|       No|_|   

   



		What year was your firm, under the present ownership configuration, founded?

		     



		How many years has your firm been in continuous operation without interruption?

		     



		What year did your firm begin providing, on a continuous basis, the types of services or products that are required from this solicitation?

		     







		Financial Resources and Responsibility

		Specify yes or no.  





		Within the previous five years has your firm been the debtor of a bankruptcy?

		     



		Is your firm in the process of or in negotiations toward being sold?

		     



		Has your firm been debarred or found non-responsible for contracting with any local, state, or federal governmental agency within the past 5 years?

		     



		Within the previous five years has a governmental or private entity terminated your firm’s contract prior to contract completion for failed performance?

		     



		Within the previous five years has your firm used any subcontractor to perform work on a government contract when that subcontractor had been debarred by a governmental agency?

		     







		Social Equity compliance

		Specify yes or no.  



		Within the previous ten years has your firm been found to have violated any local, state, or federal anti-discrimination laws or regulations, whether they be local, state, or federal?

		      



		Does your firm comply – to the extent required - with the following City of Seattle Labor Standards requirements from Seattle Municipal Code Chapter 14:



1) City Paid and Sick Time labor standards, providing paid sick and safe time to eligible employees? Most employers must provide employees who have work hours in Seattle, with accrued paid sick and safe time. Payment of prevailing wages does not ensure compliance (SMC 14.16).

2) Minimum Wage labor standards which set wages for employees working within city limits (SMC 14.19).

3) Wage Theft labor standards which establish basic requirements for payment of wages and tips for employees working within city limits, including providing various payment documentation to employees (SMC 14.20).



If “No” please provide an explanation of the circumstances. The City may audit payroll records or interview workers to ensure compliance. For more information regarding these requirements, see Municipal Code Chapter 14or http://www.seattle.gov/laborstandards, or call the Office of Labor Standards at 206.684.4500. 

		     



		 Has your firm ever been found by the City or any government agency, to have underpaid your employees (this includes instances where you may have provided the restitution to make the worker whole)?

		      

 



		Does Vendor anticipate hiring a subcontractor or new employees to perform the work required under this contract?  IF YES, attach the mandatory Inclusion Plan.   Obtain the form by clicking on the following link http://www.seattle.gov/city-purchasing-and-contracting/social-equity/wmbe and choosing the Purchasing WMBE Inclusion Plan under the WMBE Inclusion Plans menu.  



		      









		Disputes

		Specify yes or no.  





		Within the previous five years has your firm been the defendant in court on a matter related to: payment to subcontractors or contract work performance?

		     



		Does your firm have outstanding judgments pending against it?

		     



		Within the previous five years, was your firm assessed liquidated damages on a contract?

		     



		Is your firm presently involved in a dispute (including litigation) regarding its right to provide the product or service being requested by the City for this contract, including but not limited to notice of and/or in litigation about patent infringement for the product and/or service that your firm is offering to the City?

		     







		Miscellaneous 

		Specify yes or no. 

 



		Within the previous five years, has your firm or any of its owners, partners, or officers, been assessed penalties or found to have violated any laws, rules, or regulations enforced or administered by a government entity?  This does not include owners of stock in your firm if your firm is a publicly traded corporation.  

		     



		Within the past ten years, has any owner, principal, or officer who will perform any of the work for the City been convicted of a crime? 

		     



		If a license is required to perform, within the previous ten years has your firm or any principal, officer or employee who will perform work for the City had a license suspended by a licensing agency or been found to have violated licensing laws?



		     



		If hazardous materials are within the work to be performed, has any principal, officer or employee who will perform work for the City had violations of improper disposal of such materials or violations of associated laws, rules or regulations in the previous five years? 

		     



		Is there any other information the City should be aware of regarding your financial, criminal or legal history that has bearing on the work that the City is considering you to perform?  For example: conviction or civil judgement rendering against the firm for commission of fraud or a criminal offense in connection with obtaining, attempting to obtain, or performing a federal, state or local government contract or subcontract; violation of federal or state antitrust or similar statutes, relating to the submission of offers; or commission of embezzlement, theft, forgery, bribery, falsification or destruction of records, making false statements, tax evasion, or receiving stolen property, any present indictment for, or otherwise criminally or civilly charged by a government entity.



		     



		Vendor has not paid, nor will pay, federal appropriated funds (including profit or fee received under a covered federal transaction), to any person for influencing or attempting to influence an officer or employee of any agency, a Member of Congress, an officer or employee of Congress, or an employee of a Member of Congress on his or her behalf in connection with this solicitation. If the Offeror has engaged in any lobbying activities, the Offeror shall notify the City of Seattle and complete and submit, with its offer, OMB standard form LLL, Disclosure of Lobbying Activities.



		     



		Vendor has not, directly or indirectly, entered into any agreement, participated in any collusion, or otherwise taken any action in restraint of competitive pricing in the preparation and submission of its Offer;



		     







		Involvement by Current and Former City Employees

		Specify yes or no. 





		Are any of your company officers or employees a current or former City of Seattle employee or volunteer?  If yes, identify the employee name.  Advise the employee of their duty to comply with City of Seattle’s Code of Ethics, Seattle Municipal Code Chapter 4.16. 

		     





		Will any of your vendor employees work more than 1,000 hours (per rolling 12 months) within a City contract, combining the hours for work under this contract and any other?  If so, specify the worker name.  Advise the worker of their duty to comply with the City of Seattle’s Code of Ethics, Seattle Municipal Code Chapter 4.16

		     



		Does Vendor (including officer, director, employee, trustee, or partner) have a business interest or a close family or domestic relationship with any City official, officer or employee who was, is, or will be involved in selection, negotiation, drafting, signing, administration or evaluation of the Vendor performance?  

		     







		Business History

		Specify yes or no. 

 



		In the last five years, has your firm held other contracts with public agencies to provide similar products or services in a size and scope similar to that required by the City of Seattle?

		     



		Provide and/or attach a sampling of contracts you have held in the past five years, sufficient for the City to understand the depth and breadth of your experience, with a particular emphasis on contracts with public agencies.   The City may use this to assess your capability and experience at this particular type of product provision or service work.  Specify the name/contact that can serve as a reference for each.

· If you have many such contracts, you can provide a brief summary. 

· If you are a subsidiary of a national firm, summarize the contracts that represent your local office.   











		     



		Proposal Expiration

		



		The Vendor understands that Offers are valid until the City awards a Vendor Contract or rejects all offers.  









		Emergency Contact Information

Certain contract products or services may be valuable during a 24-hour emergency. If you have alternative contact information for emergency response during non-business hours, please provide below.  



		Contact Name

		     



		Emergency Phone Number

		     



		Back-up Emergency Phone Number

		     



		If your company has locations outside Seattle that can be called upon in an emergency for these products or services, please list:

		     












City Non Disclosure Request 



If you believe any statements or items you submit to the City as part of this bid/response are exempt from disclosure under the Washington Public Records Act, RCW Chapter 42.56, you must identify and list them below and provide the City with a copy of your bid/response with those portions redacted. Should the City receive a public records request for your bid/response, the City will first release the redacted version of the proposal to the requester. Requesters may accept the redacted proposal or decide to challenge all or some of the exemptions applied by the vendor. If the requestor challenges the exemptions, the City provides you with notice and up to ten days to seek an injunction to prevent the release of the challenged portion of the record.  This notice is a courtesy and not a legal obligation. Only records properly listed on this form and redacted will be protected and withheld for notice. All other records will be considered fully disclosable upon request. 



The City will not withhold information or provide notice simply because your document is marked with a document header or footer, page stamp, or a generic statement that a document is non-disclosable, exempt, confidential, proprietary, or protected.  You must very clearly and specifically identify each statement or item and the corresponding RCW exemption that applies.  You may not identify the entire page, unless the entire page is within the exemption scope. 





|_|    I do not request any information be withheld.



|_|    I request the following specific information be withheld.  I understand that all other information will be considered public information.  For each statement or item you intend to withhold, you must fill out every box below.  You should not require an entire page withheld; only request the specific portion subject to the exemption. 



		Document Page: 

Specify the page number on which the material is located within your submittal package

		Statement:

Repeat the text you request to be held as confidential, or attach a redacted version. 

		RCW Exemption:  

Specify the RCW exemption including the subheading



		



		

		



		



		

		



		



		

		









For this request to be valid, you must specify the RCW provision or other State or Federal law that designates the documents as exempt from disclosure.  Please refer to Chapter 42.56 of the Revised Code of Washington for the exemptions.  






Equal Benefits Compliance Declaration



Please declare one (1) option from the list below that describes the Contractor’s intent to comply with Seattle Municipal Code Chapter 20.45 should you win the contract. 

Equal Benefits applies to any contractor location in the United States where substantive contract work is being performed (work directly related in a substantial way to the contract scope and deliverables). 



[bookmark: Check5]|_|	Option A The Contractor makes, or intends to make before contract execution, all benefits available on an equal basis to its employees with spouses and its employees with domestic partners, and to the spouses and the domestic partners of employees, in every location within the United States where substantial work on contract will be performed.  



[bookmark: Check6]|_|	Option B The Contractor does not make benefits available to either the spouses or the domestic partners of its employees.



[bookmark: Check7]|_|	Option C The Contractor has no employees.



[bookmark: Check8]|_|	Option D Collective Bargaining Delay.  Benefits are available on an equal basis to non-union workers, but union workers are subject to a collective bargaining agreement that does not provide equal benefits.



[bookmark: Check9]|_|	Option E Open Enrollment Delay. The first open enrollment period for implementing Equal Benefits is not available until after contract execution



|_|	Option F Cash Equivalent Payment. The Contractor intends to provide a cash equivalent payment to eligible employees in lieu of making benefits available.



|_|	No United States Presence The Contractor does not perform substantial work for the contract in any United State location.



|_|	Non-Compliant The Contractor does not comply and does not intend to comply, and refuses all options provided above.



Equal Benefits Instructions

Seattle Municipal Code Chapter 20.45 (SMC 20.45) requires companies executing a City contract to provide health and benefits that are the same or equivalent to domestic partners of employees as to spouses of employees, and of their dependents and family members.  

1. Carefully fill out the Equal Benefits Declaration. It is essential to your standing in the evaluation process, so it is important to understand and complete the declaration properly. 

2. The Buyer or Coordinator for the solicitation can answer many questions.  However, you may call the general office at 206-684-0444.  Call before you submit your bid to ensure you’ve filled out the form correctly.  

3. "Domestic Partner" is any person who is party to a same-sex marriage that is legally recognized in the place of jurisdiction of the marriage, or as a Domestic Partner with the employer or with a government registry established by state or local law. If the employer does not have a registration system and does not intend to implement one, the City of Seattle has a registration system as an option: http://www.seattle.gov/leg/clerk/dpr.htm

The City will review your responses and make a final determination.  If the information you supply is conflicting or not clearly supported by the documentation that the City receives, the City may reject your entire submittal (bid or proposal) or may seek clarification to ensure the City properly classifies your compliance.  

Companies that select “Non Compliant” will be rejected, unless there is no competitor that is compliant, responsive and responsible.  The City may also find a Bidder “Non Compliant” upon inspection of their program. Be prepared with documentation to support your declaration. All contracts awarded by the City may be audited for equal benefits compliance. Non-compliance may result in the rejection of a bid or proposal, or termination of the contract.



FAS Revised 6/8/2017


image11.emf
Inclusion Plan  7-15-15.doc


Inclusion Plan 7-15-15.doc
[image: image1.jpg]





City of Seattle


Inclusion Plan




		Solicitation Number & Title:

		



		Your Company Name:

		     





Bidders must complete and submit this form with their RFP response. Carefully read the attached instructions.

For questions, call Miguel Beltran, 206-684-4525 Miguel.Beltran@seattle.gov

The RFP instructions for this project identify how many points this Inclusion Plan is given during RFP evaluation.  

Aspirational WMBE Goals.

Propose WMBE utilization goals in the spaces below. These goals represent WMBE utilization the Bidder intends to achieve during contract performance.  The goals should represent a realistic and achievable commitment. WMBE Bidders  may indicate your self-performance as well as work you intend to subcontract to other WMBE firms. See page 4 for instructions. These goals do not need to match, and are not expected to match WMBE Guarantees.

		Project Goals

		



		Specify the percentage participation by woman owned firms.  

		%



		Specify the percentage participation by minority owned firms.

		%



		TOTAL

		%





Strategies.


Describe strategies you intend to use to achieve the aspirational WMBE utilization for this contract.  This may include such strategies as negotiated award to a WMBE firm in lieu of competitive subcontract bids, using WMBE as a tiebreaker per RCW 35.22.650, strategies for self-performance and subcontracting, providing mobilization payments, and offering rapid invoice payments. 

Past Performance


As evidence of your good faith intentions to achieve the WMBE aspirational goals you provide on page 1, describe your past performance on contracts with similar work.  The City may review your past performance on previous City contracts.  Your response should concentrate on achievement when your effort was voluntary (i.e. goals were not mandatory such as a federally-funded DBE requirement), or where you exceeded the regulatory minimum requirement.  

WMBE Guarantees.

This section gives the option to guarantee utilization of certain WMBE firms as evidence of good faith efforts.  If you choose to list WMBE firms, you guarantee to the City and WMBE firm they will be used.  Provide the percentage of total contract value that you guarantee. Please see instructions on page 5.

		WMBE Business Name

		Percent of Contract



		     

		     



		     

		     



		     

		     



		     

		     



		     

		     





		     

		     



		

		     





Diverse Employment.

If you have a mission or program uniquely committed to hiring workers with employment barriers, veterans, disabled, the chronically unemployed or low income individuals, or woman and minority (if they are underutilized in your profession such as. construction trades), please describe.  The City expects a substantive and highly integrated program, instead of a standard EEO or Affirmative Action policy 

Describe how this mission or commitment would translate directly into placement of such workers to perform the scope of work for this City contract opportunity.


 Inclusion Plan Instructions

WMBE firms include any self-identified or state-certified firm that is at least 51% woman or minority owned (per SMC 20.42). The following may assist bidders:  https://wald1.seattle.gov/dea/registration/ and http://www.omwbe.wa.gov/certification/certification_directory.shtml).   A WMBE does not need to be self-identified and registered within the City’s on-line business registration at time of bid, but must do so before contract execution. 

1. When the City places the Inclusion Plan into the solicitation requirements, the “Bidder” must complete and submit this WMBE Inclusion Plan as part of the RFP response.  If the form is not completed and submitted as part of the response, the bid will be considered non-responsive.

2. The RFP provides the evaluation scoring matrix, which includes how many points this Inclusion Plan will be given in RFP evaluation.  Notes below provide you the context of how points will be considered. The Plan will be evaluated by the City based upon the strength of the good faith efforts to utilize WMBE-owned firms

3. A Prime (i.e. the Bidder, Vendor, the company submitting the proposal) who self-identifies (or is state certified) as a WMBE firm, must complete this form. even if it intends to self-perform.  

4. If you are a WMBE Prime and chose to self-perform elements that are eligible for subcontracting (i.e. work that is discretionary, which a prime may chose to self-perform or subcontract) , you may include your self-performance as part of your aspirational goal, and may name your self-performance for such discretionary work within your Guaranteed WMBE utilization. 


5. All work identified in the Plan to be performed by a WMBE firm must be a commercially useful function for the contract scope.


6. The City may discuss the Plan with the apparent successful bidder before incorporating into the contract; the Plan may be amended by mutual consent.


7. For phased work, (for example, an IT project), provide responses as thorough as possible given the scope known.  If future phases require, the City will review the Plan for mutually-agreed upon updates.

Aspirational WMBE Goals (Page 1)


8. These goals are a serious commitment the Prime (i.e. Bidder or Proposer)  can reasonably and realistically achieve given good faith efforts.  


9. These aspirational goals, good faith efforts, progress reports, and collaboration with the City are material to the contract. 

10. The Bidder is to provide an Aspirational Goal that is achievable.  Failure to achieve the goal itself is not a material breach, but substantial variance below the Aspirational goal volunteered by the Bidder  may measure failed good faith efforts, to establish a reasonable goal and/or build an appropriate effort to achieve the aspirational goal.

11. The Aspirational Goal percentage applies to the entire contract cost.  If change to the contract requires a modification to the percentage, then the City and Prime will discuss whether a greater or lesser goal is appropriate and modify the Plan.


12. The bidder should enter a total WMBE goal on page 1 where indicated.  The City seeks a separate percentage WBE and MBE goal. If the bidder does not provide such goals separately and only gives a total, then the City may seek the two separate percentages after bid opening and rely upon the total for scoring. If the Bidder provides a WBE and MBE goal, but does not total the percentage, the City shall total those percentages to become the total. 

WMBE Guarantee (Page 2)


13. The Prime has the option to list WMBE firms with whom the Prime commits to contract. This does not need, and is not expected, to equal your aspirational goal on page 1.  You may have WMBE firms you can commit at time of bid, but may have other opportunities you are not yet prepared to guarantee. 


14. A WMBE Guarantee should be secured with the WMBE firm in advance of listing on the form.  The City does not require a signed contract in place with the WMBE.

15. Changes to named WMBE Guarantees:   


a.         A named firm includes any WMBE named in the Inclusion Plan with whom the Bidder would Contract if awarded the Contract.  


b.         Any such WMBE that the Prime wishes to substitute during the course of the project must have City Buyer consent through a change order and a demonstrated “good cause.”  “Good cause” shall include the following:


1. Failure of the WMBE to execute a written contract after a reasonable period of time.


2. Bankruptcy of the WMBE.


3. Failure of the WMBE to provide the required bond.


4. The WMBE is unable to perform the work because they are debarred, not properly licensed, or in some other way is ineligible to work.


5. Failure of the WMBE to comply with a requirement of law applicable to subcontracting.


6. The death or disability of the WMBE (if the WMBE is an individual)


7. Dissolution of the WMBE (if the WMBE is a corporation or partnership).


8. If there is a series of failures by the WMBE to perform in accordance with previous contracts.


9. Failure or refusal of the WMBE to perform the work.


c.         If the Prime is making a change to a named WMBE Subcontractor, then the Prime shall use good faith efforts to recruit another WMBE to do the Work. 


Diverse Employment (Page 3)


a. Corporate EEO policies and affirmative action policies are not indicative of a unique employment mission.


b. A response is not required, if you have no such program within your company and/or you do not have a unique mission as part of your business purpose.


		2/21/13 Purchasing

		Page 1
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RFP# SCL-1401

		SEISMIC STATEMENT OF RESPONSIBILITY FORM

SEATTLE CITY LIGHT


BOUNDARY POWERHOUSE TRANSFORMERS 151-154 REPLACEMENT



		Seismic Statement of Responsibility: 


· I /we acknowledge awareness of the special seismic requirements contained in this specification. 


· I/we Acknowledgment that control will be exercised to obtain conformance with the seismic requirements of this specification. 






		Printed Name and Title:




		Signature and Date: 





		Provide references of at least three equipment projects in recent history where design and testing conformed to the seismic requirements of IEEE Standard 693. 






		Reference #1:




		Contact information:



		Reference #2:




		Contact information:



		Reference #3:




		Contact information:



		Identification and qualifications of the person(s) who will be performing testing and analysis as required in this specification.



		Name and Title:




		Qualifications: 



		Name and Title:




		Qualifications: 





Seismic Statement of Responsibility
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RFP# SCL-1401

		BID OFFER FORM

SEATTLE CITY LIGHT


BOUNDARY POWERHOUSE TRANSFORMERS 151-154 REPLACEMENT



		By Completing and signing this form the I/we hereby certifies that I/we have personally and carefully examined the Invitation to Bid (ITB), all Addenda issued, plans, specifications, and instructions for furnishing:

Four 242 kV – 14.4 kV, 200 MVA, GENERATOR STEP-UP TRANSFORMERS as described herein; 

I/we also fully understand the manner in which payment is proposed to be made for the cost thereof, and having made the necessary examination, hereby propose to furnish equipment within the time fixed and upon the terms and conditions provided without exception in the said Request for Proposal, Addenda, plans, specifications, and instructions at the following firm fixed prices in U.S. Dollars.





		Bid Item Prices Form


Generator Step-Up Transformers



		Item

		Description of Bid Item

		Quantity

		Unit Price

		Subtotal Excluding sales tax 



		1

		Design, Manufacture, and Delivery of Transformers with all the Specifications described herein (Boundary Transformers 151-154)

		4 each

		

		



		



		2

		Service of a Technical Service Advisor for Installation and Commissioning

		Number of Days

		Unit Price

		Subtotal



		

		Service on Weekday (including per diem)

		

		

		



		

		Service on Saturday (including per diem)

		

		

		



		

		Service on Sunday (including per diem)

		

		

		



		

		Round Trip Airfare between Transformer Factory and Spokane, WA

		

		

		



		



		3

		Losses

		Losses in kW

		Unit Price

		Subtotal



		

		Calculated Load Loss in kW (at 200 MVA, 3-phase transformer loading):


 ________ x $3,500/kW

		

		$3,500

		



		

		Calculated No-Load Loss in KW (per IEEE Standards)  _______ x $5,500/kW

		

		$5,500

		



		

		Calculated Auxiliary Losses in kW:


 ________ x $1,000/kW

		

		$1,000

		



		



		

		

		

		Total 

Price

		





		Bid Item Prices for Optional Items/Services 

Pricing for items listed below will not be evaluated.



		4

		Owner Recommended Spare Parts  

		Quantity

		Unit Price

		Subtotal



		

		Fan Motors

		2

		

		



		

		Complete Set of Gaskets

		2

		

		



		

		Oil Pumps

		2

		

		



		

		Forced Oil Cooler

		1

		

		



		



		5

		Special Tools


The bidder shall list any special tools, devices, or equipment that may be required or useful for the most expeditious assembling, installing, dismantling, or maintenance of the Bidder-supplied equipment. Note that use of such equipment for the initial assembly/installation must be included integrally with the prices bid of the Bid Form. The Owner will consider purchase of the list items for future maintenance and repair procedures.



		

		Description /Comment

		QTY

		Part/Catalog #

		Unit Price



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		



		6

		Bidder Recommended Spare Parts


The Bidder shall also provide in the bid form recommendations for any spare parts, not included in the listing of additional parts #5 of the Bid Form that the Bidder deems advisable to purchase with the transformers. The purchase of any recommended spare parts will be at the option of the Owner.



		

		Description

		QTY

		Part/Catalog #

		Unit Price



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		

		

		

		

		



		1. It is MANDATORY that you provide a Unit Price.  If there is an error between the Unit Price and Extended Price, the City will correct the Extended Price.


2. The bid prices shall include and cover all duties, handling and transportation charges and all charges incidental to the requested work excluding Sales Tax or Use Tax.  Offer shall agree to all City contract Terms and Conditions without exception.


3. Do not mark, write-in or add any exceptions to the specifications, schedule, terms or conditions.  Do not attach alternative boilerplate.  Any such exceptions can invalidate your Offer and the Buyer can reject your Bid. 


4. If you make an error in typing your prices or any corrections to your Offer Submittal, you may mark it in ink and initial the correction.  If it is not marked in ink and or it is not initialled, the Buyer may reject your bid.  Do not use whiteout.

5. Prompt Payment Discount:  _________%____ days.  Note:  Prompt payment discount periods equal to or greater than 10 calendar days will receive consideration and bid pricing will be reduced for evaluation by the amount of that discount.

6. Interlocal Agreement: The City of Seattle has entered into Interlocal Agreements with other governmental agencies pursuant to RCW 39.34, in lieu of those agencies conducting a separate competitive bid.  Does Vendor agree to provide this product or service to such agencies?

Yes: ______
No: _________


7. Delivery of first transformer is required on or before January 21, 2021. Confirm that you can meet this date: 


Yes: ______
No: _________


8. Minimum Warranty for all parts, components, and equipment is 3 years. Please state your warranty terms:


Delivery (years): _________      Installed/Energized (years): __________


I/We certify acceptance, without exception, of the warranty stated herein and the commercial terms and conditions listed herein as well as in the accompanying Invitation to Bid.

I/We also certify that the prices above are firm for 90 days from date of Bid and acknowledge receipt of the following addenda:
 


Addendum #  ______    Dated ______________


Addendum #  ______    Dated ______________


Addendum #  ______    Dated ______________


Addendum #  ______    Dated ______________


 
Company Name ____________________________________________________________________(print)
                                                              
Authorized Signature:


(1) Name:_____________________________(print)                                     


(2) Name:_____________________________(print)                                                      


     Title: ______________________________(print)


 Title: ________________________________(print)


    (signed):_________________________________          


(signed):__________________________________


      Date: _____________________                                 Date: _____________________







Bid Offer Form
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RFP# SCL-1401

		TECHNICAL EVALUATION  FORM


SEATTLE CITY LIGHT


BOUNDARY POWERHOUSE TRANSFORMERS 151-154 REPLACEMENT



		Please complete this form.





		



		1

		Technical Data for Each Transformer

		Rating

		Unit

		Bid



		a

		MVA Rating

		200

		MVA

		



		b

		Frequency

		60

		Hz

		



		c

		Phase Configuration

		3-Phase

		

		



		d

		Type of Construction

		Core/Shell Form

		

		



		e

		Primary Voltage Rating

		14,400

		VAC

		



		f

		Secondary Voltage Rating

		242,000 - Grounded Wye

		VAC

		



		g

		Temperature Rise

		65 

		°C

		



		h

		Polarity

		Subtractive

		

		



		i

		Class Type

		OFAF

		 

		



		



		2

		Impedance

		Value

		Bid



		

		H to X Positive Sequence Percent Impedance @ 200 MVA Base ± 7.5% (shall provide with calculation)

		13.2%

		



		



		3

		Insulation Class and Impulse Level

		BIL (kV)

		Bid



		a

		Primary Windings (242-kV)

		≥900

		



		b

		Secondary Windings (14.4-kV)

		≥110

		



		e

		Neutral Winding

		≥110

		



		f

		Neutral Bushing

		≥150

		



		



		4

		Physical Data

		Unit (ft)

		Bid



		a

		Transformer Dimension

		

		



		

		Height

		

		



		

		Width

		

		



		

		Length

		

		



		

		Untanking (plus Slings)

		

		



		b

		Weight

		Unit (lbs)

		Bid



		

		Core and Coils

		

		



		

		Tank and Fittings

		

		



		

		Shipping Weight

		

		



		c

		Oil Volume

		Unit (gallons)

		Bid



		

		Main Tank

		

		



		

		Conservator Tank

		

		



		



		5

		Performance Data

		Unit

		Bid



		a

		Loading

		

		



		

		X Winding @ 14.4 kV and 200 MVA-3Ø

		

		



		

		H Winding @ 242 kV and 200 MVA-3Ø

		

		



		

		Reference Temperature in   °Celsius

		

		



		b

		Losses

		kW

		Bid



		

		No Load

		

		



		

		Full Load

		

		



		

		Auxiliary

		

		



		c

		Regulation

		Unit (%)

		Bid



		

		% regulation @ Unity Power factor 

		

		



		

		% Regulation @ 0.8 Power factor 

		

		



		d

		Audible Sound Level ≤ 76dB

		Unit (dB)

		Bid



		

		Level

		

		



		



		6

		Bushings – Section 9.9.9

		Quantity


(per transformer)

		Bid


(Quantity, Rating. Manufacturer, Model)



		a

		Primary – 25 kV, 12,000 A, 150 kV BIL, ANSI Gray - XV

		3

		



		b

		Secondary – 196 kV, 1200 A, Draw Lead, 900 kV BIL, ANSI Gray - HV

		3

		



		c

		Secondary Neutral – 25 kV, 150 kV BIL, ANSI Gray – H0

		1

		



		d

		Power Test Terminals – PCore Type 3

		3

		



		



		8

		Current Transformer – Section 9.9.11

Bushing Mounted, Continuous Thermal Current Rating Factor – 1.5

		Quantity


(per transformer)

		Bid


(Quantity, Ratio, Rating. Manufacturer, Model)



		a

		Primary – 14.4 kV, Bushing Mounted


Ratio – 10000:5, 0.3 B1.8 and C800 accuracy class

		3

		



		b

		Secondary – 242 kV, Bushing Mounted


Ratio – 1200:5 MR, C800 accuracy class

		6

		



		



		9

		Surge Arresters, Polymer – Section 9.9.14

ABB or GE TRANQUELL

		Quantity


(per transformer)

		Bid 


(Quantity, Rating, Manufacturer, Model)



		a

		242 kV winding, 192 kV class, MOV

		3

		



		b

		Discharge Counters 

		3

		



		



		10

		No-Load Tap Changer

		Quantity

		Bid


(Quantity, Rating, Manufacturer, Model)



		a

		Tap Changer

		1

		



		b

		Adjustments and Steps ± 5 % with 2-2.5 steps above and 2-2.5 steps below 242KV primary voltage

		1

		



		c

		Manual Drive

		1

		



		d

		Padlocks for Unauthorized Operation 

		1

		



		



		14

		Cooling System

		

		Bid


(Quantity, Rating, Manufacturer, Model)



		a

		OFAF Cooler

		

		



		b

		Oil Pumps

		

		



		c

		Fans

		

		



		



		18

		Valves

		Type

		Bid


(Quantity, Rating, Manufacturer, Model)



		a

		Drains

		

		



		B

		Oil Pumps

		

		



		C

		Filter Press

		

		



		D

		Liquid Sampling

		

		



		



		22

		Impact Recorder

		Quantity

 (per transformer)

		Bid


(Quantity, Rating, Manufacturer, Model)



		

		Top cover of transformer; Inside the control cabinet or other inconspicuous location

		2 min.

		





		Technical Data


In a separate document(s), please provide the following:





		a) Short Circuit Test Report


· Provide a short circuit test report of a “similar rating” and “similar design” or test summary demonstrating the coil design of the transformer being proposed has successfully passed the short circuit requirements listed in Section 10.1.15 of Boundary Powerhouse Transformer Banks 151-154 Replacement Specification Document. 



		b) Physical Feature Drawing


· Provide a physical outline drawing which includes dimensions, weights and system arrangement relative to foundation and transformer bay. Demonstrate that the transformer will fit within the bay and respect all clearances.



		c) Guaranteed Data


· Provide no-load losses, auxiliary losses and load losses, per IEEE requirements, when operating at rated voltage at 200 MVA. Power required for all cooling shall be given separately and not included in the above, but will be considered as auxiliary losses when calculating the total evaluated bid price.


· Provide the positive sequence impedance value, the tolerances thereof, and the calculations used in their determination based on the requirements of Section 10.1.6 of Boundary Powerhouse Transformer Banks 151-154 Replacement Specification Document.
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		Experience Form

SEATTLE CITY LIGHT


BOUNDARY POWERHOUSE BANKS 151-154 REPLACEMENT



		In a separate document, provide responses to the following questions in a detailed narrative form, and attach supportive documentation where required. If the responses provided in the narrative do not match with the firm’s supportive documentation, the City will either seek clarification or will make an independent decision as to which shall prevail in each instance.  If any response does not provide a clear response, the City may seek clarification or may score with the information provided.






		1. COMPANY EXPERIENCE






		Manufacturing Experience of Similar Transformers for the US or Canadian Market 

· Describe the length of your company’s experience in performing work of a similar nature and magnitude required in this RFP.  Many (5 or more) directly applicable projects with similar equipment as proposed in US or Canada in last 7 years are anticipated.   

· Provide detailed descriptions of the equipment manufactured for these similar projects.  

· State the total length of time the company has been in business without interruption and the length of time the company has been selling large transformers. 

· Include the location of the plant that will be supplying the transformer and the length of time the plant has been manufacturing transformers.






		2. KEY STAFF QUALIFICATIONS

The Technical Service Advisor (Advisor) is expected to be an employee of the transformer manufacturer.  The Advisor is responsible for ensuring the transformers are properly installed and assembled per the manufacturer’s instructions.  The Advisor is on-site whenever work is being performed on the new transformer including delivery, assembly and commissioning activities.


Present information in a resume format.





		Technical Service Advisor

Name, Company:

Describe qualifications, certifications, trainings, associations, and experience supervising and performing work of the similar magnitude and nature. It is anticipated that the Supervisor might have experience with (5 or more) directly applicable projects in the US or Canada in last 7 years.  The Technical Supervisor must communicate clearly, have excellent customer service skills and be solution focused.








Experience Form
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REFERENCES


RFP# SCL-1401

BOUNDARY POWERHOUSE BANKS 151-154 REPLACEMENT



Provide a minimum three (3) and up to five (5) references for recent, directly related projects in the last seven years.  It is expected that references will respond positively.  Please provide an overview and scrubbed one-line of these projects.  These projects should be similar in nature and magnitude to the work described in this RFP.  Failure to provide this information may cause that reference not to be considered by the evaluation panel.  Information may be provided on this form or in a different format.

		Ref #

		Company Name & Location

		Contact Person Name/Title

		Telephone Number or e-mail address

		Describe Work Performed Including Contract Value and Date work was performed.



		1




		

		

		

		



		2




		

		

		

		



		3




		

		

		

		



		4




		

		

		

		



		5
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Form    W-9
(Rev. December 2014)
Department of the Treasury  
Internal Revenue Service 


Request for Taxpayer 
Identification Number and Certification


Give Form to the  
requester. Do not 
send to the IRS.


P
ri


nt
 o


r 
ty


p
e 


S
ee


 S
p


ec
ifi


c 
In


st
ru


ct
io


ns
 o


n 
p


ag
e 


2.


1  Name (as shown on your income tax return). Name is required on this line; do not leave this line blank.


2  Business name/disregarded entity name, if different from above


3  Check appropriate box for federal tax classification; check only one of the following seven boxes: 


Individual/sole proprietor or   
single-member LLC


 C Corporation S Corporation Partnership Trust/estate


Limited liability company. Enter the tax classification (C=C corporation, S=S corporation, P=partnership) ▶  


Note. For a single-member LLC that is disregarded, do not check LLC; check the appropriate box in the line above for 
the tax classification of the single-member owner. 


Other (see instructions) ▶ 


4  Exemptions (codes apply only to 
certain entities, not individuals; see 
instructions on page 3):
Exempt payee code (if any)


Exemption from FATCA reporting


 code (if any)
(Applies to accounts maintained outside the U.S.)


5  Address (number, street, and apt. or suite no.)


6  City, state, and ZIP code


Requester’s name and address (optional)


7  List account number(s) here (optional)


Part I Taxpayer Identification Number (TIN)
Enter your TIN in the appropriate box. The TIN provided must match the name given on line 1 to avoid 
backup withholding. For individuals, this is generally your social security number (SSN). However, for a 
resident alien, sole proprietor, or disregarded entity, see the Part I instructions on page 3. For other 
entities, it is your employer identification number (EIN). If you do not have a number, see How to get a 
TIN on page 3.


Note. If the account is in more than one name, see the instructions for line 1 and the chart on page 4 for 
guidelines on whose number to enter.


Social security number


– –


or
Employer identification number 


–


Part II Certification
Under penalties of perjury, I certify that:


1.  The number shown on this form is my correct taxpayer identification number (or I am waiting for a number to be issued to me); and


2.  I am not subject to backup withholding because: (a) I am exempt from backup withholding, or (b) I have not been notified by the Internal Revenue 
Service (IRS) that I am subject to backup withholding as a result of a failure to report all interest or dividends, or (c) the IRS has notified me that I am 
no longer subject to backup withholding; and


3.  I am a U.S. citizen or other U.S. person (defined below); and


4. The FATCA code(s) entered on this form (if any) indicating that I am exempt from FATCA reporting is correct.


Certification instructions. You must cross out item 2 above if you have been notified by the IRS that you are currently subject to backup withholding 
because you have failed to report all interest and dividends on your tax return. For real estate transactions, item 2 does not apply. For mortgage 
interest paid, acquisition or abandonment of secured property, cancellation of debt, contributions to an individual retirement arrangement (IRA), and 
generally, payments other than interest and dividends, you are not required to sign the certification, but you must provide your correct TIN. See the 
instructions on page 3.


Sign 
Here


Signature of 
U.S. person ▶ Date ▶


General Instructions
Section references are to the Internal Revenue Code unless otherwise noted.


Future developments. Information about developments affecting Form W-9 (such 
as legislation enacted after we release it) is at www.irs.gov/fw9.


Purpose of Form
An individual or entity (Form W-9 requester) who is required to file an information 
return with the IRS must obtain your correct taxpayer identification number (TIN) 
which may be your social security number (SSN), individual taxpayer identification 
number (ITIN), adoption taxpayer identification number (ATIN), or employer 
identification number (EIN), to report on an information return the amount paid to 
you, or other amount reportable on an information return. Examples of information 
returns include, but are not limited to, the following:


• Form 1099-INT (interest earned or paid)


• Form 1099-DIV (dividends, including those from stocks or mutual funds)


• Form 1099-MISC (various types of income, prizes, awards, or gross proceeds)


• Form 1099-B (stock or mutual fund sales and certain other transactions by 
brokers)


• Form 1099-S (proceeds from real estate transactions)


• Form 1099-K (merchant card and third party network transactions)


• Form 1098 (home mortgage interest), 1098-E (student loan interest), 1098-T 
(tuition)


• Form 1099-C (canceled debt)


• Form 1099-A (acquisition or abandonment of secured property)


Use Form W-9 only if you are a U.S. person (including a resident alien), to 
provide your correct TIN. 


If you do not return Form W-9 to the requester with a TIN, you might be subject 
to backup withholding. See What is backup withholding? on page 2.


By signing the filled-out form, you: 


1. Certify that the TIN you are giving is correct (or you are waiting for a number 
to be issued),


2. Certify that you are not subject to backup withholding, or


3. Claim exemption from backup withholding if you are a U.S. exempt payee. If 
applicable, you are also certifying that as a U.S. person, your allocable share of 
any partnership income from a U.S. trade or business is not subject to the 
withholding tax on foreign partners' share of effectively connected income, and 


4. Certify that FATCA code(s) entered on this form (if any) indicating that you are 
exempt from the FATCA reporting, is correct. See What is FATCA reporting? on 
page 2 for further information.


Cat. No. 10231X Form W-9 (Rev. 12-2014)







Form W-9 (Rev. 12-2014) Page 2 


Note. If you are a U.S. person and a requester gives you a form other than Form 
W-9 to request your TIN, you must use the requester’s form if it is substantially 
similar to this Form W-9.


Definition of a U.S. person. For federal tax purposes, you are considered a U.S. 
person if you are:


• An individual who is a U.S. citizen or U.S. resident alien;


• A partnership, corporation, company, or association created or organized in the 
United States or under the laws of the United States;


• An estate (other than a foreign estate); or


• A domestic trust (as defined in Regulations section 301.7701-7).


Special rules for partnerships. Partnerships that conduct a trade or business in 
the United States are generally required to pay a withholding tax under section 
1446 on any foreign partners’ share of effectively connected taxable income from 
such business. Further, in certain cases where a Form W-9 has not been received, 
the rules under section 1446 require a partnership to presume that a partner is a 
foreign person, and pay the section 1446 withholding tax. Therefore, if you are a 
U.S. person that is a partner in a partnership conducting a trade or business in the 
United States, provide Form W-9 to the partnership to establish your U.S. status 
and avoid section 1446 withholding on your share of partnership income.


In the cases below, the following person must give Form W-9 to the partnership 
for purposes of establishing its U.S. status and avoiding withholding on its 
allocable share of net income from the partnership conducting a trade or business 
in the United States:


• In the case of a disregarded entity with a U.S. owner, the U.S. owner of the 
disregarded entity and not the entity;


• In the case of a grantor trust with a U.S. grantor or other U.S. owner, generally, 
the U.S. grantor or other U.S. owner of the grantor trust and not the trust; and


• In the case of a U.S. trust (other than a grantor trust), the U.S. trust (other than a 
grantor trust) and not the beneficiaries of the trust.


Foreign person. If you are a foreign person or the U.S. branch of a foreign bank 
that has elected to be treated as a U.S. person, do not use Form W-9. Instead, use 
the appropriate Form W-8 or Form 8233 (see Publication 515, Withholding of Tax 
on Nonresident Aliens and Foreign Entities).


Nonresident alien who becomes a resident alien. Generally, only a nonresident 
alien individual may use the terms of a tax treaty to reduce or eliminate U.S. tax on 
certain types of income. However, most tax treaties contain a provision known as 
a “saving clause.” Exceptions specified in the saving clause may permit an 
exemption from tax to continue for certain types of income even after the payee 
has otherwise become a U.S. resident alien for tax purposes.


If you are a U.S. resident alien who is relying on an exception contained in the 
saving clause of a tax treaty to claim an exemption from U.S. tax on certain types 
of income, you must attach a statement to Form W-9 that specifies the following 
five items:


1. The treaty country. Generally, this must be the same treaty under which you 
claimed exemption from tax as a nonresident alien.


2. The treaty article addressing the income.


3. The article number (or location) in the tax treaty that contains the saving 
clause and its exceptions.


4. The type and amount of income that qualifies for the exemption from tax.


5. Sufficient facts to justify the exemption from tax under the terms of the treaty 
article.


Example. Article 20 of the U.S.-China income tax treaty allows an exemption 
from tax for scholarship income received by a Chinese student temporarily present 
in the United States. Under U.S. law, this student will become a resident alien for 
tax purposes if his or her stay in the United States exceeds 5 calendar years. 
However, paragraph 2 of the first Protocol to the U.S.-China treaty (dated April 30, 
1984) allows the provisions of Article 20 to continue to apply even after the 
Chinese student becomes a resident alien of the United States. A Chinese student 
who qualifies for this exception (under paragraph 2 of the first protocol) and is 
relying on this exception to claim an exemption from tax on his or her scholarship 
or fellowship income would attach to Form W-9 a statement that includes the 
information described above to support that exemption.


If you are a nonresident alien or a foreign entity, give the requester the 
appropriate completed Form W-8 or Form 8233.


Backup Withholding
What is backup withholding? Persons making certain payments to you must 
under certain conditions withhold and pay to the IRS 28% of such payments. This 
is called “backup withholding.”  Payments that may be subject to backup 
withholding include interest, tax-exempt interest, dividends, broker and barter 
exchange transactions, rents, royalties, nonemployee pay, payments made in 
settlement of payment card and third party network transactions, and certain 
payments from fishing boat operators. Real estate transactions are not subject to 
backup withholding.


You will not be subject to backup withholding on payments you receive if you 
give the requester your correct TIN, make the proper certifications, and report all 
your taxable interest and dividends on your tax return.


Payments you receive will be subject to backup withholding if: 


1. You do not furnish your TIN to the requester,


2. You do not certify your TIN when required (see the Part II instructions on page 
3 for details),


3. The IRS tells the requester that you furnished an incorrect TIN,


4. The IRS tells you that you are subject to backup withholding because you did 
not report all your interest and dividends on your tax return (for reportable interest 
and dividends only), or


5. You do not certify to the requester that you are not subject to backup 
withholding under 4 above (for reportable interest and dividend accounts opened 
after 1983 only).


Certain payees and payments are exempt from backup withholding. See Exempt 
payee code on page 3 and the separate Instructions for the Requester of Form 
W-9 for more information.


Also see Special rules for partnerships above.


What is FATCA reporting?
The Foreign Account Tax Compliance Act (FATCA) requires a participating foreign 
financial institution to report all United States account holders that are specified 
United States persons. Certain payees are exempt from FATCA reporting. See 
Exemption from FATCA reporting code on page 3 and the Instructions for the 
Requester of Form W-9 for more information.


Updating Your Information
You must provide updated information to any person to whom you claimed to be 
an exempt payee if you are no longer an exempt payee and anticipate receiving 
reportable payments in the future from this person. For example, you may need to 
provide updated information if you are a C corporation that elects to be an S 
corporation, or if you no longer are tax exempt. In addition, you must furnish a new 
Form W-9 if the name or TIN changes for the account; for example, if the grantor 
of a grantor trust dies.


Penalties
Failure to furnish TIN. If you fail to furnish your correct TIN to a requester, you are 
subject to a penalty of $50 for each such failure unless your failure is due to 
reasonable cause and not to willful neglect.


Civil penalty for false information with respect to withholding. If you make a 
false statement with no reasonable basis that results in no backup withholding, 
you are subject to a $500 penalty.


Criminal penalty for falsifying information. Willfully falsifying certifications or 
affirmations may subject you to criminal penalties including fines and/or 
imprisonment.


Misuse of TINs. If the requester discloses or uses TINs in violation of federal law, 
the requester may be subject to civil and criminal penalties.


Specific Instructions
Line 1
You must enter one of the following on this line; do not leave this line blank. The 
name should match the name on your tax return.


If this Form W-9 is for a joint account, list first, and then circle, the name of the 
person or entity whose number you entered in Part I of Form W-9.


a.  Individual. Generally, enter the name shown on your tax return. If you have 
changed your last name without informing the Social Security Administration (SSA) 
of the name change, enter your first name, the last name as shown on your social 
security card, and your new last name.  


Note. ITIN applicant: Enter your individual name as it was entered on your Form 
W-7 application, line 1a. This should also be the same as the name you entered on 
the Form 1040/1040A/1040EZ you filed with your application.


b.  Sole proprietor or single-member LLC. Enter your individual name as 
shown on your 1040/1040A/1040EZ on line 1. You may enter your business, trade, 
or “doing business as” (DBA) name on line 2.


c.  Partnership, LLC that is not a single-member LLC, C Corporation, or S 
Corporation. Enter the entity's name as shown on the entity's tax return on line 1 
and any business, trade, or DBA name on line 2.


d.  Other entities. Enter your name as shown on required U.S. federal tax 
documents on line 1. This name should match the name shown on the charter or 
other legal document creating the entity. You may enter any business, trade, or 
DBA name on line 2.


e.  Disregarded entity. For U.S. federal tax purposes, an entity that is 
disregarded as an entity separate from its owner is treated as a “disregarded 
entity.”  See Regulations section 301.7701-2(c)(2)(iii). Enter the owner's name on 
line 1. The name of the entity entered on line 1 should never be a disregarded 
entity. The name on line 1 should be the name shown on the income tax return on 
which the income should be reported. For example, if a foreign LLC that is treated 
as a disregarded entity for U.S. federal tax purposes has a single owner that is a 
U.S. person, the U.S. owner's name is required to be provided on line 1. If the 
direct owner of the entity is also a disregarded entity, enter the first owner that is 
not disregarded for federal tax purposes. Enter the disregarded entity's name on 
line 2, “Business name/disregarded entity name.” If the owner of the disregarded 
entity is a foreign person, the owner must complete an appropriate Form W-8 
instead of a Form W-9.  This is the case even if the foreign person has a U.S. TIN. 
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Line 2
If you have a business name, trade name, DBA name, or disregarded entity name, 
you may enter it on line 2.


Line 3
Check the appropriate box in line 3 for the U.S. federal tax classification of the 
person whose name is entered on line 1. Check only one box in line 3.


Limited Liability Company (LLC). If the name on line 1 is an LLC treated as a 
partnership for U.S. federal tax purposes, check the “Limited Liability Company” 
box and enter “P” in the space provided. If the LLC has filed Form 8832 or 2553 to 
be taxed as a corporation, check the “Limited Liability Company” box and in the 
space provided enter “C” for C corporation or “S” for S corporation. If it is a   
single-member LLC that is a disregarded entity, do not check the “Limited Liability 
Company” box; instead check the first box in line 3 “Individual/sole proprietor or 
single-member LLC.”


Line 4, Exemptions
If you are exempt from backup withholding and/or FATCA reporting, enter in the 
appropriate space in line 4 any code(s) that may apply to you.


Exempt payee code.
•  Generally, individuals (including sole proprietors) are not exempt from backup 
withholding.


•  Except as provided below, corporations are exempt from backup withholding 
for certain payments, including interest and dividends.


•  Corporations are not exempt from backup withholding for payments made in 
settlement of payment card or third party network transactions.


•  Corporations are not exempt from backup withholding with respect to attorneys' 
fees or gross proceeds paid to attorneys, and corporations that provide medical or 
health care services are not exempt with respect to payments reportable on Form 
1099-MISC.


The following codes identify payees that are exempt from backup withholding. 
Enter the appropriate code in the space in line 4.


1—An organization exempt from tax under section 501(a), any IRA, or a 
custodial account under section 403(b)(7) if the account satisfies the requirements 
of section 401(f)(2)


2—The United States or any of its agencies or instrumentalities


3—A state, the District of Columbia, a U.S. commonwealth or possession, or 
any of their political subdivisions or instrumentalities


4—A foreign government or any of its political subdivisions, agencies, or 
instrumentalities 


5—A corporation


6—A dealer in securities or commodities required to register in the United 
States, the District of Columbia, or a U.S. commonwealth or possession 


7—A futures commission merchant registered with the Commodity Futures 
Trading Commission


8—A real estate investment trust


9—An entity registered at all times during the tax year under the Investment 
Company Act of 1940


10—A common trust fund operated by a bank under section 584(a)


11—A financial institution


12—A middleman known in the investment community as a nominee or 
custodian


13—A trust exempt from tax under section 664 or described in section 4947


The following chart shows types of payments that may be exempt from backup 
withholding. The chart applies to the exempt payees listed above, 1 through 13.


IF the payment is for . . . THEN the payment is exempt for . . .


Interest and dividend payments All exempt payees except 
for 7


Broker transactions Exempt payees 1 through 4 and 6 
through 11 and all C corporations. S 
corporations must not enter an exempt 
payee code because they are exempt 
only for sales of noncovered securities 
acquired prior to 2012. 


Barter exchange transactions and 
patronage dividends


Exempt payees 1 through 4


Payments over $600 required to be 
reported and direct sales over $5,0001


Generally, exempt payees 
1 through 52


Payments made in settlement of 
payment card or third party network 
transactions 


Exempt payees 1 through 4


1 See Form 1099-MISC, Miscellaneous Income, and its instructions.


2 However, the following payments made to a corporation and reportable on Form 
1099-MISC are not exempt from backup withholding: medical and health care 
payments, attorneys' fees, gross proceeds paid to an attorney reportable under 
section 6045(f), and payments for services paid by a federal executive agency.


Exemption from FATCA reporting code. The following codes identify payees 
that are exempt from reporting under FATCA. These codes apply to persons 
submitting this form for accounts maintained outside of the United States by 
certain foreign financial institutions. Therefore, if you are only submitting this form 
for an account you hold in the United States, you may leave this field blank. 
Consult with the person requesting this form if you are uncertain if the financial 
institution is subject to these requirements. A requester may indicate that a code is 
not required by providing you with a Form W-9 with “Not Applicable” (or any 
similar indication) written or printed on the line for a FATCA exemption code.


A—An organization exempt from tax under section 501(a) or any individual 
retirement plan as defined in section 7701(a)(37)


B—The United States or any of its agencies or instrumentalities


C—A state, the District of Columbia, a U.S. commonwealth or possession, or 
any of their political subdivisions or instrumentalities


D—A corporation the stock of which is regularly traded on one or more 
established securities markets, as described in Regulations section         
1.1472-1(c)(1)(i)


E—A corporation that is a member of the same expanded affiliated group as a 
corporation described in Regulations section 1.1472-1(c)(1)(i)


F—A dealer in securities, commodities, or derivative financial instruments 
(including notional principal contracts, futures, forwards, and options) that is 
registered as such under the laws of the United States or any state


G—A real estate investment trust


H—A regulated investment company as defined in section 851 or an entity 
registered at all times during the tax year under the Investment Company Act of 
1940


I—A common trust fund as defined in section 584(a)


J—A bank as defined in section 581


K—A broker


L—A trust exempt from tax under section 664 or described in section 4947(a)(1)


M—A tax exempt trust under a section 403(b) plan or section 457(g) plan


Note. You may wish to consult with the financial institution requesting this form to 
determine whether the FATCA code and/or exempt payee code should be 
completed.


Line 5
Enter your address (number, street, and apartment or suite number). This is where 
the requester of this Form W-9 will mail your information returns.


Line 6
Enter your city, state, and ZIP code.


Part I. Taxpayer Identification Number (TIN)
Enter your TIN in the appropriate box. If you are a resident alien and you do not 
have and are not eligible to get an SSN, your TIN is your IRS individual taxpayer 
identification number (ITIN). Enter it in the social security number box. If you do not 
have an ITIN, see How to get a TIN below.


If you are a sole proprietor and you have an EIN, you may enter either your SSN 
or EIN. However, the IRS prefers that you use your SSN.


If you are a single-member LLC that is disregarded as an entity separate from its 
owner (see Limited Liability Company (LLC) on this page), enter the owner’s SSN 
(or EIN, if the owner has one). Do not enter the disregarded entity’s EIN. If the LLC 
is classified as a corporation or partnership, enter the entity’s EIN.


Note. See the chart on page 4 for further clarification of name and TIN 
combinations.


How to get a TIN. If you do not have a TIN, apply for one immediately. To apply 
for an SSN, get Form SS-5, Application for a Social Security Card, from your local 
SSA office or get this form online at www.ssa.gov. You may also get this form by 
calling 1-800-772-1213. Use Form W-7, Application for IRS Individual Taxpayer 
Identification Number, to apply for an ITIN, or Form SS-4, Application for Employer 
Identification Number, to apply for an EIN. You can apply for an EIN online by 
accessing the IRS website at www.irs.gov/businesses and clicking on Employer 
Identification Number (EIN) under Starting a Business. You can get Forms W-7 and 
SS-4 from the IRS by visiting IRS.gov or by calling 1-800-TAX-FORM 
(1-800-829-3676).


If you are asked to complete Form W-9 but do not have a TIN, apply for a TIN 
and write “Applied For” in the space for the TIN, sign and date the form, and give it 
to the requester. For interest and dividend payments, and certain payments made 
with respect to readily tradable instruments, generally you will have 60 days to get 
a TIN and give it to the requester before you are subject to backup withholding on 
payments. The 60-day rule does not apply to other types of payments. You will be 
subject to backup withholding on all such payments until you provide your TIN to 
the requester.


Note. Entering “Applied For” means that you have already applied for a TIN or that 
you intend to apply for one soon.


Caution: A disregarded U.S. entity that has a foreign owner must use the 
appropriate Form W-8.
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Part II. Certification
To establish to the withholding agent that you are a U.S. person, or resident alien, 
sign Form W-9. You may be requested to sign by the withholding agent even if 
items 1, 4, or 5 below indicate otherwise.


For a joint account, only the person whose TIN is shown in Part I should sign 
(when required). In the case of a disregarded entity, the person identified on line 1 
must sign. Exempt payees, see Exempt payee code earlier.


Signature requirements. Complete the certification as indicated in items 1 
through 5 below.


1. Interest, dividend, and barter exchange accounts opened before 1984 
and broker accounts considered active during 1983. You must give your 
correct TIN, but you do not have to sign the certification.


2. Interest, dividend, broker, and barter exchange accounts opened after 
1983 and broker accounts considered inactive during 1983. You must sign the 
certification or backup withholding will apply. If you are subject to backup 
withholding and you are merely providing your correct TIN to the requester, you 
must cross out item 2 in the certification before signing the form.


3. Real estate transactions. You must sign the certification. You may cross out 
item 2 of the certification.


4. Other payments. You must give your correct TIN, but you do not have to sign 
the certification unless you have been notified that you have previously given an 
incorrect TIN. “Other payments” include payments made in the course of the 
requester’s trade or business for rents, royalties, goods (other than bills for 
merchandise), medical and health care services (including payments to 
corporations), payments to a nonemployee for services, payments made in 
settlement of payment card and third party network transactions, payments to 
certain fishing boat crew members and fishermen, and gross proceeds paid to 
attorneys (including payments to corporations).


5. Mortgage interest paid by you, acquisition or abandonment of secured 
property, cancellation of debt, qualified tuition program payments (under 
section 529), IRA, Coverdell ESA, Archer MSA or HSA contributions or 
distributions, and pension distributions. You must give your correct TIN, but you 
do not have to sign the certification.


What Name and Number To Give the Requester
For this type of account: Give name and SSN of:


1. Individual The individual
2. Two or more individuals (joint             


account)
The actual owner of the account or, 
if combined funds, the first 
individual on the account1


3. Custodian account of a minor 
 (Uniform Gift to Minors Act)


The minor2


4. a. The usual revocable savings 
trust (grantor is also trustee) 
b. So-called trust account that is 
not a legal or valid trust under 
state law


The grantor-trustee1


The actual owner1


5. Sole proprietorship or disregarded 
entity owned by an individual


The owner3


6. Grantor trust filing under Optional 
Form 1099 Filing Method 1 (see 
Regulations section 1.671-4(b)(2)(i)
(A))


The grantor*


For this type of account: Give name and EIN of:


7. Disregarded entity not owned by an 
individual


The owner


8. A valid trust, estate, or pension trust Legal entity4


9. Corporation or LLC electing 
corporate status on Form 8832 or 
Form 2553


The corporation


10. Association, club, religious, 
charitable, educational, or other tax-
exempt organization


The organization


11. Partnership or multi-member LLC The partnership
12. A broker or registered nominee The broker or nominee


13. Account with the Department of 
Agriculture in the name of a public 
entity (such as a state or local 
government, school district, or 
prison) that receives agricultural 
program payments


The public entity


14. Grantor trust filing under the Form 
1041 Filing Method or the Optional 
Form 1099 Filing Method 2 (see 
Regulations section 1.671-4(b)(2)(i)
(B))


The trust


1
 List first and circle the name of the person whose number you furnish. If only one person on a 
joint account has an SSN, that person’s number must be furnished.


2
 Circle the minor’s name and furnish the minor’s SSN.


3
 You must show your individual name and you may also enter your business or DBA name on 
the “Business name/disregarded entity” name line. You may use either your SSN or EIN (if you 
have one), but the IRS encourages you to use your SSN.


4
 List first and circle the name of the trust, estate, or pension trust. (Do not furnish the TIN of the 
personal representative or trustee unless the legal entity itself is not designated in the account 
title.) Also see  Special rules for partnerships on page 2.


*Note. Grantor also must provide a Form W-9 to trustee of trust.


Note. If no name is circled when more than one name is listed, the number will be 
considered to be that of the first name listed.


Secure Your Tax Records from Identity Theft
Identity theft occurs when someone uses your personal information such as your 
name, SSN, or other identifying information, without your permission, to commit 
fraud or other crimes. An identity thief may use your SSN to get a job or may file a 
tax return using your SSN to receive a refund.


To reduce your risk:


• Protect your SSN,


• Ensure your employer is protecting your SSN, and


• Be careful when choosing a tax preparer.


If your tax records are affected by identity theft and you receive a notice from 
the IRS, respond right away to the name and phone number printed on the IRS 
notice or letter.


If your tax records are not currently affected by identity theft but you think you 
are at risk due to a lost or stolen purse or wallet, questionable credit card activity 
or credit report, contact the IRS Identity Theft Hotline at 1-800-908-4490 or submit 
Form 14039.


For more information, see Publication 4535, Identity Theft Prevention and Victim 
Assistance.


Victims of identity theft who are experiencing economic harm or a system 
problem, or are seeking help in resolving tax problems that have not been resolved 
through normal channels, may be eligible for Taxpayer Advocate Service (TAS) 
assistance. You can reach TAS by calling the TAS toll-free case intake line at 
1-877-777-4778 or TTY/TDD 1-800-829-4059.


Protect yourself from suspicious emails or phishing schemes.  Phishing is the 
creation and use of email and websites designed to mimic legitimate business 
emails and websites. The most common act is sending an email to a user falsely 
claiming to be an established legitimate enterprise in an attempt to scam the user 
into surrendering private information that will be used for identity theft.


The IRS does not initiate contacts with taxpayers via emails. Also, the IRS does 
not request personal detailed information through email or ask taxpayers for the 
PIN numbers, passwords, or similar secret access information for their credit card, 
bank, or other financial accounts.


If you receive an unsolicited email claiming to be from the IRS, forward this 
message to phishing@irs.gov. You may also report misuse of the IRS name, logo, 
or other IRS property to the Treasury Inspector General for Tax Administration 
(TIGTA) at 1-800-366-4484. You can forward suspicious emails to the Federal 
Trade Commission at: spam@uce.gov or contact them at www.ftc.gov/idtheft or 
1-877-IDTHEFT (1-877-438-4338).


Visit IRS.gov to learn more about identity theft and how to reduce your risk.


Privacy Act Notice
Section 6109 of the Internal Revenue Code requires you to provide your correct 
TIN to persons (including federal agencies) who are required to file information 
returns with the IRS to report interest, dividends, or certain other income paid to 
you; mortgage interest you paid; the acquisition or abandonment of secured 
property; the cancellation of debt; or contributions you made to an IRA, Archer 
MSA, or HSA. The person collecting this form uses the information on the form to 
file information returns with the IRS, reporting the above information. Routine uses 
of this information include giving it to the Department of Justice for civil and 
criminal litigation and to cities, states, the District of Columbia, and U.S. 
commonwealths and possessions for use in administering their laws. The 
information also may be disclosed to other countries under a treaty, to federal and 
state agencies to enforce civil and criminal laws, or to federal law enforcement and 
intelligence agencies to combat terrorism. You must provide your TIN whether or 
not you are required to file a tax return. Under section 3406, payers must generally 
withhold a percentage of taxable interest, dividend, and certain other payments to 
a payee who does not give a TIN to the payer. Certain penalties may also apply for 
providing false or fraudulent information.
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INSURANCE REQUIREMENTS AND TRANSMITTAL FORM 

CITY PURCHASING 


REF: RFP# SCL-1401

City of Seattle


Attachment #3

This Insurance Requirements and Transmittal Form shall serve as an attachment and/or exhibit form to the       (“Contract”), and shall be interpreted and applied together as a single contractual instrument between the City of Seattle (“City”) and       (“Vendor”).


VENDOR: SEND THIS FORM TO YOUR INSURANCE PROFESSIONAL TO COMPLETE THE GREEN BOX AND TO ENSURE COMPLIANCE WITH ALL THE COVERAGE REQUIREMENTS, TERMS AND CONDITIONS REQUIRED BY THE CITY OF SEATTLE.

INSURANCE AGENT/BROKER: 

( PLEASE COMPLETE THESE FIELDS SO THAT WE MAY CONTACT YOU IF NECESSARY.                 *REQUIRED FIELDS


*NAME:      


TITLE:      


*NAME OF COMPANY         


*EMAIL:      

*TELEPHONE:      

FAX:        

( SEND ORIGINAL CERTIFICATION WITH COPY OF CGL ADDITIONAL INSURED ENDORSEMENT OR BLANKET ADDITIONAL   INSURED POLICY WORDING and applicable endorsements that evidences the coverage required TO:

THE CITY OF SEATTLE PURCHASING SERVICES DIVISION

              ATTN: David McLean

 


PO Box 94687

              SEATTLE, WA 98124-4678

1. In the “Certificate Holder” field of the certificate of insurance, write “Attention: City of Seattle.” 

2. Upon award of the Contract, Vendor shall, at its sole expense and for the entire term of the Contract, provide insurance coverage to the City of Seattle (“City”) as checked below within 15 days or the City may withdraw its intent to award:

· ( COMMERCIAL GENERAL LIABILITY (CGL), MARINE GENERAL LIABILITY (MGL) OR EQUIVALENT INCLUDING: 


( PREMISES 


( PRODUCTS-COMPLETED OPERATIONS 



( CONTRACTUAL LIABILITY  



( STOP GAP/EMPLOYER’S LIABILITY (UNLESS NO OBLIGATION TO INSURE WA STATE WC)

   XCU AND SUBSIDENCE PERILS NOT EXCLUDED

  FORMCHECKBOX 
 PRODUCTS/COMPLETED OPNS. ADD’L INSURED FOR THREE (3) YEARS FOLLOWING END OF CONTRACT

· MINIMUM LIMITS OF LIABILITY SHALL BE:   


		    $1,000,000

		EACH OCCURRENCE COMBINED SINGLE LIMIT BODILY INJURY AND PROPERTY DAMAGE (CSL)



		    $2,000,000   

		PRODUCTS/COMPLETED OPERATIONS AGGREGATE



		    $2,000,000   

		GENERAL AGGREGATE



		    $1,000,000   

		EACH ACCIDENT/ DISEASE—POLICY LIMIT/ DISEASE—EACH EMPLOYEE STOP GAP/EMPLOYER’S LIABILITY 





· ( BUSINESS AUTOMOBILE LIABILITY INSURANCE FOR OWNED, NON-OWNED, LEASED AND HIRED VEHICLES AS APPROPRIATE written on a form CA 00 01 or equivalent WITH MINIMUM LIMITS OF LIABILITY OF $1,000,000 CSL.

· NOTE: GARAGE LIABILITY WITH APPROPRIATE COVERAGES AND LIMITS OF LIABILITY MAY SUBSTITUTE FOR CGL AND AUTOMOBILE INSURANCE:

·    Garage Keeper’s Legal Liability (GKLL) insurance to cover vehicles in vendor’s bailment.  Minimum limit of liability of   

  $        each vehicle and $       each occurrence.   


·         “On-Hook” GKLL coverage required with minimum limit of liability of $      each vehicle.


 FORMCHECKBOX 
 IN-TRANSIT POLLUTION LIABILITY CA 99 48/MCS-90 (N/A IF COVERED UNDER AN IN-TRANSIT EXTENSION OF     A CONTRACTOR’S POLLUTION LIABILITY INSURANCE POLICY)


· (  WORKER'S COMPENSATION INSURANCE FOR WASHINGTON STATE AS REQUIRED BY TITLE 51 RCW.


 FORMCHECKBOX 
  UMBRELLA/EXCESS/BUMBERSHOOT LIABILITY INSURANCE OVER CGL/MGL/AUTOMOBILE LIABILITY  

MINIMUM LIMIT OF LIABILITY SHALL BE  FORMCHECKBOX 
 $5,000,000 CSL ($6,000,000 MINIMUM TOTAL LIMITS REQUIREMENT)


 FORMCHECKBOX 
   CONTRACTOR’S POLLUTION LIABILITY INSURANCE. MINIMUM LIMITS OF LIABILITY SHALL BE  $1,000,000  FORMCHECKBOX 
 $5,000,000 EACH CLAIM WITH A MINIMUM AGGREGATE LIMIT OF 200% OF THE EACH CLAIM LIMIT.  THERE SHALL BE NO REQUIREMENT FOR A DEDICATED PROJECT AGGREGATE LIMIT PROVIDED THAT THE CONTRACTOR SHALL (1) SUBMIT TO THE CITY WITH ITS INSURANCE CERTIFICATION A WRITTEN STATEMENT FROM ITS AUTHORIZED INSURANCE REPRESENTATIVE THAT THE FULL MINIMUM AGGREGATE LIMIT IS AVAILABLE AND HAS NOT BEEN IMPAIRED BY ANY CLAIMS RESERVED ON ANOTHER PROJECT, AND (2) THEREAFTER, UNTIL THE COMPLETION OF THE WORK, THE CONTRACTOR SHALL PROVIDE NOTICE IN WRITING TO THE CITY WITHIN TEN (10) DAYS OF CONTRACTOR’S CONSTRUCTIVE KNOWLEDGE OF ANY PENDING OR ACTUAL IMPAIRMENT OF THE AGGREGATE LIMIT.

   AVIATION LIABILITY INSURANCE WITH MINIMUM LIMITS OF $1,000,000 CSL OR  $      CSL

  FORMCHECKBOX 
  PROFESSIONAL LIABILITY INSURANCE WITH MINIMUM LIMIT OF LIABILITY $3,000,000 EACH CLAIM


 
   WATERCRAFT/P&I LIABILITY INSURANCE WITH MINIMUM LIMITS OF LIABILITY $     

   SHIP REPAIRER’S OR MARINA OPERATOR’S LEGAL LIABILITY INSURANCE COVERING THE VENDOR’S LIABILITY FOR LOSS OR DAMAGE, INCLUDING LOSS OF USE, TO OWNERS OF WATERCRAFT WHILE IN THE VENDOR’S CARE, CUSTODY AND CONTROL FOR THE PURPOSE OF BEING REPAIRED OR SERVICED.  


MINIMUM LIMITS OF LIABILITY SHALL BE $      EACH VESSEL

  TOWER’S LEGAL LIABILITY INSURANCE 
Any tower hired by the Vendor or any subcontractor shall carry for any tow of the vessel within    …….. Such insurance limits shall be for not less than the portion of the Total Contract Price allocable to such vessel (and in no event less than the replacement cost for such vessel), to cover loss, damage and/or expense to the City of Seattle arising out of such towage.

   JONES ACT LIABILITY WITH MINIMUM LIMITS   $1,000,000 OR $     .

   U.S.L. & H. LIABILITY INSURANCE WITH MINIMUM LIMITS OF LIABILITY $     

 FORMCHECKBOX 
   Crime Fidelity, Theft, Disappearance & Destruction Liability (to include Employee THEFT, wire transfer, forgery & mail coverage, and client coverage): WITH MINIMUM LIMIT $

 FORMCHECKBOX 
   TECHNOLOGY ERRORS & OMISSION / Professional Liability Insurance with an aggregate limit of liability not less than $

 FORMCHECKBOX 
   Information Technology –Cyber Liability (Network Security Liability and Privacy Liability) with minimum limit $

An attack that has the intent to affect, alter, copy, corrupt, destroy, disrupt, damage, or provide unauthorized access or unauthorized use of Vendor’s computer system; Computer Crime or Information Theft; Denial of Service; Extortion; Introduction, implantation, or spread of a Computer Virus; Loss of Service; Identity Theft; Infringement; Electronic data loss and restoration; Unauthorized Access or Use, including the gaining of access to Vendor’s computer systems by an unauthorized person or persons or an authorized person in an unauthorized manner.

 FORMCHECKBOX 
 Sublimit for Notification Costs: $

.   OTHER:        WITH MINIMUM LIMIT $       

TERMS AND CONDITIONS:

1. City of Seattle as Additional Insured: The CGL/MGL insurance shall include “the City of Seattle” as an additional insured for primary and non-contributory limits of liability.


2. No Limitation of Liability: Insurance coverage and limits of liability as specified herein are minimum coverage and limit of liability requirements only; they shall not be construed to limit the liability of Vendor or any insurer for any claim that is required to be covered hereunder to less than the applicable limits of liability stated in the declarations. Moreover, the City shall be an additional insured, where additional insured status is required, for the full available limits of liability maintained by vendor, whether those limits are primary, excess, contingent or otherwise. Vendor expressly understands and agrees that this provision shall override any limitation of liability or similar provision in any agreement or statement of work between the City and Vendor.

3. Required Separation of Insured Provision; Cross-Liability Exclusion and other Endorsements Prohibited: Vendor’s insurance policy shall include a “separation of insureds” or “severability” clause that applies coverage separately to each insured and additional insured, except with respect to the limits of the insurer’s liability. Vendor’s insurance policy shall not contain any provision, exclusion or endorsement that limits, bars, or effectively precludes the City of Seattle from coverage or asserting a claim under the Vendor’s insurance policy on the basis that the coverage or claim is brought by an insured or additional insured against an insured or additional insured under the policy. Vendor’s CGL policy shall NOT include any of the following Endorsements (or their equivalent endorsement or exclusions): (a) Contractual Liability Limitation, (CGL Form 21 39 or equivalent), b) Amendment Of Insured Contract Definition, (CGL Form 24 26 or equivalent),  (c) Limitation of Coverage to Designated Premises or Project, (CGL Form 21 44 or equivalent), (d) any endorsement modifying or deleting the exception to the Employer’s Liability exclusion, (e) any “Insured vs. Insured” or “cross-liability” exclusion, and (f) any type of punitive, exemplary or multiplied damages exclusion. Vendor’s failure to comply with any of the requisite insurance provisions shall be a material breach of, and grounds for, the immediate termination of the Contract with the City of Seattle; or if applicable, and at the discretion of the City of Seattle, shall serve as grounds for the City to procure or renew insurance coverage with any related costs of premiums to be repaid by Vendor or reduced and/or offset against the Contract. 

4. Claims Made Form: If any policy is written on a claims made form, the retroactive date shall be prior to or coincident with the effective date of this contract. Claims made coverage shall be maintained by the Vendor for a minimum of three (3) years following the expiration or earlier termination of this contract, and the Vendor shall provide the City with evidence of insurance for each annual renewal. If renewal of the claims made form of coverage becomes unavailable or economically prohibitive, the Vendor shall purchase an extended reporting period (“tail”) or execute another form of guarantee acceptable to the City to assure financial responsibility for liability assumed under the contract.


5. Deductibles and Self-Insured Retentions:  Any self-insurance retention or deductible in excess of $ 25,000 that is not “fronted” by an insurer and for which claims the vendor or its third-party administrator is directly responsible for defending and indemnifying must be disclosed on the certificate of liability insurance. Vendor agrees to defend and indemnify the City under its self-insured or deductible layer and upon City’s request advise the full delivery address of the individual or department to whom a tender of a claim should be directed.   


6. Notice of Cancellation:   Under RCW 48.18.290 (“Cancellation by insurer”) applicable to insurers licensed to do business in the State of Washington, the City, as a certificate holder for the insurance requirements specified herein and an additional insured, has an interest in any loss which may occur; written notice of cancellation must therefore be actually delivered or mailed to the City not less than 45 days prior to cancellation (10 days as respects non-payment of premium). As respects surplus lines placements, written notice of cancellation shall be delivered not less than 30 days prior to cancellation (10 days as respects non-payment of premium).


7. Qualification of Insurers:  Insurers shall maintain A.M. Best’s ratings of A- VII unless procured as a surplus lines placement under RCW chapter 48.15, or as may otherwise be approved by the City.


8. Changes in Insurance Requirements: The City shall have the right to periodically review the adequacy of coverages and/or limits of liability in view of inflation and/or a change in loss exposures and shall have the right to require an increase in such coverages and/or limits upon ninety (90) days prior written notice to the Vendor. Should Vendor, despite its best efforts, be unable to maintain any required insurance coverage or limit of liability due to deteriorating insurance market conditions, it may upon thirty (30) days prior written notice request a waiver of any insurance requirement, which request shall not be unreasonably denied.


9. Evidence of Insurance:  Vendor must provide the following evidence of insurance:

a. A certificate of liability insurance evidencing coverages, limits of liability and other terms and conditions as specified herein;


b. An attached City of Seattle designated additional insured endorsement or blanket additional insured wording to the CGL/MGL (and if required Contractor’s Pollution Liability insurance policy).


c. A copy of all other amendatory policy endorsements or exclusions of Vendor’s insurance CGL/MGL policy that evidences the coverage required.

At any time upon the City’s request, Vendor shall also cause to be timely furnished a copy of declarations pages and schedules of forms and endorsements. In the event that the City tenders a claim or lawsuit for defense and indemnity invoking additional insured status, and the insurer either denies the tender or issues a reservation of rights letter, Vendor shall also cause a complete and certified copy of the requested policy to be timely furnished to the City.

Send evidence of insurance to the City at the addresses at the top of this form. 

For questions or issues about insurance, contact the City of Seattle Risk Management at (206) 615-1507 or by email at Sheila.Barker@seattle.gov 

NOTE: CERTIFICATES WITHOUT ATTACHED ADDITIONAL INSURED ENDORSEMENT OR BLANKET ADDITIONAL INSURED COVERAGE FOR THE CITY OF SEATTLE WILL NOT BE APPROVED![image: image1][image: image2][image: image3][image: image4][image: image5][image: image6]
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Note:  This contract indicates all terms and conditions required by Seattle. All submitting companies agree to this contract, terms and conditions. 



City of Seattle

CONTRACT FOR

 

This Contract is made effective _______ (the “Effective Date”), and entered into by and between the City of Seattle (“Seattle”), a Washington municipal corporation; and ________________ (“Contractor”), a corporation of the State of _______, and authorized to do business in the State of Washington.



	

		Contractor Business

		



		Name of Representative

		



		Contractor Address

		



		Contractor Phone

		



		Contractor Fax

		



		Contractor E-mail

		









WHEREAS, the purpose of this contract is to ________; and



WHEREAS, Contractor was selected as a result of a Request for Proposal process initiated _______20____  as required by Seattle Municipal Code since costs are anticipated to exceed $53,000 in value; and



WHEREAS, funds for this purpose are authorized through City of Seattle annual budget;



NOW, THEREFORE, in consideration of the terms, conditions, covenants, and performance of the scope of work contained herein, as attached and made a part hereof, Seattle and Contractor mutually agree as follows: 



1. Entire Agreement.  This Contract including all attachments, consisting of but not limited to existing and future exhibits, statements of work, project schedules, and future Contract amendments comprises the entire agreement between the City of Seattle (Seattle) and the Contractor.  The Contract is defined to explicitly include the City’s Purchase Order/Vendor or Blanket Contract, the City’s Solicitation and all Addenda and Vendor’s Offer.  Where there are conflicts between these documents, the controlling documents will be in that same sequence, with the first taking priority over the last listed.



2. Term of Contract.  

This contract shall be for ___ years, with _____ extensions allowed at the option of the City.  Such extensions shall be automatic, and shall go into effect with or without written confirmation from the City to the Contractor, unless the City provides the Contractor advance notice of the intention to not renew.  Such notice shall be given prior to the otherwise automatic renewal date. 



3. Time of Beginning and Completion 

Contractor shall begin the work stated in the "Scope of Work" (“work”) section upon receipt of written notice to proceed from Seattle.  Seattle will acknowledge in writing when work is complete.   Time limits established pursuant to this Contract shall not be extended because of delays for which Contractor is responsible, but may be extended by Seattle, in writing, for its convenience or for conditions beyond Contractor’s control.  Time is of the essence.




4. Scope of Work.

Contractor shall provide the following products and/or services as specified below and/or as attached.  These services shall be termed “work” herein.  



5. Limits of Sales to Authorized Products and Services.

Contractor has responsibility to limit sales to those products or services authorized within the contract, whether authorized by changes and amendments or stated within the original contract scope.  The Contractor is responsible for refusing orders that are not properly authorized by the contract or through other proper Purchase Orders issued by authorized persons from the City.  If the Contractor has consistent sales of unauthorized products or services, the City reserves the right to use any of the following: terminate the contract in accordance with termination provisions, place the Contractor payments on “hold” for all incoming invoices while the City determines which are authorized items eligible for payment, and/or refuse certain invoices that contain non-authorized items. 



6. Payment/Payment Procedures.  

Seattle agrees to compensate as specified herein or attached, in consideration of acceptable Contractor performance and a properly completed and received invoice as specified in item 8 below.  Payment shall only be made for services performed and/or product delivered, after receipt, review, and authorization by the City. Payment periods will be computed from the date of receipt of a correct invoice.  If the City is unable to pay within the period allowed for early payment discount, the payment term will revert to net thirty (30) days after the City’s receipt of the invoice and acceptance of the goods or completion and acceptance of the services. A payment is considered made on the day it is mailed or is available. This section is not intended to restrict partial payments that are specified in the contract.   All dollars referenced in this Contract and attachments are US Dollars.



Disputed Items: The City may withhold payment for disputed items. The City will promptly notify the Vendor in writing, outlining the disputed items, the amount withheld and actions the Vendor must take to resolve the disputed items. The City default is to delay payment until a revised invoice is submitted and approved. However, the Vendor may request partial payment for the approved amounts, if the unapproved amount represents a small share of the total invoice. The City shall pay the revised invoice within thirty (30) calendar days of receipt. 



Legal Fees: In any action brought to collect interest due under this Section, the prevailing party is entitled to an award of reasonable attorney fees. 



7. Rebate.

If this Contract includes a rebate, total rebate due to the City shall be paid in check to the City of Seattle, Department of Finance and Administrative Services (FAS), Attn:  Accounting – Purchasing Rebates, PO Box 94689, Seattle WA 98124-4689. Send a “copy” of the rebate check with any supporting documents to PO Box 94687, Seattle WA 98124-4687. Sales conducted within this contract authority to other jurisdictions shall also incur the rebate which shall be calculated and paid to the City of Seattle, unless the City instructs the vendor otherwise through written notice. For the first year, rebates will be made for total payments made to the Vendor under this Contract, starting from the date of Contract award to June 30.  For every year thereafter, the rebates will be made for total payments made to the Vendor for the period starting from July 1 of each year to June 30 of the following year,  



Vendor shall track payments made by other Agencies utilizing this Contract via Inter-local Agreement.  The City will provide the Vendor with a report showing the City’s payments to the Vendor for the appropriate time period.  Rebates will be due 30 days from Vendor’s receipt of the City’s report. 



All monies spent between the City and the vendor are part of the rebate calculation, unless the vendor can clearly differentiate a spend category or separate contract that is not associated with the contract.  It the Vendor’s records conflict with the City’s reports, Vendor shall contact the buyer and provide supporting documentation which shall consist of a report showing the 1) City Ordering Department/ Other Public Agency using this contract 2) Invoice Number, 3) Date of Invoice, 4) Dollar Amount “excluding” tax, 5) Any other relevant information.   This report should also show all credits and returns made by the City Departments  



If the rebate is late, the City reserves the right to “hold” all future invoice payments due the vendor until the rebate has been issued, or to withhold the rebate amount from the next invoice payment due to the vendor.



8. Invoices.

Invoices must show line item detail and price for each.  Invoices must provide the name of the City employee that placed the order, and the City Contract Number.  If the pricing structure is based upon a discount below list, or a mark-up above cost, then the Vendor must provide a method for tracking the cost of the item to the City, with the City discount calculation displayed so that pricing discounts can be easily tracked and verified by the City.  An invoice is considered received when it is date-stamped as received by the office of the recipient who is designated within this contract. If the invoice is not date-stamped or otherwise marked as received by a department, the date of the invoice will be considered the date the invoice is received.  Disputed items include, but are not restricted to, improperly prepared invoices, lack of appropriate supporting documentation, unapproved staff or staff rates on the invoice, and unsatisfactory work product or services. 



For contracts where prevailing wages are required, the Vendor must include a statement that certifies Prevailing Wages have been paid for the Contractor and subcontractors, if any.



9. Contract Bond.

Concurrent with the execution of this Contract and if required by the City, Contractor shall furnish to the RFP Coordinator, a contract bond (payment and performance) or Letter of Credit in an amount equal to (100%) of the aggregate contract price plus estimated retail sales and use taxes. Contractor shall be named as Principal and Seattle shall be named as Obligee.



The Bond or Letter of Credit (“instrument”) shall be conditioned upon full performance of all obligations imposed upon the Contractor in this Contract, including, without limitation, delivery and installation of necessary equipment, warranty service and extended service for the required Contract term.  



The instrument shall be subject to approval by the City Attorney as to company, form and sufficiency of surety.  If the instrument is found by the City Attorney to be flawed, the Contractor must correct the flaw promptly prior to contract execution or the award may be terminated. 



The Bond must be executed by a company that is included in the U. S. Department of the Treasury’s Listing of Approved Sureties (Circular 570), and is included on the Washington State Insurance Commissioner’s Authorized Insurance Company List.



The Letter of Credit must be executed by a Banking Institution that has a current Moody’s rating of B or better and must be presented in person at a branch or office in Seattle, Washington.



10. Taxes, Fees and Licenses.



A. Fees and Licenses:  Contractor shall pay for and maintain in a current status, any license fees, assessments, permit charges, etc., which are necessary for contract performance.  It is the Contractor’s sole responsibility to monitor and determine any changes or the enactment of any subsequent requirements for said fees, assessments, or charges and to immediately comply with said changes during the entire term of this Contract. Contractor must pay all custom duties, brokerage or import fees where applicable as part of the contract price.  Contractor shall take all necessary actions to ensure that materials or equipment purchased are expedited through customs.  



B. Taxes:  Where required by state statute, ordinance or regulation, Contractor shall pay for and maintain in current status all taxes that are necessary for contract performance.  Unless otherwise indicated, Seattle agrees to pay State of Washington sales or use taxes on all applicable consumer services and materials purchased. The City is exempt from Federal Excise Tax and no charge by the Contractor shall be made for federal excise taxes and Seattle agrees to furnish Contractor with an exemption certificate when required..  



C. Withholding payment for taxes/business license fees due the City of Seattle:  If specified by Seattle Municipal Code the Director of the Department of Finance and Administrative Services may withhold payment due a City contractor pending satisfactory resolution of unpaid taxes and fees due the City.



D. Supplier is to calculate and enter the appropriate Washington State and local sales tax on the invoice.  Tax is to be computed on new items after deduction of any trade-in, in accordance with WAC 458-20-247. 



11. Pricing.

Pricing shall be subject to the following terms.  These are in addition to annual Prevailing Wage adjustments instructions when required that are specified elsewhere within this solicitation.  The Buyer may exempt these requirements for extraordinary conditions that could not have been known by either party at the time of bid or other circumstances beyond the control of both parties, as determined in the opinion of the Buyer. Changes (whether increases or decreases) may only be issued by the City Purchasing Buyer (Department of Finance and Administrative Services).  No other individual or City Department is authorized to approve such modifications.  Changes shall be issued in writing by the City Purchasing Buyer.  Absent a written contract document, such changes shall not be considered effective.  The Change Order shall not require joint signature, and implies concurrence unless the vendor rejects in writing immediately upon receipt of such a Change Order.



Requests for Price Decreases:    Vendors can offer volume discounts or improved pricing that is more favorable to the City at any time, when a specific order is placed or when a long-term change in costs allows the vendor to offer a permanent change to the contract prices. Requests that reduce pricing charged to the City may be delivered to the City Purchasing Buyer at any time during the contract period.  Such price reductions should use the same pricing structure as the original contract (i.e. discounts below list, mark-up above, fixed price, or hourly rates). The City may likewise initiate a request to the vendor for price reductions, subject to mutual agreement of the vendor.  



Requests for Price Increases must be delivered to the City Purchasing Buyer in accordance to the rules below.  No other employee may accept a rate increase request on behalf of the City.  Any invoice that is sent to the City with pricing above that specified by the City in writing within this Contract or specified within an official written change issued by City Purchasing to this contract, shall be invalid.  Payment of an erroneous invoice does not constitute acceptance of the erroneous pricing, and the City would seek reimbursement of the overpayment or would withhold such overpayment from future invoices.



1. Discount from Manufacturer List Pricing:  The City will not accept requests to change discount rates below Manufacturer List prices or mark-up above wholesale, except for those that are more favorable to the City than the original contract.  As manufacturer list prices change, the net price to the City will automatically change in the same percentage as the discount rate to the City.  



2. One-time Purchase Order Prices:  If the Bid is for a one-time purchase, pricing shall be firm and fixed for that purchase, and shall not be subject to requests for price increases by the Vendor.  With this said, the Vendor may submit requests to reduce and decrease the price.



3. Hourly Rates or Service Pricing:  For multi-year contracts that provide services.  The vendor may submit a price reduction that implements a lower and more favorable cost to the City at anytime during the contract. Vendor requests for rate increases must be no sooner than two years after contract signature, are at the discretion of the Buyer; and must be:

a. The direct result of increases to wage rates and do not exceed the U.S. Dept. of Labor Consumer Price Index (CPI) for All Urban Consumers Seattle-Tacoma-Bellevue or other appropriate service rate index agreed upon between the Buyer and the Contractor.  A link to the CPI Data is available at  https://www.bls.gov/data/

b. Calculated over the previous 12-month period.  

c. Not produce a higher profit margin than that on the original contract.

d. Clearly identify the service titles and the hours of service performed if specified within the contract and the before and after wage rates for such titles.

e. Be filed with Buyer a minimum of 90 calendar days before the effective date of proposed increase.

f. Be accompanied by detailed documentation acceptable to the Buyer sufficient to warrant the increase.   

g. The Adjustment (if any) shall remain firm and fixed for at least 365 days after the effective date of the adjustment.

h. Should not deviate from the original contract pricing scheme/methodology



4. Fixed Product Pricing:  For product and supply contracts that provide on-going, multiple year supply.  The Vendor may submit notice of a price reduction that provides more favorable and lower prices to the City, at any time during the contract.  Requests by the Vendor to increase pricing shall be no sooner than two years after the execution of the contract, are at the discretion of the Buyer; and must also be: 

a. The direct result of increases at the manufacturer's level (or if Vendor is a supplier of a raw material delivered directly to the City such as cement or soil, the increase must be verified at the supplier level). 

b. Incurred one (1) year after contract commencement date.  

c. Not produce a higher profit margin than that on the original contract.

d. Clearly identify the items impacted by the increase.

e. Be filed with Buyer a minimum of 90 calendar days before the effective date of proposed increase.

f. Be accompanied by detailed documentation acceptable to the Buyer sufficient to warrant the increase.  

g. The United States published indices such as the Producer Price Index or other government data may be referenced to help substantiate the Vendor’s documentation.  A link to the PPI Commodity Data is available at https://www.bls.gov/data/ . 

h. The Adjustment (if any) shall remain firm and fixed for at least 365 days after the effective date of the adjustment.

i. Should not deviate from the original contract pricing scheme/methodology.



Seattle will not be bound by prices contained in an invoice that are higher than those in the contract.  Unless the higher price has been accepted by the City and the contract amended, the invoice may be rejected and returned to the Vendor for corrections.   



12. Cancellation of Orders.

The City may cancel an order before delivery without penalty or charge, providing that the Vendor has not incurred any special production costs such as custom fabrication in fulfilling the order.   If the City cancels the order after production has begun for a non-standard or custom order, then the Vendor may charge the customer reasonable expenses incurred up until the date of the cancellation, that cannot be reasonably avoided or offset by the Vendor, not in any event to exceed 10% of the total value of the order.

13. Returns and Restocking.  Unless specified otherwise in the solicitation, the following shall apply:

Vendor Error: No restocking charge for items ordered due to Vendor error.  Vendor pays all shipping costs.

Stock items:  No restocking fee applies if new, unused, in original packaging and shipped back within 30 days of receipt by the City.  Customer pays the shipping cost.

Non-Stocked items:  Item(s) may be returned if new, unused, in original packaging and shipped back within 30 days of receipt.  If the City cancels the order after production has begun for a non-standard or custom order, then the Vendor may charge the customer reasonable expenses incurred up until the date of the cancellation, that cannot be reasonably avoided or offset by the Vendor, not in any event to exceed 10% of the total value of the order.

Non-Standard Items:  Items that are custom engineered and fabricated to design specifications may be returned under the terms negotiated between the parties upon request of the City.

Failure to perform:  If Vendor has presented a particular product as suitable and fit for the purpose described by the City herein or upon order by the City, and the product fails to perform as advised and/or specified, that shall be defined as a Vendor error.  No restocking charge shall be charged to the City.  Further, if such fitness could not have been determined until the product had been in use, the City may return the product opened and used within 30 days of receipt without penalty or charges due to the City. 



14. Catalogue. 

Upon request by the City, the Vendor shall also provide access to the “Manufacturer’s Current Price List” in electronic and/or paper format.  Such requests may be for current catalogue pricing or for past catalogue that are within the term of the contract.  



15. Delivery – Idling Prohibited.

Vehicles and/or diesel fuel trucks shall not idle at the time and location of the delivery to the City for more than five minutes.  The City requires vendors to utilize practices that reduce fuel consumption and emission discharge, including turning off trucks and vehicles during delivery of products to the City.  Exceptions to this requirement include when a vehicle is making deliveries and associated power is necessary; when the engine is used to provide power in another device, and if required for proper warm-up and cool-down of the engine.  Specific examples include “bucket” trucks that allow a worker to reach wires on telephone poles or tree branches for trimming; and vehicles with a lift on the back of a truck to move products in and out of the truck.  The City of Seattle has a commitment to reduction of unnecessary fuel emissions.  The City intends to improve air quality by reducing unnecessary air pollution from idling vehicles. Limiting car and truck idling supports cleaner air, healthier work environments, the efficient use of city resources, the public’s enjoyment of City properties and programs, conservation of natural resources, and good stewardship practices.



16. Travel and Other Direct Charges.

If the specifications and scope of work for this purchase have specifically identified travel and/or other direct costs that the City intends to reimburse, then the following requirements shall apply.  All such expenses must be pre-approved in writing by the Project Manager.  If the specifications and scope of work do not clearly identify such costs for compensation, then no compensation will be given.



· City will reimburse the Contractor at actual cost for expenditures that are pre-approved by the City in writing and are necessary and directly applicable to the work required by this Contract provided that similar direct project costs related to the contracts of other clients are consistently accounted for in a like manner.  Such direct project costs may not be charged as part of overhead expenses or include a markup.  Other direct charges may include, but are not limited to the following types of items: travel, printing, cell phone, supplies, materials, computer charges, and fees of subconsultants or subcontractors.



· The billing for third party direct expenses specifically identifiable with this project shall be an itemized listing of the charges supported by copies of the original bills, invoices, receipts, subconsultant/subcontractor paid invoices, and other supporting documents used by the Contractor to generate invoice(s) to the City.  The original supporting documents shall be available to the City for inspection upon request.  All charges must be necessary for the services provided under this Contract.



· The City will reimburse the actual cost for travel expenses incurred as evidenced by copies of receipts (excluding meals) supporting such travel expenses, and in accordance with the City of Seattle Travel Policy, details of which can be provided upon request.  



· Airfare: Airfare will be reimbursed at the actual cost of the airline ticket.  The City will reimburse for Economy or Coach class fare only.  Receipts detailing each airfare are required. Unusual itineraries or multi-leg trips shall be prorated to the business requirements of this contact at the sole discretion of the City.



· Meals:  Meals will be reimbursed at the Federal Per Diem daily meal rate (excluding the “Incidental” portion of the published CONUS Federal M&I Rate) for the city in which the work is performed (the current Federal Per Diem daily meal rate used by the City for reimbursement will be provided upon request).  Receipts are not required as documentation.  The invoice shall state “the meals are being billed at the Federal Per Diem daily meal rate”, and shall detail how many of each meal is being billed (e.g. the number of breakfasts, lunches, and dinners).  The City will not reimburse for alcohol at any time.



· Lodging:  Lodging will be reimbursed at actual cost incurred up to a maximum of the published Runzheimer Cost Index for the city in which the work is performed (the current maximum allowed reimbursement amount can be provided upon request).  Receipts detailing each day / night lodging are required.  The City will not reimburse for ancillary expenses charged to the room (e.g. movies, laundry, mini bar, refreshment center, fitness center, sundry items, etc.)



· Vehicle Mileage:  Vehicle mileage will be reimbursed at the Federal Internal Revenue Service Standard Business Mileage Rate in affect at the time the mileage expense is incurred.  Documentation of mileage incurred is required.  Please note: payment for mileage incurred for long distances traveled shall not be more than an equivalent trip round-trip airfare on a commercial airline for a coach or economy class ticket.
   

· Rental Car: Rental car expenses will be reimbursed at the actual cost of the rental.  Rental car receipts are required for all rental car expenses.  The City will reimburse for a standard car of a mid-size class or less.  The City will not reimburse for ancillary expenses charged to the car rental (e.g. GPS unit).



· Miscellaneous Travel (e.g. parking, rental car gas, taxi, shuttle, toll fees, ferry fees, etc.):  Miscellaneous travel expenses will be reimbursed at the actual cost incurred.  Receipts are required for each expense of $10.00 or more.



· Miscellaneous other business expenses (e.g. printing, photo development, binding): Other miscellaneous business expenses will be reimbursed at the actual cost incurred and may not include a mark up.  Receipts are required for all miscellaneous expenses that are billed.



· Subcontractor: Subcontractor expenses will be reimbursed at the actual cost incurred and may not include a mark up.  Copies of all subcontractor invoices that are rebilled to the City are required.



17. Delivery.

Except when instructed otherwise, delivery must be made during normal work hours and within timeframes proposed by Contractor herein and as accepted by Seattle.  Failure to comply may subject Contractor to non-delivery assessment charges and/or damages as appropriate.  Seattle reserves the right to refuse shipment when delivered before or after normal working hours.  Contractor shall verify specific working hours of offices and so instruct carrier(s) to deliver accordingly.  The acceptance by Seattle of late performance without objection or reservation shall not waive the right of Seattle to claim damages for such breach, nor preclude Seattle from pursuing any other remedy provided herein, including termination, nor constitute a waiver of the requirements for the timely performance of any obligation remaining to be performed by Contractor.  All deliveries are to be made to the applicable delivery location in accordance with Interstate Commerce Commission rules or as indicated in Purchase Order.  When applicable, Contractor shall take necessary actions to safeguard items during inclement weather.



18. Identification.

All invoices, packing slips, packages, instruction manuals, correspondence, shipping notices, shipping containers, and other written documents affecting this contract shall be identified by the applicable purchase order number.  Packing lists shall be enclosed with each shipment, indicating the contents therein. 



19. Charges for handling.

No charges will be allowed for handling that includes but is not limited to packing, wrapping, bags, containers, or reels, unless otherwise stated herein.



20. Contract Notices, Deliverable Materials and Invoices Delivery

Official Contract notices shall be delivered to the following addresses (or such other address (es) as either party may designate in writing):



If delivered by the U.S. Postal Service, it must be addressed to:
 		“buyers name”
 		City of Seattle Purchasing and Contracting Services 

PO Box 94687
		Seattle, WA  98124-4687

If delivered by other than the U.S. Postal Service, it must be addressed to:
 		“buyers name”
 		City of Seattle Purchasing and Contracting Services 

			Seattle Municipal Tower

		700 5th Ave., #4112
		Seattle, WA  98104-5042

Phone:

Fax:

E-Mail:



       	Project work, invoices and communications shall be delivered to the City Project Manager: 

			City of Seattle, Department of …..

			Attention:

			Address

			Phone

If to the Vendor:  

			Vendor Contact

			Vendor Name

			Vendor Address

Phone:

Fax:

E-Mail:



		

21. Representations. 

Contractor represents and warrants that it has the requisite training, skill and experience necessary to provide Work and is appropriately accredited and licensed by all applicable agencies and governmental entities.



22. Warranties.

Contractor warrants that all materials, equipment, and/or services provided under this Contract shall be fit for the purpose(s) for which intended, for merchantability, are properly package, proper instructions and warnings are supplied, that all goods comply with applicable safety and health standards, that an MSDS Sheet is supplied as required by law, and that products or services conform to the requirements and specifications herein.  Acceptance of any service and inspection incidental thereto by Seattle shall not alter or affect the obligations of the Contractor or the rights of Seattle.



The Vendor shall warrant all materials and workmanship delivered under any resulting contract to be free from defects, damage or failure for any reason whatsoever which the City may reasonably determine is the responsibility of the Vendor, for a minimum of ninety (90) days after the date of final acceptance and without cost to the City for labor, materials, parts, installation or any other costs except where longer periods of warranty of guarantees are specified.



23. Independent Contractor.   

It is the intention and understanding of the Parties that Contractor shall be an independent contractor and that Seattle shall be neither liable for nor obligated to pay sick leave, vacation pay or any other benefit of employment, nor to pay any social security or other tax that may arise as an incident of employment.  The Contractor shall pay all income and other taxes as due.  Industrial or other insurance that is purchased for the benefit of the Contractor shall not be deemed to convert this Contract to an employment contract.  It is recognized that Contractor may or will be performing work during the term for other parties and that Seattle is not the exclusive user of the services that Contractor provides.



24. Inspection.

	The Work shall be subject, at all times, to inspection by and with approval of Seattle, but the making (or failure or delay in making) such inspection or approval shall not relieve Contractor of responsibility for performance of the Work in accordance with this Contract, notwithstanding Seattle’s knowledge of defective or noncomplying performance, its substantiality or the ease of its discovery.  Contractor shall provide sufficient, safe, and proper facilities and equipment for such inspection and free access to such facilities.



25. Title, Risk of Loss, Freight, Overages or Underages.

Title of goods received under this contract shall remain with the Contractor until they are delivered to the address specified, at which time title passes to Seattle. Regardless of FOB point, Contractor agrees to bear all risks of loss, injury, or destruction of goods and materials ordered herein which occur prior to delivery and acceptance.  Such loss, injury, or destruction shall not release Contractor from any obligations under.  Prices include freight prepaid.  Contractor assumes the risk of every increase, and receives the benefit of every decrease, in delivery rates and charges.  Shipments shall correspond with the Contract; any unauthorized advance or excess shipment is returnable at Contractor’s expense.



26. Performance.

Acceptance by Seattle of unsatisfactory performance with or without objection or reservation shall not waive the right to claim damage for breach, or terminate the contract, nor constitute a waiver of requirements for satisfactory performance of any obligation remaining to be performed by Contractor.



27. Social Equity Requirements.

· Employment Actions:  Contractor shall not discriminate against any employee or applicant for employment because of race, color, age, sex, marital status, sexual orientation, gender identity, political ideology, creed, religion, ancestry, national origin, honorably discharged veteran or military status or the presence of any sensory, mental or physical handicap, unless based upon a bona fide occupational qualification.  Contractor shall affirmatively try to ensure applicants are employed, and employees are treated during employment, without regard to race, color, age, sex, marital status, sexual orientation, gender identify, political ideology, creed, religion, ancestry, national origin, honorably discharged veteran or military status or the presence of any sensory, mental or physical handicap.  Such efforts include, but are not limited to: employment, upgrading, demotion, transfer, recruitment, layoff, termination, rates of pay or other compensation, and training.  



· [bookmark: _Hlk19783075]Contractor will ensure that its respective employees, agents, and subcontractors conduct themselves in a courteous and expeditious manner.  The use of abusive, indecent, offensive, coarse, or insulting language, or any form of harassment is prohibited and will not be tolerated.  Contractor’s employees, agents, and subcontractors will be competent and hold appropriate licenses and endorsements.  The City may require the removal of any employee or subcontractor of Contractor for misconduct or incompetent or negligent performance.  Such persons will not be allowed to perform services under this Contract without the written consent of the City.



· In accordance with Seattle Municipal Code Chapter 20.42, Contractor shall actively solicit the employment and subcontracting of women and minority group members when there are commercially useful purposes for fulfilling the scope of work.  



· If a WMBE Inclusion Plan is requested by and submitted to the City, the WMBE Inclusion Plan is material to the contract.  The requirements and conditions stated in the WMBE Inclusion Plan shall be enforced as a contract requirement.	 


· If upon investigation, the Director of Purchasing and Contracting Services finds probable cause to believe that the Contractor has failed to comply with the requirements of this Section, the Contractor shall be notified in writing.  The Director shall give Contractor an opportunity to be heard with ten calendar days’ notice.  If, after the Contractor’s opportunity to be heard, the Director still finds probable cause, s/he may suspend the Contract and/or withhold any funds due or to become due to the Contractor, pending compliance by the Contractor with the requirements of this Section.



28. Assignment: Contractor shall not assign any of its obligations under this Contract without Seattle’s written consent, which may be granted or withheld in Seattle’s sole discretion.  


29. Subcontracting: Contractor shall not subcontract any of its obligations under this Contract without Seattle’s written consent, which may be granted or withheld in Seattle’s sole discretion. Contractor shall ensure that all subcontractors comply with the obligations, requirements and terms and conditions of the subcontract, except for Equal Benefit provisions.  Seattle’s consent to subcontract shall not release the Contractor from liability under this Contract, or from any obligation to be performed under this Contract, whether occurring before or after such consent to subcontract. 



30. Key Persons and Subcontractors.  Contractor shall not transfer, reassign or replace any individual or subcontractor that is determined to be essential or that has been agreed upon in the Contractor’s Subcontracting (Inclusion) Plan, without express written consent of Seattle.  If during the term of this Contract, any such individual leaves the Contractor’s employment or any named subcontract is terminated for any reason, Contractor shall notify Seattle and seek approval for reassignment or replacement with an alternative individual or subcontractor. Upon Seattle’s request, the Contractor shall present to Seattle, one or more subcontractors or individual(s) with greater or equal qualifications as a replacement.  Continued achievement of the Subcontracting (Inclusion) Plan that was incorporated into this Contract by reference, if any, and the associated subcontract awards, aspirational goals and efforts, will be one of the considerations in approval of such changes. Seattle’s approval or disapproval shall not be construed to release the Contractor from its obligations under this Contract.  



31. Equal Employment Opportunity.  

All Contractors must comply with federal Executive Order 11246, “Equal Employment Opportunity,” as amended by Executive Order 11375, “Amending Executive Order 11246 Relating to Equal Employment Opportunity,” and as supplemented by regulations at 41 CFR part 60, “Office of Federal Contract Compliance Programs, Equal Employment Opportunity, Department of Labor.:



32. Civil Rights Act Title VI.

 The Contractor must comply with the provisions of the Title VI of the Civil Rights Act of 1964 (42 U.S.C. 2000d et seq.).  The law provides that no person in the United States shall, on the grounds of race, color or national origin, be denied the benefits of, be excluded from participation in, or be subjected to, discrimination under any program or activity receiving federal financial assistance.



33. Equal Benefits. 

Compliance with SMC Ch. 20.45: The Contractor shall comply with the requirements of SMC Ch. 20.45 and Equal Benefits Program Rules implementing such requirements, under which the Contractor is obligated to provide the same or equivalent benefits (“equal benefits”) to its employees with domestic partners as the Contractor provides to its employees with spouses.  At Seattle’s request, the Contractor shall provide complete information and verification of the Contractor’s compliance with SMC Ch. 20.45.   Failure to cooperate with such a request shall constitute a material breach of this Contract.  (For further information about SMC Ch. 20.45 and the Equal Benefits Program Rules, go to review information at http://www.seattle.gov/city-purchasing-and-contracting/social-equity/equal-benefits.)



Remedies for Violations of SMC Ch. 20.45:  Any violation of this Section shall be a material breach of Contract for which the City may:

A. Require Contractor to pay actual damages for each day that the Contractor is in violation of SMC Ch. 20.45 during the term of the Contract; or

B. Terminate the Contract; or 

C. Disqualify Contractor from bidding on or being awarded a City contract for a period of up to five (5) years; or

D. Impose such other remedies as specifically provided for in SMC Ch. 20.45 and the Equal Benefits Program Rules promulgated thereunder.



34. Publicity.  

No news release, advertisement, promotional material, tour, or demonstration related to Seattle’s purchase or use of the Contractor’s product or services performed pursuant to this Contract shall be produced, distributed, or take place, without the prior, specific written approval of the City’s Project Manager or his/her designee.



35. Proprietary and Confidential Information

The State of Washington’s Public Records Act (Release/Disclosure of Public Records) Under Washington State Law (reference RCW Chapter 42.56, the Public Records Act) all materials received or created by the City of Seattle are considered public records.  These records include but are not limited to bid or proposal submittals, agreement documents, contract work product, or other bid material.  



The State of Washington’s Public Records Act requires that public records must be promptly disclosed by the City upon request unless that RCW or another Washington State statute specifically exempts records from disclosure.  Exemptions are narrow and explicit and are listed in Washington State Law (Reference RCW 42.56 and RCW 19.108).  



As mentioned above, all City of Seattle offices (“the City”) are required to promptly make public records available upon request.  However, under Washington State Law some records or portions of records may be considered legally exempt from disclosure.  A list and description of records identified as exempt by the Public Records Act can be found in RCW 42.56 and RCW 19.108. 



If the City receives a public disclosure request for any records or parts of records that Contractor has properly and specifically listed on the City Non-Disclosure Request Form (Form) submitted with Contractor’s bid/proposal, or records that have been specifically identified in this contract, the City will notify Contractor in writing of the request and will postpone disclosure.  While it is not a legal obligation, the City, as a courtesy, will allow Contractor up to ten business days to obtain and serve the City with a court injunction to prevent the City from releasing the records (reference RCW 42.56.540).  If you fail to obtain a Court order and serve the City within the ten days, the City may release the documents. 



The City will not assert an exemption from disclosure on Contractor’s behalf.  If Contractor believes that its records are exempt from disclosure, Contractor is obligated to seek an injunction under RCW 42.56.540. Contractor acknowledges that the City will have no obligation or liability to Contractor if the records are disclosed.



36. General Legal Requirements.



A. General Requirement: Contractor, at no expense to Seattle, shall comply with all applicable laws of the United States and the State of Washington; the Charter and ordinances of Seattle; and rules, regulations, orders, and directives of their administrative agencies and the officers thereof, including, but not limited to, Seattle Municipal Code Chapter 14.04 (Fair Employment Practices), Chapter 14.06 (Unfair Public Accommodations Practices), Chapter 14.10 (Fair Contracting Practices), and Chapter 20.45 (City Contracts – Non-Discrimination in Benefits).  Without limiting the generality of this paragraph, the Contractor shall specifically comply with the following requirements of this section.



B. Licenses and Similar Authorizations:  Contractor, at no expense to Seattle, shall secure and maintain in full force and effect during the term of this Contract all required licenses, permits, and similar legal authorizations, and comply with all requirements thereof.



C. Taxes:  The Contractor shall pay, before delinquency, all taxes, import duties, levies, and assessments arising from its activities and undertakings under this Contract; taxes levied on its property, equipment and improvements; and taxes on the Contractor's interest in this Contract. 



37. Violations of Law.

Any violation of the requirements in Section 36 shall be a material breach of contract for which the Contractor may be subject to damages, sanctions, or other remedies as provided for under this Contract or under applicable law.  In the event the Contractor is in violation of Section 36, Contractor may also be subject to debarment from City contracting activities in accordance with Seattle Municipal Code Section 20.70 (Debarment).



38. American with Disabilities Act.

Contractor shall comply with all applicable provisions of the Americans with Disabilities Act of 1990 (ADA) in performing its obligations under this Contract.  In particular, if the Contractor is providing services, programs or activities to Seattle employees or members of the public as part of this Contract, the Contractor shall not deny participation or the benefits of such services, programs, or activities, to people with disabilities on the basis of such disability.  Failure to comply with the provisions of the ADA shall be a material breach of, and grounds for the immediate termination of, this Contract.



39. OSHA/WISHA.

Contractor agrees to comply with conditions of the Federal Occupational Safety and Health Acts of 1970 (OSHA), as may be amended, and, if it has a workplace within the State of Washington, the Washington Industrial Safety and Health Act of 1973 (WISHA), as may be amended, and the standards and regulations issued thereunder and certifies that all items furnished and purchased under this order will conform to and comply with said standards and regulations.  Contractor further agrees to indemnify and hold harmless purchaser from all damages assessed against purchaser as a result of Contractor’s failure to comply with the acts and standards thereunder and for the failure of the items furnished under this order to so comply.

40. Contract Work Hours and Safety Standards.

 For all contracts that employ mechanics or laborers, the Contractor and all subs shall comply with Sections 102 and 107 of the Contract Work Hours and Safety Standards Act (40 U.S.C. 327-333), as supplemented by Department of Labor regulations (29 CFR part 5).  Under Section 102 of the Act, each contractor shall be required to compute the wages of every mechanic and laborer on the basis of a standard work week of 40 hours.  Work in excess of the standard work week is permissible provide that the worker is compensated at a rate of not less than 1 ½ times the basic rate of pay for all hours worked in excess of 40 hours in the work week.  Section 107 of the Act is applicable to construction work and provides that no laborer or mechanic shall be required to work in surroundings or under working conditions which are unsanitary, hazardous or dangerous.  These requirements do not apply to the purchases of supplies or materials or articles ordinarily available on the open market, or contracts for transportation or transmission of intelligence. 



41. Beck Notice.

Notification of Employee Rights Concerning Payment of Union Dues or Fees (Executive Order 13201) shall apply to all contracts above $100,000.



42. Clean Air Act and Federal Water Pollution Control Act.

All Contractors and subcontractors shall comply with all applicable standards, orders or regulations issued pursuant to the Clean Air Act (42 U.S.C. 7401 et seq.) and the Federal Water Pollution Control Act as amended (33 U.S.C. 1251 et seq.).  Violations shall be reported to the City immediately and to the Regional Office of the Environmental Protection Agency (EPA).



43. Copeland Anti-Kickback Act.

All contractors and subcontractors for construction or repair shall comply with the Copeland “Anti-Kickback” Action (18 U.S.C. 874), as supplemented by Department of Labor regulations (29 CFR, part 3, “Contractors and Subcontractors on Public Building or Public Work Financed in Whole or in Part by Loans or Grants from the United States”).  The Act provides that each contractor or subcontractor is prohibited from inducing, by any means, any person employed in the construction, completion or repair of public work, to give up any part of the compensation to which s/he is otherwise entitled.  The Contractor shall immediately notify the City of any suspected or reported violations.



44. Byrd Anti-Lobbying Amendment.

  Contractors executing contracts with the City shall sign the Vendor Questionnaire, providing certification of compliance to the Byrd Anti-Lobbying Amendment (31 U.S.C. 1352).  Each tier certifies to the tier above that it will not and has not used Federal appropriated funds to pay any person or organization for influencing or attempting to influence an officer or employee of any agency, a member of Congress, officer or employee of Congress, or an employee of a member of Congress in connection with obtaining any Federal contract, grant or any other award covered by 31 U.S.C. 13652. Each tier shall also disclose any lobbying with non-Federal funds that takes place in connection with obtaining any Federal award.  Such disclosures are forwarded from tier to tier up to the City.



45. Davis -Bacon Act.

If this work has federal funding, work in this contract is subject to prevailing wage requirements for both the State (RCW Chapter 39.12) and federal (Davis-Bacon and related acts), if such work has an applicable wage category.  The Contractor and all subs must then comply with the Davis-Bacon Act  (includes (40 U.S.C. 276a to a-7) and related Acts (Walsh-Healy Public Contracts Act for manufacturer, and the McNamara-O’Hara Service Contract Act for services), as supplemented by Department of Labor regulations (29 CFR part 5, “Labor Standards Provisions Applicable to Contracts Governing Federally Financed and Assisted Construction”). 



The Contractor and every Subcontractor must then pay the greater of the State prevailing wage rates and the federal prevailing wage rates as issued by the Secretary of Labor, on a classification by classification basis.  Contractors shall be required to pay wages not less than once a week. The Contractor shall report all suspected or reported violations to the City.   



46. Prevailing Wage Requirements.  

a. If this contract has a category of work subject to prevailing wages, as required by RCW 39.12 (Prevailing Wages on Public Works) and RCW 49.28 (Hours of Labor) as amended or supplemented, Contractor shall be responsible for compliance by the Contractor and all subcontractors.  

b. Filing Your Intent:  The awarded Contractor and all subcontractors shall file an Intent to Pay Prevailing Wage Form concurrent with the execution of the contract.  

· To do so, the Contractor and any of their subcontractors will require a Contract Number and Start Date.  The Buyer will tell you the Contract Number; the start date is the date your contract is signed.

· The Contractor shall then promptly submit the Intent to the Department of Labor & Industries (L&I) for approval.  

· The Contractor also shall require any subcontractor to also file an Intent with L&I.

· This must be done online at the L&I website:  http://www.lni.wa.gov/TradesLicensing/PrevWage/default.asp.  

· If unable to file on-line, a paper copy of the approved Intent shall instead be promptly provided to the Buyer.  

· The Contractor shall notify the Buyer of the Intents that are filed by both the Contractor and all subs,



c. Contractor and any subcontractor shall not pay any laborer, worker or mechanic less than the prevailing hourly wage rates that were in effect at the time of bid opening for the worker classifications that are provided for under Prevailing Wages as issued by the State of Washington for the County in which the work shall be performed. 



d. Vocationally handicapped workers, i.e. those individuals whose earning capacity is impaired by physical or mental deficiency or injury, may be employed at wages lower than the established prevailing wage.  The Fair Labor Standards Act requires that wages based on individual productivity be paid to handicapped workers employed under certificates issued by the Secretary of Labor.  These certificates are acceptable to the Department of Labor and Industries.  Sheltered workshops for the handicapped may submit a request to the Department of Labor and Industries for a special certificate, which would, if approved, entitle them to pay their employees at wages, lower than the established prevailing wage.  



e. In certain situations, an Intent to Pay Prevailing wages shall be filed with the L&I and the Buyer, but the Vendor may indicate an exception on the Intent form that exempts the prevailing wages rates for the following:

· Sole owners and their spouse.

· Any partner who owns at least 30% of a partnership.

· The president, vice-president, and treasurer of a corporation if each one owns at least 30% of the corporation.

· Workers regularly employed on monthly or per diem salary by state or any political subdivision created by its laws.



f. Prevailing Wage rates in effect at the time of bid opening remain in effect for the duration of this contract, except for annual adjustments required by this agreement for multi-year contracts (where contract is longer than one year) and for building service maintenance (janitorial, waxers, shampooers, and window cleaners).

g. It is the sole responsibility of the Contractor to assign the appropriate classification and associate wage rates to all laborers, workers or mechanics that perform any work under this contract, in conformance with the scope of work descriptions of the Industrial Statistician of the Washington State Department of Labor and Industries.  

h. With each invoice, Contractor will attach or write a statement that wages paid were compliant to applicable Prevailing Wage rates, including the Contractor and any subcontractors.



i. Upon contract completion, Contractor shall file the Affidavit of Wages Paid (form L700-007-000) approved by the Industrial Statistician of Washington L&I. This may be performed on-line if the Contractor has initiated the original Intent to Pay Prevailing Wage process on line.  The receipt of the approved affidavit is required before Seattle can pay the final invoice. The City may withhold payment on any invoice due the Contractor until the approved affidavit is received. 



j.  The Contractor shall also ensure that each Subcontractor likewise files an Affidavit.



k. The Contractor shall notify the Buyer and provide a copy of the Affidavit(s).



l. For jobs above $10,000, Contractor is required to post for employees’ inspection, the Intent form including the list of the labor classifications and wages used on the project.   This may be postured in the nearest local office, for road construction, sewer line, pipeline, transmission line, street or alley improvement projects as long as the employer provides a copy of the Intent form to the employee upon request. 



m. In the event any dispute arises as to what the prevailing wages are for this Contract, and the dispute cannot be solved by the parties involved, the matter shall be referred to the Director of the Department of Labor and Industries of the State of Washington.  In such case, the Director’s decision shall be final, conclusive and binding on all parties.  If the dispute involves a federal prevailing wage rate, the matter shall be referred to the U.S. Secretary of Labor for a decision.  In such case, the Secretary’s decision shall be final, conclusive and binding on all parties. 



     Prevailing Wage rate changes for Service Contracts greater than one year in duration:



1. This provision only applies to service contracts that continue beyond a single year in duration, including building service maintenance contracts (janitorial service contractors and work performed by janitors, waxers, shampooers, and window cleaners) and to multi-year service contracts.



1. Contractor and any subcontractor must pay at least the prevailing wage rates that were in effect at time of bid throughout the duration of the contract.  



1. Each contract anniversary thereafter, Contractor and any subcontractors shall review the then current Prevailing Wage Rates.  The Contractor shall increase wages paid if required to meet no less then the current wage rates in effect at the time of the contract anniversary.  Contractor and any subcontractors shall file an affidavit and a new intent prior to contract extension.

1. Any price or rate increases made as a result of a change in the prevailing wages will be compensated by the City on a pass through basis if the Contract requests a price increase in accordance with the price increase request requirements provided elsewhere in this contract.  The Contractor must follow the contract instructions for pricing increases, notifying the Buyer at least 45 days prior to the contract anniversary date of any resulting price increase and documenting the increase.  

1. Payroll, wage, and cost records shall be retained, and may be audited or inspected. The Contractor, every Subcontractor, and all other individuals or firms required to pay prevailing wages are subject to investigation—including but not limited to on-site compliance interviews—by City Purchasing and Contracting Services (CPCS) and L&I in regard to payment of the required prevailing wage to workers, laborers, and mechanics employed on the project. If the investigations result in a finding that an individual or firm has violated the requirement to pay the prevailing rate of wage, the Owner may withhold payments to the Contractor. The Contractor or Subcontractor may also be subject to civil penalties and may be prohibited from bidding on any contract within the State of Washington for the period specified by law.

47. Indemnification.

To the extent permitted by law, the Contractor shall protect, defend, indemnify and hold the City harmless from and against all claims, demands, damages, costs, actions and causes of actions, liabilities, fines, penalties, judgments, expenses and attorney fees, resulting from the injury or death of any person or the damage to or destruction of property, or the infringement of any patent, copyright, or trademark, or trade secret arising out of the work performed or goods provided under this Contract, or the Contractor’s violation of any law, ordinance or regulation, contract provision or term, or condition of regulatory authorization or permit, except for damages resulting from the sole negligence of the City.  As to the City of Seattle, the Contractor waives any immunity it may have under RCW Title 51 or any other Worker’s Compensation statute.  The parties acknowledge that this waiver has been negotiated by them, and that the contract price reflects this negotiation.



48. Background Checks and Immigrant Status

Background checks will/will not be required for workers that will be performing the work under this contract.  The City has strict policies regarding the use of Background checks, criminal checks and immigrant status for contract workers.  The policies are incorporated into the contract and available for viewing on-line at  http://www.seattle.gov/business/WithSeattle.htm  

49. Notification Requirements for Federal Immigration Enforcement Activities



[bookmark: _Hlk508193128]Prior to responding to any requests from an employee or agent of any federal immigration agency including the Immigration and Customs Enforcement (ICE), the U.S. Department of Homeland Security (DHS), Homeland Security Investigations (HSI), Enforcement Removal Operations (ERO), Customs and Border Protection (CBP), and U.S. Citizenship and Information Services (USCIS) regarding your City contract, Vendors shall notify the Project Manager immediately.  



Such requests include, but are not limited to:



a. requests for access to non-public areas in City buildings and venues (i.e., areas not open to the public such as staff work areas that require card key access and other areas designated as “private” or “employee only”); or 

b. requests for data or information (written or oral) about workers engaged in the work of this contract or City employees.



No access or information shall be provided without prior review and consent of the City. The Vendor shall request the ICE authority to wait until the Project Manager is able to verify the credentials and authority of the ICE agent and will direct the Vendor on how to proceed.  



50. Insurance.

Contractor shall maintain at its own expense at all times during the term of this Contract the following insurance, as well as any other additional coverage requirements issued by the City.



1.	MINIMUM COVERAGES AND LIMITS OF LIABILITY. Vendor shall at all times during the term of this Agreement maintain continuously, at its own expense, minimum insurance coverages and limits of liability as specified below:



A.	Commercial General Liability (CGL) insurance, including:

			- Premises/Operations	

			- Products/Completed Operations

			- Personal/Advertising Injury

			- Contractual 

		- Independent Contractors 

- Stop Gap/Employers Liability

with minimum limits of liability of $1,000,000 each occurrence combined single limit bodily injury and property damage (“CSL”), except:

			$1,000,000    Personal/Advertising Injury

			$1,000,000    each accident/disease/employee Stop Gap/Employer’s Liability





B.	Automobile Liability insurance, including coverage for owned, non-owned, leased or hired vehicles with a minimum limit of liability of $1,000,000 CSL.



C.	 Worker’s Compensation for industrial injury to Vendor’s employees in accordance with the provisions of Title 51 of the Revised Code of Washington. 



2.	CITY AS ADDITIONAL INSURED.  The City of Seattle shall be included as an additional insured under CGL and Automobile Liability insurance for primary and non-contributory limits of liability.



3.	NO LIMITATION OF LIABILITY.  The limits of insurance coverage specified herein in subparagraph 1.A are minimum limits of insurance coverage only and shall not be deemed to limit the liability of Vendor’s insurer except as respects the stated limit of liability of each policy.  Where required to be an additional insured, the City of Seattle shall be so for the full limits of insurance coverage required by Vendor, whether such limits are primary, excess, contingent or otherwise. Any limitations of insurance liability shall have no effect on Vendor’s obligation to indemnify the City.



4.	MINIMUM SECURITY REQUIREMENT.  All insurers must be rated A- VII or higher in the current A.M. Best's Key Rating Guide and licensed to do business in the State of Washington unless coverage is issued as surplus lines by a Washington Surplus lines broker.



5.	SELF-INSURANCE.  Any self-insured retention not fronted by an insurer must be disclosed.  Any defense costs or claim payments falling within a self-insured retention shall be the responsibility of Vendor.



6.	EVIDENCE OF COVERAGE. Prior to performance of any scope of work under paragraph 5., Vendor shall provide certification of insurance acceptable to the City evidencing the minimum coverages and limits of liability and other requirements specified herein.  Such certification must include a copy of the policy provision documenting that the City of Seattle is an additional insured for commercial general liability insurance on a primary and non-contributory basis.  



51. Audit.

Upon request, Contractor shall permit Seattle, and any other governmental agency involved in the funding of the Work (“Agency”), to inspect and audit all pertinent books and records of Contractor, any subcontractor, or any other person or entity that performed work in connection with or related to the Work, at any and all times deemed necessary by Seattle or Agency, including up to six years after the final payment or release of withheld amounts has been made under this Contract.  Such inspection and audit shall occur in King County, Washington or other such reasonable location as Seattle or Agency selects.  The Contractor shall supply Seattle with, or shall permit Seattle to make, a copy of any books and records and any portion thereof.  The Contractor shall ensure that such inspection, audit and copying right of Seattle and Agency is a condition of any subcontract, agreement or other arrangement under which any other person or entity is permitted to perform work under this Contract.  



52. Examination of Records by Comptroller General.

 FAR clause 52.215-2 incorporated by reference.  The complete clause may be viewed at https://www.acquisition.gov/far/html/52_215.html . The OMB A-110 provisions in effect at the time of this order govern.  FAR clauses may be viewed at https://www.acquisition.gov/browsefar. 



53. Contractual Relationship

The relationship of Contractor to Seattle by reason of this Contract shall be that of an independent contractor.  This Contract does not authorize Contractor to act as the agent or legal representative of Seattle for any purpose whatsoever.  Contractor is not granted any express or implied right or authority to assume or create any obligation or responsibility on behalf of or in the name of Seattle or to bind Seattle in any manner or thing whatsoever.



54. Federal Debarment for Primes and all Subcontractors.

Contractor shall immediately notify the City of any suspension or debarment or other action that excludes the Contractor and any subcontractor from participation in Federal contracting.  Contractor shall verify all subcontractors that are intended and/or used by the Contractor for performance of City work are in good standing and are not debarred, suspended or otherwise ineligible by the Federal Government. Debarment shall be verified here. The Contractor shall keep proof of such verification within the Contractor records.



55. Supervision and Coordination.

Contractor shall:

· Competently and efficiently, supervise and direct the implementation and completion of all contract requirements specified herein.

· Designate in its bid or proposal to Seattle, a representative(s) with the authority to legally commit Contractor’s firm.  All communications given or received from the Contractor’s representative shall be binding on the Contractor.

· Promote and offer to Purchasers only those materials, equipment and/or services as stated herein and allowed for by contractual requirements.  Violation of this condition will be grounds for contract termination.



56. Involvement of Current and Former City Employees

If a Contractor has any current or former City employees, official or volunteer, working or assisting on solicitation of City business or on completion of an awarded contract, you must provide written notice to City Purchasing of the current or former City official, employee or volunteer’s name.  The Vendor Questionnaire within your bid documents prompts you to answer that question.  You must continue to update that information to City Purchasing during the full course of the contract.  The Contractor is to be aware and familiar with the Ethics Code, and educate vendor workers accordingly.



57. Anti-Trust Overcharges.

Seattle maintains that, in actual practice, overcharges resulting from antitrust violations are borne by the purchaser. Therefore, the Contractor hereby assigns to Seattle any and all claims for such overcharges except overcharges which result from antitrust violations commencing after the price is established under this contract and which are not passed on to Seattle under an escalation clause.

	

58. No Conflict of Interest.

Contractor confirms that Contractor does not have a business interest or a close family relationship with any City officer or employee who was, is, or will be involved in the Contractor selection, negotiation, drafting, signing, administration, or evaluating the Contractor's performance.  



59. No Gifts or Gratuities.

Contractor shall not directly or indirectly offer anything of value (such as retainers, loans, entertainment, favors, gifts, tickets, trips, favors, bonuses, donations, special discounts, work or meals) to any City employee, volunteer or official, that is intended, or may appear to a reasonable person to be intended, to obtain or give special consideration to the Vendor.  Promotional items worth less than $25 may be distributed by the vendor to City employees if the Vendor uses the items as routine and standard promotions for business. Any violation of this provision may result in termination of this Contract.  Nothing in this Contract prohibits donations to campaigns for election to City office, so long as the donation is disclosed as required by the election campaign disclosure laws of the City and of the State.



60. Contract Workers with 1,000 Hours

Throughout the life of the Contract, Contractor shall provide written notice to City Purchasing and the City Project Manager of any contract worker that shall perform more than 1,000 hours of contract work for the City within a rolling 12-month period.  Such hours include those that the contract worker performs for the Contract, and any other hours that the worker performs for the City under any other contract.  Such workers are subject to the requirements of the City Ethics Code, Seattle Municipal Code 4.16.  The Contractor shall advise their Contract workers as applicable.



61. Errors & Omissions:  Correction.

Contractor shall be responsible for the professional quality, technical accuracy, and the coordination of all designs, drawings, specifications, and other services furnished by or on the behalf of the Contractor under this Contract.  The Contractor, without additional compensation, shall correct or revise any errors or omissions in the designs, drawings, specifications, and/or other Contractor services immediately upon notification by Seattle.  The obligation provided for in this section with respect to any acts or omissions during the term of this Contract shall survive any termination or expiration of this Contract and shall be in addition to all other obligations and liabilities of the Contractor.



62. Intellectual Property Rights. 

Patents:  Contractor hereby assigns to Seattle all rights in any invention, improvement, or discovery, together with all related information, including but not limited to, designs, specifications, data, patent rights and findings developed in connection with the performance of Contract or any subcontract hereunder.  Notwithstanding the above, the Contractor does not convey to Seattle, nor does Seattle obtain, any right to any document or material utilized by Contractor that was created or produced separate from this Contract or was preexisting material (not already owned by Seattle), provided that the Contractor has clearly identified in writing such material as preexisting prior to commencement of the Work.  To the extent that preexisting materials are incorporated into the Work, the Contractor grants Seattle an irrevocable, non-exclusive, fully paid, royalty-free right and/or license to use, execute, reproduce, display, and transfer the preexisting material, but only as an inseparable part of the Work.



Copyrights:  For materials and documents prepared by Contractor in connection with the Work, Contractor shall retain the copyright (including the right of reuse) whether or not the Work is completed.  Contractor grants to Seattle a non-exclusive, irrevocable, unlimited, royalty-free license to use every document and all other materials prepared by the Contractor for Seattle under this Contract.  If requested by Seattle, a copy of all drawing, prints, plans, field notes, reports, documents, files, input materials, output materials, the media upon which they are located (including cards, tapes, discs and other storage facilities), software programs or packages (including source code or codes, object codes, upgrades, revisions, modifications, and any related materials) and/or any other related documents or materials which are developed solely for, and paid for by, Seattle in connection with the performance of the Work, shall be promptly delivered to Seattle. 



Seattle may make and retain copies of such documents for its information and reference in connection with their use on the project.  The Contractor does not represent or warrant that such documents are suitable for reuse by Seattle, or others, on extensions of the project, or on any other project. Contractor represents and warrants that it has all necessary legal authority to make the assignments and grant the licenses required by this Section.



63. Interlocal Cooperation Act.

RCW 39.34 allows cooperative purchasing between public agencies, and other political subdivisions.  SMC 20.60.100 also allows non profits to use these agreements.  If a public agency files or has filed an Intergovernmental Cooperative Purchasing Agreement with the City of Seattle, those agencies are eligible to purchase from Contracts established by the City.   Such agencies may ask City of Seattle Contractors to accept orders from the agency, citing the City of Seattle contract as the basis for the order.  The Vendor may accept or decline such orders.  If the Vendor accepts an order from another public agency using the City of Seattle contract as the basis, the Vendor agrees to sell additional items at the contract prices, terms and conditions.  The City of Seattle accepts no responsibility for the payment of the purchase price by other governmental agencies.  



64.  Expansion.

Any resultant contract or Purchase Order may be expanded as allowed below. A modification may be considered per the criteria and procedures below, for any ongoing Blanket Contract that has not yet expired.  Likewise, a one-time Purchase Order may be modified if the bid reserved the right for additional orders to be placed within a specified period of time, or if the project or body of work associated with a Purchase Order is still active.  Such modifications must be mutually agreed.  The only person authorized to make such agreements on behalf of the City is the Buyer from the City Purchasing Division (Department of Finance and Administrative Services).  No other City employee is authorized to make such written notices.  Expansions must be issued in writing from the City Buyer in a formal notice.  The Buyer will ensure the expansion meets the following criteria collectively:  (a)  it could not be separately bid, (b) the change is for a reasonable purpose, (c) the change was not reasonably known to either the City or vendors at time of bid or else was mentioned as a possibility in the bid (such as a change in environmental regulation or other law); (d) the change is not significant enough to be reasonably regarded as an independent body of work; (e) the change could not have attracted a different field of competition; and (f) the change does not vary the essential identity or main purpose of the contract.  The Buyer shall make this determination, and may make exceptions for immaterial changes, emergency or sole source conditions, or for other situations as required in the opinion of the Buyer. 



Note that certain changes are not considered an expansion of scope, including an increase in quantities ordered, the exercise of options and alternates in the bid, or ordering of work originally identified within the originating solicitation. If such changes are approved, changes are conducted as a written order issued by the City Purchasing Buyer in writing to the Vendor.



65. Disputes.

The parties shall endeavor to resolve any dispute or misunderstanding that may arise under this Contract concerning Contractor’s performance, if mutually agreed to be appropriate, through negotiations between the Contractor’s Project Manager and Seattle’s Project Manager, or if mutually agreed, referred to the City’s named representative and the Contractor’s senior executive(s).  Either party may decline or discontinue such discussions and may then pursue other means to resolve such disputes including termination as allowed for within the contract, or may by mutual agreement pursue other dispute alternatives such as alternate dispute resolution processes. Nothing in this dispute process shall in any way mitigate the rights, if any, of either party to terminate the contract for cause or convenience.



Notwithstanding all above, if Seattle believes in good faith that some portion of Work has not been completed satisfactorily, Seattle may require Contractor to correct such work prior to Seattle payment.  In such event, Seattle will provide to Contractor an explanation of the concern and the remedy that Seattle expects.  Seattle may withhold from any payment that is otherwise due, an amount that Seattle in good faith finds to be under dispute, or if the Contractor does not provide a sufficient remedy, Seattle may retain the amount equal to the cost to Seattle for otherwise correcting or remedying the work not properly completed.



66. Termination.



A. For Cause:  Seattle may terminate this Contract if the Contractor is in material breach of any of the terms of this Contract, and such breach has not been corrected to Seattle’s reasonable satisfaction in a timely manner.



B. For City’s Convenience:  Seattle may terminate this Contract at any time, without cause and for any reason including Seattle’s convenience, upon written notice to the Contractor.  



C. Nonappropriation of Funds:  Seattle may terminate this Contract at any time without notice due to nonappropriation of funds, whether such funds are local, state or federal grants, and no such notice shall be required notwithstanding any notice requirements that may be agreed upon for other causes of termination.



D. Acts of Insolvency:  Seattle may terminate this Contract by written notice to Contractor if the Contractor becomes insolvent, makes a general assignment for the benefit of creditors, suffers or permits the appointment of a receiver for its business or assets, becomes subject to any proceeding under any bankruptcy or insolvency law whether domestic or foreign, or is wound up or liquidated, voluntarily or otherwise. 



E. Termination for Gratuities:  Seattle may terminate this Contract by written notice to Contractor if Seattle finds that any gratuity in the form of entertainment, a gift, or otherwise, was offered to or given by the Contractor or any agent therefor to any City official, officer or employee.



F. Notice:  Seattle is not required to provide advance notice of termination.  Notwithstanding, the Buyer may issue a termination notice with an effective date later than the termination notice itself.  In such case, the Contractor shall continue to provide products and services as required by the Buyer until the effective date provided in the termination notice. 



G. Actions Upon Termination:  In the event of termination not the fault of the Contractor, Contractor shall be paid for the services properly performed prior to the effective termination date that has been specified by the Buyer, together with any reimbursable expenses then due, but in no event shall such compensation exceed the maximum compensation to be paid under the Contract.  Contractor agrees that this payment shall fully and adequately compensate Contractor and all subcontractors for all profits, costs, expenses, losses, liabilities, damages, taxes, and charges of any kind whatsoever (whether foreseen or unforeseen) attributable to the termination of this Contract. Upon termination for any reason, Contractor shall provide Seattle with the most current design documents, contract documents, writings and other product it has completed to the date of termination, along with copies of all project-related correspondence and similar items.  Seattle shall have the same rights to use these materials as if termination had not occurred. 



67. Force Majeure – Suspension and Termination.

This section applies in the event that either party is unable to perform the obligations of this contract because of a Force Majeure event as defined herein, to the extent that the Contract obligations must be suspended in full.  A Force Majeure event is an event that prohibits performance and is beyond the control of the party.  Such events may include natural or man-made disasters, or an action or decree of a superior governmental body, which prevents performance.



Force Majeure under this Section shall only apply in the event that performance is rendered not possible by either party or its agents.  Should it be possible to provide partial performance that is acceptable to the City under Section 68 (Emergencies or Disasters), Section 68 below shall instead be in force.



Should either party suffer from a Force Majeure event and is unable to provide performance, such party shall give notice to the remaining party as soon as practical and shall do everything possible to resume performance. 



Upon receipt of such notice, the party shall be excused from such performance as is affected by the Force Majeure Event for the period of such Event.  If such Event affects the delivery date or warranty provisions of this Agreement, such date or warranty period shall automatically be extended for a period equal to the duration of such Event.



68. Major Emergencies or Disasters.

The City may undergo an emergency or disaster that may require the Contractor to either increase or decrease quantities from normal deliveries, or that may disrupt the Contractor’s ability to provide normal performance.  Such events may include, but are not limited to, a storm, high wind, earthquake, flood, hazardous material release, and transportation mishap, loss of any utility service, fire, terrorist activity or any combination of the above.  In such events, the following shall apply.



(a) The City shall notify the Contractor that the City is experiencing an emergency or disaster, and will request emergency and priority services from the Contractor.

(b) The City may request that the Contractor provide either increased or decreased quantities from traditional orders, or may request Contractor provide additional products or services.

(c) Upon such notice by the City, the Contractor shall make reasonable efforts to provide the City the materials in the quantities requested and within the schedule specified by the City, adhering to the conditions in this Section.

(d) The City of Seattle shall be the customer of first priority for the Contractor, except where preceded by State or Federal government mandates.  The Contractor shall provide its best and priority efforts to provide the requested goods and/or services to the City of Seattle in as complete and timely manner as possible.  Such efforts by the Contractor are not to be diminished as a result of Contractor providing service to other customers, except as mandated by State or Federal governments.  

(e) If the Contractor is unable to respond in the time and/or quantities requested by the City, the Contractor shall promptly assist the City to the extent practicable, to gain access to alternative materials and/or services. This may include:

a. Coordinating with other distributors or subsidiaries beyond those in the local region to fulfill order requests; 

b. Offering the City substitutions provided the Contractor obtains prior approval from the City for such substitution.



The Contractor shall charge the City the price determined in this Contract for the goods and services provided, and if no price has been determined, it shall charge the City a price that is normally charged for such goods and/or services (such as listed prices for items in stock).  However, in the event that the City’s request results in the Contractor incurring unavoidable additional costs and causes the Contractor to increase prices in order to obtain a fair rate of return, the Contractor shall charge the City a price not to exceed the cost/profit formula found in this Contract.



69. City Debarment.

In accordance with SMC Ch. 20.70, the Director of Executive Administration or designee may debar a Vendor from entering into a Contract with the City or from acting as a subcontractor on any Contract with the City for up to five years after determining that any of the following reasons exist: 

a. Contractor has received overall performance evaluations of deficient, inadequate, or substandard performance on three or more City Contracts.

b. Contractor failed to comply with City ordinances or Contract terms, including but not limited to, ordinance or Contract terms relating to small business utilization, discrimination, prevailing wage requirements, equal benefits, or apprentice utilization.  

c. Contractor abandoned, surrendered, or failed to complete or to perform work on or in connection with a City Contract.  

d. Contractor failed to comply with Contract provisions, including but not limited to quality of workmanship, timeliness of performance, and safety standards. 

e. Contractor submitted false or intentionally misleading documents, reports, invoices, or other statements to the City in connection with a Contract. 

f. Contractor colluded with another contractor to restrain competition. 

g. Contractor committed fraud or a criminal offense in connection with obtaining, attempting to obtain, or performing a Contract for the City or any other government entity.

h. Contractor failed to cooperate in a City debarment investigation. 

i. Contractor failed to comply with SMC 14.04, SMC Ch. 14.10, SMC Ch. 20.42, or SMC Ch. 20.45, or other local, State, or federal non-discrimination laws. 

The Director may issue an Order of Debarment following the procedures specified in SMC 20.70.050.   The rights and remedies of the City under these provisions are in addition to any other rights and remedies provided by law or under the Contract. 

70. Recycle Products Requirements. 

To promote and encourage environmentally sustainable practices for companies doing business with the City, the City requires that vendors under City contract use environmentally preferable products in production of City work products.  

71. Green Seal Products. 

Contractor shall use Green Seal, Eco Logo or other certified cleaning products as approved by the City, in performance of all cleaning and janitorial work to protect the health, safety, wellness and environmentally sustainable practices that the City requires of companies doing business with the City.  Cleaning products, floor care products and other products used in the performance of work that carry a Green Seal certification are required. The Bidder shall identify the products that the Bidder intends to use at the City facilities and shall list them on the Offer Form, with a notation to confirm Green Seal product certification.  The Green Seal website is:www.greenseal.org/Home.aspx.  The City has contracts with various vendors who will supply the winning Bidder with Green Seal certified products for use in performance of City contract work, at City contract pricing, For the list of vendors, contact the City Buyer.

72. Paper and Paper Product Requirements.

The City desires use of 100% PCF (post consumer recycled content, chlorine-free) paper, to comply with the City Executive Order and to encourage environmentally preferable practices for City business.  Such paper is available at City contract prices from Keeney’s Office Supplies at 425-285-0541.  



The City prohibits vinyl binders.  The City prefers 100% recycled stock Binders. “Rebinders” are a product that fit this requirement and are available at City contract prices from Complete Office at 206-628-0059 or Keeney’s Office Supplies at 425-285-0541.  Please do not use binders or plastic folders, unless essential.  Note - Keeney’s is a Women Owned Firm and may be noted on your Outreach Plan.



Contractors shall duplex materials prepared for Seattle under this Contract, whether materials are printed or copied, except when impracticable due to the nature of the product.  This is executed under the Mayor's Executive Order, issued February 13, 2005.

73. Workers Right to Know.

“Right to Know” legislation required the Department of Labor and Industries to establish a program to make employers and employees more aware of the hazardous substances in their work environment.  WAC 296-62-054 requires among other things that all manufacturers/distributors of hazardous substances, including any of the items listed on this ITB, RFP or contract bid and subsequent award, must include with each delivery completed Material Safety Data Sheets (MSDS) for each hazardous material.  Additionally, each container of hazardous material must be appropriately labeled with:  the identity of the hazardous material, appropriate hazardous warnings, and the Name and Address of the chemical manufacturer, improper, or other responsible party.



Labor and Industries may levy appropriate fines against employers for noncompliance and agencies may withhold payment pending receipt of a legible copy of the MSDS.  OSHA Form 20 is not acceptable in lieu of this requirement unless it is modified to include appropriate information relative to “carcinogenic ingredients: and “routes of entry” of the product(s) in question.

74. Paid Sick Time and Safe Time Ordinance

Be aware that the City has a Paid Sick Time and Safe Time ordinance that requires companies to provide employees who work more than 240 hours within a year inside Seattle, with accrued paid sick and paid safe time for use when an employee or a family member needs time off from work due to illness or a critical safety issue. The ordinance applies to employers, regardless of where they are located, with more than four full-time equivalent employees.  This is in addition and additive to benefits a worker receives under prevailing wages per WAC 296-127-014(4). City contract specialists may audit payroll records or interview workers as needed to ensure compliance to the ordinance. Please see http://www.seattle.gov/laborstandards, or may call the Office of Labor Standards at 206.684.4500 with questions.

75. Other Labor Standards Requirements:  

The Vendor shall comply to the extent applicable with the City's Minimum Wage labor standards as required by SMC 14.19, setting wage standards for employees working within city limits as well as the Wage Theft labor standards as required by SMC 14.20, setting basic requirements for payment of wages and tips for employees working within city limits and providing various payment documentation to employees.

76. Campaign Contributions (Initiative Measure No. 122)

Elected officials and candidates are prohibited from accepting or soliciting campaign contributions from anyone having at least $250,000 in contracts with the City in the last two years or who has paid at least $5,000 in the last 12 months to lobby the City.  Please see Initiative 122, or call the Ethics Director with questions.  For questions about this measure, contact: Polly Grow, Seattle Ethics and Elections, 206-615-1248 or polly.grow@seattle.gov. 

77. Miscellaneous Provisions. 

A. Amendments:  No modification of this Contract shall be effective unless in writing and signed by an authorized representative of the City, except as otherwise authorized herein.  The City shall issue change notices to Contractor, and such notices shall take effect under the signature of the City unless written objection of the notice is received by the Contractor upon Contractor receipt of the change notice.



B. Conflict:  In the event of conflict between contract documents and applicable laws, codes, ordinances or regulations, the most stringent or legally binding requirement shall govern and be considered a part of this contract to afford Seattle the maximum benefits.



C. Liens, Claims and Encumbrances:  All materials, equipment, or services shall be free of all liens, claims or encumbrances of any kind and if Seattle requests a formal release of same shall be delivered to Seattle.



D. Binding Contract:  This Contract shall not be binding until signed by both parties.  The provisions, covenants and conditions in this Contract shall bind the parties, their legal heirs, representatives, successors, and assigns.



E. Applicable Law/Venue:  This Contract shall be construed and interpreted in accordance with the laws of the State of Washington.  The venue of any action brought hereunder shall be in the Superior Court for King County, Washington



F. Remedies Cumulative:  Rights under this Contract are cumulative and nonexclusive of any other remedy at law or in equity.  



G. Captions:  All titles, including sections or subsections, are for convenience only and do not define or limit the contents.



H. Severability:  Any term or provision of this Contract found to be prohibited by law shall be ineffective to the extent of such prohibition without invalidating the remainder of the Contract.



I. Waiver:  No covenant, term, or the breach thereof shall be deemed waived, except by written consent of the party against whom the waiver is claimed, and any waiver of the breach of any covenant, term or condition shall not be deemed to be a waiver of any preceding or succeeding breach of the same or any other covenant, term or condition.  Neither the acceptance by Seattle of any performance by the Contractor after the time the same shall have become due nor payment to the Contractor for any portion of the Work shall constitute a waiver by Seattle of the breach or default of any covenant, term or condition unless otherwise this is expressly agreed to by Seattle, in writing.  The City’s failure to insist on performance of any of the terms or conditions herein or to exercise any right or privilege or the City’s waiver of any breach hereunder shall not thereafter waive any other term, condition, or privilege, whether of the same or similar type.



J. Contract Representations:  This Contract as described in Item 1 constitutes the entire Agreement.  No verbal agreement or conversation between any officer, agent, associate or employee of Seattle and any officer, agency, employee or associate of the Contractor prior to the execution of this Contract shall affect or modify any of the terms or obligations contained in this Contract.  



K. Negotiated Contract:  The parties acknowledge that this is a negotiated Contract, that they have had the opportunity to have this Contract reviewed by respective legal counsel, and that terms and conditions are not construed against any party on the basis of such party's draftsmanship thereof.



L. No personal liability:  No officer, agent or authorized employee of the City shall be personally responsible for any liability arising under this Contract, whether expressed or implied, nor for any statement or representation made herein or in any connection with this Contract.



IN WITNESS WHEREOF, in consideration of the terms, conditions, and covenants contained herein, or attached and incorporated and made a part hereof, the parties have executed this Contract by having their authorized representatives affix their signatures below.



		 (Contractor)





By

		

		City of Seattle





By



		

		Signature		Date





		

		

		Signature	Date







		

		(Printed Name)





		

		

		LIZ ALZEER

City Purchasing and Contracting Director





		

		Title
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